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ORDER No. R2-2006-0066
NPDES No. CA0037966

The following Discharger is authori zed to discharge in accordance with the conditions set forth in
this Order:

The Discharger is authonzedto discharge from the following discharge points as set forth below:

This Order was adopted by the Regional Water Board on: October 11.2006
This Order shall become effective on: December 1,2006
This Order shall expire on: Februarv 28.2010
The U.S. Environmental Protection Agency (USEPA) and the Regional Water Board have classified this discharge as
a minor discharee.

The Discharger shall file a Report of Waste Discharge in accordance with Title 23, Califomia Code of Regulations,
not later than I 80 days in advance of the Order expiration date as application for issuance of new waste discharge
requirements.

IT IS HEREBY ORDERED, that OrderNo. 00-131 is rescinded upon the effective date of this Order
except for enforcement purposes, and, in order to meet the provisions contained in Division 7 of the
California Water Code (CWC) and regulations adopted thereunder, and the provisions of the federal
Clean Water Act (CWA), and regulations and guidelines adopted thereunder, the Discharger shall
comply with the requirements in this Order.

I, Bruce H. Wolfe, Executive Officer, do hereby certif,/ the following is a full, true, and correct copy
of an Order adopted by the California Regional Water Quality Conkol Board, San Francisco Bay
Region, on October 11,2006.

Arnold Schwarzenegger
Governor

Linda S. Adams
Secreta ry for Envi ronmental

Protection

Discharger City of Calistoga

Name of F acilitv Dunaweal Wastewater Treatment Plant and its collection svstem

Facility Address
I 185 Dunaweal Lane

Calistoga, CA 94515

Napa County

Discharge
Point

Effluent
Descriotion

Discharge Point
Latitude

Discharge Point
Lonsitude Receiving Water

001 Tertiary treated 38'33' 34" N 122" 33',28" W Napa River

002 Secondary treated 38'34'13"N 122" 33', 40" W Napa River

OrderNo. M-2006-0066 - October 2006

Bruce H. W Executive Officer
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I. FACILITYINFORMATION

The following Discharger is authorizedto discharge in accordance with the conditions set forth in
this Order:

Discharger Citv of Calistoea

Name of Facilitr Dunaweal Wastewater Treatment Plant and its collection system

Facility Address

I 185 Dunaweal Lane

.Calistosa. CA 94515

Napa Countv

Facility Contact, Title, and
Phone

Paul Wade, Public Works Director, (107) 942-2828

Mailins Address 414 Washington Street, Calistoga, CA 94515

Type of Facilitv POTW

Facility Desien Flow 0.84 million gallons per day (MGD) average dry weather design flow

Limitations and Discharge Requirements
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II. FINDINGS

The California Regional Water Quality Control Board, San Francisco Bay Region (hereinafter
Regional Water Board), finds:

C.

Background. The City of Calistoga (hereinafter Discharger) is currently discharging under
OrderNo. 00-131 and National Pollutant Discharge Elimination System (I{PDES) Permit
No.CA0037966. The Discharger submitted a Report of Waste Discharge, dated May 31,2005,
and applied for a NPDES permit renewal to discharge treated wastewater from City of Calistoga
Dunaweal Wastewater Treatment Plant, hereinafter plant. The application was deemed complete
onJune 14,2005.

Facility Description. The Discharger owns and operates the plant which provides tertiary-level
treatment for domestic, commercial, and some industrial wastewater from the City of Calistoga.
The treatment processes consist of headworks, secondary treatment by activated sludge and
clarification , tertrary treatment by coagulation and filtration, and disinfection. After secondary or
tertiary treatment, the effluent may be discharged to the Napa River from November 1 through
June 15. Treated wastewater is discharged to a non-tidal reach of the Napa River through two
outfalls extending from the eastern bank of the river. Outfall 001 (see table on cover page) is
used for discharging tertiary effluent. Outfall 002 is used only for discharging secondary
effluent. During the remainder of the year, the wastewater is treated to tertiary standards,
distributed for recycled water use, or stored for future use or disposal. The Discharger's
wastewater collection system includes 12.7 miles of major sanitary sewer lines and various pump
stations. Attachrnent B(1) provides a location map of the area around the plant. Attachment C
provides a flow schematic of the plant.

Legal Authorities. This Order is issued pursuant to section 402 of the Federal Clean Water Act
(CWA) and implementing regulations adopted by the U.S. Environmental Protection Agency
(USEPA) and Chapter 5.5, Division 7 of the California Water Code (CWC). It shall serve as an
NPDES permit for point source discharges from this facility to surface waters.

Background and Rationale for Requirements. The Regional Water Board developed the
requirements in this Order based on information submitted as part of the application, through
monitoring and reporting programs, and through special studies. Attachments A through G,
which contain background information and rationale for Order requirements, are hereby
incorporated into this Order and, thus, constitute part of the Findings for this Order.

California Environmental Quality Act (CEQA). This action to adopt an NPDES permit is
exempt from the provisions of the California Environmental Quality Act (Public Resources Code
Section 2ll00, et seq.) in accordance with Section 13389 of the CWC.

Technology-Based Effluent Limitations The Code of Federal Regulations (CFR) at 40 CFR
$I22.aa@) requires that permits include applicable technology-based limitations and standards.
This Order includes technology-based effluent limitations based on tertiary treatment or
equivalent requirements that meet both the technology-based secondary treatment standards for

F.

A.

B.

D.

E.
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G.

POTWs and protect the beneficial uses of the receiving waters. The Regional Water Board has
considered the factors listed in CWC $ 13241 in establishing these requirements and/or Best
Professional Judgment (BPJ) in accordance with 40 CFR $125.3. A detailed discussion of the
technology-based effluent limitations development is included in the Fact Sheet (Attachment F).

Water Quality-Based Effluent Limitations. Section I22.44(d)of 40 CFR r"qrrir"rihut permits
include water quality-based effluent limitations (WQBELs) to attain and maintain applicable
numeric and narrative water quality objectives/criteria (WQOsAMQC) to protect the beneficial
uses of the receiving water. Where numeric water quality objectives have not been established,
40 CFR 5122.44(d) specifies that WQBELs may be established using USEPA criteria guidance
under CWA section 304(a),proposed State criteria or a State policy interpreting narrative criteria
supplemented with other relevant information, or an indicator parameter.

Water Quality Control Plan. The Regional Water Board adopted a Water Quality Control Plan
for the San Francisco Bay Basin (hereinafter Basin Plan) that designates beneficial uses,

establishes water quality objectives, and contains implementation programs and policies to
achieve those objectives for all waters addressed through the plan.

The applicable beneficial uses of the Napa River, in the vicinity of the discharge, are as listed in
Table l.

Table L. Receiving Water Body Beneficial Uses

Discharge
Point

Receiving Water Name Beneficial Use(s)

001 and 002 Napa River

Municipal and Domestic Water Supply

Agricultural Supply (AGR)

Navigation (NAV)
Water Contact Recreation (REC-1)

Non-contact Water Recreation (REC-2)

Wildlife Habitat (WILD)
Preservation of Rare and Endangered Species (RARE)

Fish Migration (MIGR)
Fish Spawnine (SPWN)

Warm Freshwater Habitat (WARM)

Cold Freshwater Habitat (COLD)

Requirements of this Order specifically implement the Water Quality Control Plan.

I. Thermal Plan. The State Water Board adopted aWater Quality Control Planfor Control of
Temperature in the Coastal and Interstate LYater and Enclosed Bays and Estuaries of California
(Thermal Plan) on May 18, 1972, and amended this plan on September 18, 1975. This plan
contains temperature objectives for inland surface waters.

H.

Limitations and Discharge Requirements
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National Toxics Rule (NTR) and California Toxics Rule (CTR). USEPA adopted the NTR on
December 22,1992, which was amended on May 4,1995, and November 9,1999. About forfy
criteria in the NTR applied in California. On May 18, 2000, USEPA adopted the CTR, which
incorporated the NTR criteria that were applicable in California. The CTR was amended on
February 13,2001. These rules include water quality criteria (WQC) for priority pollutants and
are applicable to this discharge.

State Implementation Policy. On March 2,200},the State Water Board adopted the Policy for
Implementation of Toxics Standards for Inland Surface Waters, Enclosed Bays, and Estuaries of
California (State Implementation Policy or SIP). The SIP became effective on April28,2000, with
respect to the priorify pollutant criteria promulgated for California by the USEPA through the NTR
and to the priority pollutant objectives established by the Regional Water Boards in their basin
plans, with the exception of the provision on alternate test procedures for individual discharges that
have been approved by USEPA Regional Administrator. The alternate test procedures provision
was effective on May 22,2000. The SIP became effective on May 18, 2000. The State Water
Board subsequently amended the SIP on February 24,2005, and the amendments became effective
on July 31,2005. The SIP includes procedures for determining the need for and calculating
WQBELs and requires dischargers to submit data sufficient to do so. Requirements of this Order
implement the SIP.

Compliance Schedules and Interim Requirements. Section 2.1 of the SIP provides that, based
on a discharger's request and demonstration that it is infeasible for an existing discharger to
achieve immediate compliance with an effluent limitation derived from a CTR criterion,
compliance schedules may be allowed in an NPDES permit. Unless an exception has been
granted under Section 5.3 of the SIP, a compliance schedule may not exceed 5 years from the
date that the permit is issued or reissued, nor may it extend beyond 10 years from the effective
date of the SIP (or May 18, 2010) to establish and comply with CTR criterion-based effluent
limitations. Where a compliance schedule for a final effluent limitation exceeds one year, the
Order must include interim numeric limitations for that constituent or parameter. Where allowed
by the Basin Plan, compliance schedules and interim effluent limitations or discharge
specifications may also be granted to allow time to implement new or revised WQOs. This Order
includes compliance schedules and interim effluent limitations. A detailed discussion of the basis
for the compliance schedules and interim effluent limitations is included in the Fact Sheet
(Attachment F).

Alaska Rule. On March 30, 2000, USEPA revised its regulation that specifies when new and
revised state and tribal water quality standards (WQS) become effective for CWA purposes. (40
C.F.R. $ 131.21; 65 Fed. Reg.2464l (April 27,200q.) Underthe revised regulation (also
known as the Alaska rule), new and revised standards submitted to USEPA after May 30, 2000,
must be approved by USEPA before being used for CV/A purposes. The final rule also provides
that standards already in effect and submitted to USEPA by May 30, 2000 may be used for CWA
purposes, whether or not approved by USEPA.

Stringency of Requirements for Individual Pollutants. This Order contains restrictions on
individual pollutants that are no more stringent than required by the federal CWA. Individual

J.

K.

L.

M.

N.
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pollutant restrictions consist of technology-based restrictions and water quality-based effluent
limitations. The technology-based effluent limitations consist of restrictions on CBOD, TSS, Oil
and Grease, pH, and chlorine residual. Restrictions on these pollutants are specified in federal
regulations, and in the Basin Plan since before May 30, 2000, as discussed in the attached Fact
Sheet, Attachment F. The permit's technology-based pollutant restrictions are no more stringent
than required by the CWA. Water quality-based effluent limitations have been scientifically
derived to implement water quality objectives that protect beneficial uses. Both the beneficial
uses and the water quality objectives have been approved pursuant to federal law and are the
applicable federal water quality standards. To the extent that toxic pollutant water quality-based
effluent limitations were derived from the CTR, the CTR is the applicable standard pursuant to
section 131.38. The scientific procedures for calculating the individual water quality-based
effluent limitations are based on the CTR-SIP, which was approved by USEPA on May 18,

2000. Most beneficial uses and water quality objectives contained in the Basin Plan were
approved under state law and submitted to and approved by USEPA prior to May 30, 2000. Any
water quality objectives and beneficial uses submitted to USEPA prior to May 30, 2000, but not
approved by USEPA before that date, are nonetheless "applicable water quality standards for
purposes of the CWA" pursuant to section 131.21(c)(1). The remaining water quality objectives
and beneficial uses implemented by this Order (specifically Arsenic, Cadmium, Chromium (VI),
Copper (fresh), Lead, Nickel, Silver (CMC), Zinc) were approved by USEPA on January 5,

2005, and are applicable water quality standards pursuant to section I3I.2l(c)(2). Collectively,
this Order's restrictions on individual pollutants are no more stringent than required to
implement the technology-based requirements of the CWA and the applicable water quality
standards for purposes of the CWA.

O. Antidegradation Policy. Section l3l.l2 of 40 CFR requires that State water quality standards

include an antidegradation policy consistent with the federal policy. The State Water Board
established California's antidegradation policy in State Water Board Resolution 68-16, which
incorporates the requirements of the federal antidegradation policy. Resolution 68-16 requires
that existing quality of waters be maintained unless degradation is justified based on specific
findings. As discussed in detail in the Fact Sheet (Attachment F), the permitted discharge is
consistent with the antidegradation provision of 40 CFR $131.12 and State Water Board
Resolution 68-16.

Anti-Backsliding Requirements. Sections a02@)(2) and 303(dX4) of the CWA and federal
regulations at 40 CFR 5I22.44(l) prohibit backsliding in NPDES permits. These anti-backsliding
provisions require effluent limitations in a reissued permit to be as stringent as those in the
previous permit, with some exceptions where limitations may be relaxed. Some effluent
limitations in this Order are less stringent that those in the previous Order. As discussed in detail
in the Fact Sheet (Attachment F), this relaxation of effluent limitations is consistent with the
anti-backsliding requirements of the CWA and federal regulations.

Monitoring and Reporting. Section 122.48 of 40 CFR requires that all NPDES permits specify
requirements for recording and reporting monitoring results. Sections 13267 and 13383 of the
CWC authorize the Regional Water Boards to require technical and monitoring reports. The
Monitoring and Reporting Program (MRP) establishes monitoring and reporting requirements to

P.

a.
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implement federal and State requirements. This MRP is provided in Attachment E. The MRP
may be amended by the Executive Officer pursuant to USEPA regulation 40 CFR 122.62,
122.63. and 124.5.

Standard and Special Provisions. Standard Provisions, which in accordance with 40 CFR
$$ 122.41 and 122.42, apply to all NPDES discharges and must be included in every NPDES
permit, are provided in Attachment D. The Regional Water Board has also included in this
Order special provisions applicable to the Discharger. A rationale for the special provisions
contained in this Order is provided in the attached Fact Sheet (Attachment F).

Notification of Interested Parties. The Regional Water Board has notified the Discharger and
interested agencies and persons of its intent to prescribe Waste Discharge Requirements for the
discharge and has provided them with an opporrunity to submit their written comments and
recommendations. Details of notification are provided in the Fact Sheet (Attachment F).

Consideration of Public Comment. The Regional Water Board, in a public meeting, heard and
considered all comments pertaining to the discharge. Details of the Public Hearing are provided
in the Fact Sheet (Attachment F).

TII. DISCHARGE PROHIBITIONS

Discharge of wastewater at a different location or in a different manner than those described in
this Order is prohibited. Discharge from Outfall 001 to receiving water at any point where it does
not receive a minimum initial dilution of 10 to 1 (10:1), river to wastewater flow, is prohibited.
Discharge of wastewater from Outfall 002 to receiving water at any point where it does not
receive a minimum initial dilution of 50 to 1 (50:1), river to wastewater flow, is prohibited. This
minimum river to wastewater flow ratio must be verified by field measurements at the Plant.

The bypass of untreated or partially treated wastewater to waters of the United States is
prohibited, except as provided for in the conditions stated in 40 CFR l22.al@)(4) and in A.13
of the Standard Provisions and Reporting Requirements for NPDES Surfoce lMater Discharge
Permits, August 1993 (Attachment G).

Average dry weather flow from the treatment plant greater than 0.84 MGD is prohibited.
Average dry weather flow shall be determined over a period of three consecutive dry weather
months each year.

Discharge to the Napa River is prohibited during the period from June 16 through October 31 of
each year. Discharge to the Napa River prior to October 31 or later than June 15 may be
authorized by the Executive Officer, when the conditions specified in Provision VII.C.7 are
satisfied.

Wastewater with an elevated temperature discharged into a receiving water that supports cold
fresh water habitat is prohibited, unless it can be demonstrated to the satisfaction of the Regional

R.

S.
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D.

E.
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Water Board that such an alteration of temperature does not adversely affect the beneficial uses

of the receiving water.

F. Any sanitary sewer overflow that results in a discharge of untreated or partially treated
wastewater to waters of the United States is prohibited.

IV. EFFLUENT LIMITATIONS AND DISCHARGE SPECIFICATIONS

A. Final Effluent Limitations - Discharge Points 001 and 002

1. BOD, TSS, Oil and Grease, and Turbidity

The discharge of treated wastewater shall maintain compliance with the effluent limitations
for the above pollutants as specified in Tables 2 and3 below, at Discharge Points 001 and
002, with compliance measured at Monitoring Locations M-001 and M-002, respectively, as

described in the attached Monitoring and Reporting Program (Attachment E):

^. Discharge Point 001

Table 2. Effluent Limitations for Conventional Pollutants
for Discharge Point 001

b. Discharge Point 002

Table 3. Effluent Limitations for Conventional Pollutants
for Discharge Point 002

Parameter Units
Effluent Limitations

Average
Monthlv

Average
Weeklv

Maximum
Dailv

Instantaneous
Minimum

Instantaneous
Maximum

Biochemical Oxygen
Demand 5-day @,20"C

mgL 10 15

Total Suspended Solids mgL 15 20

Oil and Grease mgL 5 10

Turbidity NTU 10

Parameter Units
Effluent Limitations

Average
Monthlv

Average
Weeklv

Maximum
Dailv

Instantaneous
Minimum

Instantaneous
Maximum

Biochemical Oxygen
Demand 5-day @20"C

mg/L 30 45

Total Suspended Solids mClL 30 45

Oil and Grease mClL 10 20

Limitations and Discharge Requirements
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2- BOD and TSS Percent Removal

The arithmetic mean of the BOD (Five-day, 20"C) and total suspended solids values, by
concentration, for effluent samples collected in each calendar month shall not exceed 15
percent of the arithmetic mean of the respective values for influent samples collected at
approximately the same times during the same period.

3. pH

The pH of the effluent shall not be less than 6.5 nor greater than 8.5 (1).

(1) The Discharger may elect to use a continuous on-line monitoring system(s) for measuring
pH. If the Discharger employs continuous monitoring, then the Discharger shall be in
compliance with the pH limitation specified herein, provided that both of the following
conditions are satisfied:

(i) The total time during which the pH values are outside the required range of pH values
shall not exceed 7 hours and26 minutes in any calendar month; and

(ii) No individual excursion from the range of pH values shall exceed 60 minutes.

4. Coliform Bacteria

The treated wastewater, at some point in the treatment process prior to discharge, shall meet
the following limits of bacteriological quality:

a. The moving median value for the most probable number (MPN) of total coliform bacteria
in any five consecutive samples shall not exceed 23 MPN/I00 mL; and

b. Any single sample shall not exceed 240 MPN/100 mL.

5. Chlorine Residual

The effluent shall not contain a residual chlorine concentration greater than 0.0 mglL at any
time. This concentration limit is defined as below the limit of detection in standard test
methods defined in the latest USEPA approved edition of Standard Methods for the
Examination of llater and Wastewater.The Discharger may elect to use a continuous on-line
monitoring system(s) for measuring flows, chlorine residual and sodium bisulfite (or other
dechlorinating chemical) dosage (including a safety factor) and concentration to prove that
chlorine residual exceedances are false positives. Ifconvincing evidence is provided,
Regional Water Board staff may conclude that these false positive chlorine residual
exceedances are not violations of this permit limitation.

Limitations and Discharge Requirements
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6. Whole Effluent Acute Toxicity

a. Representative samples of the discharge shall meet the following limitations for acute

toxicity. Bioassays shall be conducted in compliance with Section V.A of the Monitoring
and Reporting Program (MRP, Attachment E).

i) The survival of organisms in the undiluted effluent shall be at least 70 percent in each

bioassay.

ii) The survival of the 3-sample moving median value shall be at least 90 percent.

b. These acute toxicity limitations are further defined as follows:

3-sample median: Any bioassay test showing survival of 90 percent or greater is not a
violation of this limit. A bioassay test showing survival of less than 90 percent represents

a violation of this effluent limit if one or more of the past two or less bioassay tests show
less than 90 percent survival.

c. Bioassays shall be performed using the most up-to-date USEPA protocol and the most
sensitive species as specified in writing by the Executive Officer based on the most recent
screening test results. Bioassays shall be conducted in compliance with "Methods for
Measuring the Acute Toxicity of Effluents and Receiving Water to Freshwater and

Marine Organisms," currently 5th Edition (EPA-821-R-02-012), with exceptions granted

to the Discharger by the Executive Officer and the Environmental Laboratory
Accreditation Program (ELAP) upon the Discharger's request with justification.

d. If the Discharger can demonstrate to the satisfaction of the Executive Officer that toxicity
exceeding the levels cited above is caused by ammonia and that the ammonia in the
discharge is not adversely impacting receiving water quality or beneficial uses, then such

toxicity does not constitute a violation of this effluent limitation.

7. Whole Effluent Chronic Toxicity

a. Compliance with the Basin Plan narrative toxicity objective shall be demonstrated
according to the following tiered requirements based on results from representative
samples of the treated effluent meeting test acceptability criteria and Section V.B of the
MRP (Attachment E):

Conduct routine monitoring;

Accelerate monitoring after exceeding a single sample maximum value of l0 TUct
(this requirement is interim; see 7.c. below).

' A TUc equals 100 divided by the no observable effect level (NOEL). The NOEL is determined from
IC, EC, or NOEC values. These terms, their usage, and other chronic toxicity monitoring program

Limitations and Discharge Requirements
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Return to routine monitoring if accelerated monitoring does not exceed the "trigger"
in (2);

Initiate approved Toxicity Reduction Evaluation (TRE) work plan and continue
accelerated monitoring if monitoring confirms consistent toxicity above the "trigger"
in (2);

5) Return to routine monitoring after appropriate elements of TRE work plan are
implemented and toxicity drops below the "kigger" level in (2), or as directed by the
Executive Officer.

b. Test Species and Methods: The Discharger shall conduct routine monitoring with the
most sensitive species determined during the most recent chronic toxicity screening
performed by the Discharger and approved by the Executive Officer. Chronic Toxicity
Monitoring Screening Phase Requirements, Critical Life Stage Toxicity Tests and
definitions of terms used in the chronic toxicity monitoring are identified in Appendices
E-l and E-2 of the MRP (Attachment E). In addition, bioassays shall be conducted in
compliance with the most recently promulgated test methods, "Short-term Methods for
Estimating the Chronic Toxicity of Effluents and Receiving Waters to Freshwater
Organisms," currently fourth Edition (EPA-821-R-02-013), with exceptions granted by
the Executive Officer and the Environmental Laboratory Accreditation Program (ELAP).

c. The interim requirementinT.a.(2) above shall become final if a diffuser is installed. If a
diffuser is not installed, final requirements will be determined for the next permit
reissuance after an appropriate dilution credit is demonstrated under Provision VII.C.2.d.

8. Toxic Pollutants Effluent Limitations

The discharge of treated wastewater shall maintain compliance with the effluent limitations
for mercury as specified in Table 4 below at Discharge Points 001 and 002, with compliance
measured at Monitoring Locations M-001 or M-002 as described in the attached Monitoring
and Reporting Program (Attachment E):

Table 4. Effluent Limitations for Mercury [1]

Parameter Units
Final Effluent
Limitations

AMEL MDEL
Mercury vgL 0.420 0.042

requirements are defined in more detail in the MRP (Attachment E). Monitoring and TRE requirements
may be modified by the Executive Officer in response to the degree of toxicity detected in the effluent or
in ambient waters related to the discharge.

3)

4)

Limitations and Discharge Requirements l0
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Footnote for Table 4:

11] a. Effluent mercury monitoring shall be performed using ultra-clean sampling and analysis

techniques, with a method detection limit of 0.0002 p{L or lower (or a minimum level

[ML] of 0.0005 ltglL or lower).

b. Limitations apply to the average concentration of all samples collected during the
averaging period (daily : 24-hour period; monthly = calendar month).

c. The limitations are total recoverable.

B. Interim Effluent Limitations

l. Interim Effluent Limitations for Toxic Pollutants

The discharge shall maintain compliance with the interim limitations specified in Table 5
below at 001 and 002 with compliance measured at Monitoring Locations M-001 or M-002
as described in the attached MRP (Attachment E).

Table 5. Interim Effluent Limitations for Toxic Pollutants tllt2l

Parameter Units
Interim Effl uent Limitations

(Daily Maximum)

Copper [3] ItglL t4.7

Cyanide t3li4l VgL 2r.6

Chlorodibromomethane f3l ttglL 9.6

Dichlorobromomethane f 3l pslL 23

Footnote for Table 5:

11] a. All analyses shall be performed using current USEPA methods, or equivalent methods
approved in writing by the Executive Officer.

b. Limitations apply to the average concentration of all samples collected during the
averaging period (daily : 24-hour period; monthly: calendar month).

c. All metal limitations are total recoverable.

[2] A daily maximum or average monthly value for u!rr,.n constituent shall be considered
noncompliant with the effluent limitations only if it exceeds the effluent limitation and the
Reporting Level for that constituent. As outlined in Section 2.4.5 of the SIP, the table below
indicates the Minimum Level (ML) upon which the Reporting Level is based for compliance
determination purposes. A Minimum Level is the concentration at which the entire analytical
system must give a recognizable signal and acceptable calibration point. The ML is the
concentration in a sample that is equivalent to the concentration of the lowest calibration
standard analyzedby a specific analytical procedure, assuming that all the method specified
sample weights, volumes, and processing steps have been followed.
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Constituent ML (uell.)
Copper 2

Cyanide 5

Chlorodibromomethane 0.5

Dichlorobromomethane 0.5

[3] The interim limitations for copper, chlorodibromomethane, and dichlorobromomethane shall
remain in effect until May 17 , 2010, and for cyanide until April 27 , 2010, or until the Regional
Water Board amends the limitations based on SSOs and/or additional information.

[4] Compliance may be demonstrated by measurement of weak acid dissociable cyanide.

2. Mercury Mass Limit and Mass Trigger

Until TMDL and WLA efforts for mercury provide enough information to establish a
different WQBEL, the Discharger shall demonstrate that the curent mercury mass loading to
the receiving water does not increase by complying with the following:

a. Mass limit: The l2-month moving average annual load for mercury shall not exceed 0.73
grams per month (g/mo). Compliance shall be calculated using l2-month moving
average loadings to the receiving water for the entire year (during both discharge and
reclamation months).

Mass trieger: If the l2-month moving average monthly mass loading for mercury exceeds
0.33 g/mo, the actions specified in Provision VII.C.3.b. shall be initiated. Failure to
initiate and complete the actions will be considered a permit condition violation.

Compliance determination method: Compliance for each month will be determined based
on the l2-month moving averages over the previous 12 months of monitoring calculated
using the method described below:

Monthlymass emission loading, in g/mo : [Flow 1 x Hg Concentration 1 + Flow 2 x Hg
Concentration 2] x 1 15.0

12-month moving average Hg mass loading: Running average of last 12 monthly
mercury mass loadings in g/mo

Where:
Flow 1 - river discharge flow from Outfall 001, Monthly Average : total discharge flow

from 001 divided by nurnber of days in a calendar month, in MGD
Hg Concentration I - mercury concentration for Outfall 001, Monthly Average, in pglL

Flow 2 - river discharge flow from Outfall 002, Monthly Average : total discharge flow
from 002 divided bv number of davs in a calendarmonth. in MGD

b.

c.
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Hg Concentration 2 - mercury concentration for Outfall 002, Monthly Average, in pglL

1 15.0 - conversion factor.

For mercury mass loading calculation, if there is no receiving water body discharge
during a calendar month, the flow is set to zero for that month.

If there is no mercury effluent data, i.e., during non-discharge season, the concentration
for that calendar month is left blank in the spreadsheet. If more than one measurement is
obtained in a calendar month, the average of these concentrations is used as the monthly
value for that month. If the results are less than the method detection limit used. the
concenkations are assumed to be equal to the method detection limit.

d. The mercury TMDL and WLAs will supersede the final effluent limits (in Table 4 above)
and interim mass emission limitation upon their adoption. The Clean Water Act's anti-
backsliding rule, Section 402(o), indicates that this Order may be modified to include a
less stringent requirement following adoption of the TMDL and WLA, if the
requirements for an exception to the rule are met.

V. RECEIVING WATER LIMITATIONS

A. Surface Water Limitations

Receiving water limitations are based on water quality objectives contained in the Basin Plan and
are a required part of this Order. The discharge shall not cause the following in the Napa River:

l. The discharge shall not cause the following conditions to exist in waters of the State at any
place:

a. Floating, suspended, or deposited macroscopic particulate matter or foams;

Bottom deposits or aquatic growths to the extent that such deposits or growths cause
nuisance or adversely affect beneficial uses;

Alteration of temperature, turbidity, or apparent color which cause nuisance or adversely
affect beneficial uses:

d. Visible, floating, suspended, or deposited oil and other products of petroleum origin; and

e. Toxic or other deleterious substances to be present in concentrations or quantities which
will cause deleterious effects on wildlife, waterfowl, or other aquatic biota, or which
render any of these unfit for human consumption, either at levels created in the receiving
waters or as a result of biological concentration.

b.

c.
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2. The discharge of waste shall not cause the fotlowing limits to be exceeded in waters of the
State at any place within one foot of the water surface:

a. Dissolved Oxygen: 7.0 rn{L, minimum

The median dissolved oxygen concentration for any three consecutive months shall not
be less than 80% of the dissolved oxygen content at saturation. When natural factors
cause concentrations less than that specified above, the discharge shall not cause further
reduction in ambient dissolved oxygen concentrations.

Dissolved Sulfide: AJ mgL, maximum

pH: Variation from normal ambient pH by more than 0.5 pH units.

Un-ionized Ammonia: 0.025 mglL as N, annual median; and
0.16 mglL as N, maximum.

Nutrients: Waters shall not contain biostimulatory substances in concentrations that
promote aquatic growths to the extent that such growths cause nuisance or adversely
affect beneficial uses.

3. The discharge shall not cause a violation of any particular water quality standard for
receiving waters adopted by the Regional Water Board or the State Water Board as required
by the Clean Water Act and regulations adopted thereunder. If more skingent applicable
water quality standards are promulgated or approved pursuant to Section 303 of the CWA, or
amendments thereto, the Regional Water Board may reopen and modify this Order in
accordance with such more stringent standards.

B. Groundwater Limitations - N/A

b.

c.

d.

e.

Limitations and Discharge Requirements t4



City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

VI. POND EFFLUENT LIMITATIONS

A. Wastewater within one foot of the surface of all wastewater ponds shall meet the following
limits, in any grab sample:

1. Dissolved Oxygen: 2.0 mglL, minimum.

Dissolved Sulfide: 0. 1 mg/L, maximum.

A minimum freeboard of at least one (1) foot shall be maintained in existing treatment plant
Pond 1.

2.

B. 1.

C.

VIL PROVISIONS

A. Standard Provisions

D.

2. A minimum freeboard of at least two (2) feet shall be maintained in existing treatment plant
Pond 2.

All ponds shall be protected against erosion, flooding and washout from floods having a
predicted frequency ofonce in 100 years.

The waste shall not cause a significant degradation of any ground water so as to impair
beneficial uses.

l. Federal Standard Provisions. The Discharger shall comply with all Standard Provisions
included in Affachment D.

2. Regional Water Board Standard Provisions. The Discharger shall comply with all
applicable items of the attached Standard Provisions and Reporting Requirements for
NPDES Surface l(ater Discharge Permits, August 1993 (the Standard Provisions,
Attachment G), and any amendment thereto. Where provisions or reporting requirements
specified in this Order are different from equivalent or related provisions or reporting
requirements given in the Standard Provisions (Attachment G), the specifications of this
Order shall apply. Duplicative requirements in the federal Standard Provisions in VI.A.1.2,
above (Attachment D) and the regional Standard Provisions (Attachment G) are not
separate requirements. A violation of a duplicative requirement does not constitute two
separate violations.

B. Monitoring and Reporting Program Requirements

The Discharger shall comply with the Monitoring and Reporting Program, and future revisions
thereto, in Attachment E. The Discharger shall also comply with the requirements contained in
Self-Monitoring Program, Part A, August 1993 (Attachment G).
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C. Special Provisions

l. Reopener Provisions

The Regional Water Board may modify or reopen this Order prior to its expiration date in
any of the following circumstances as allowed by law:

a. If present or future investigations demonstrate that the discharge(s) governed by this
Order will or have a reasonable potential to cause or contribute to, or will cease to, have
adverse impacts on water quality and/or beneficial uses of the receiving waters.

b. If new or revised WQOs, or TMDLs come into effect for the San Francisco Bay estuary
and contiguous water bodies (whether statewide, regional, or site-specific). In such
cases, effluent limitations in this Order will be modified as necessary to reflect updated
WQOs and waste load allocations in TMDLs. Adoption of effluent limitations contained
in this Order is not intended to restrict in any way future modifications based on legally
adopted WQOs, TMDLs, or as otherwise permitted under Federal regulations governing
NPDES permit modifi cations.

If translator or other water quality studies provide a basis for determining that a permit
condition(s) should be modified.

If administrative or judicial decision on a separate NPDES permit or WDR that addresses
requirements similar to this discharge.

Or as otherwise authorized by law.

The Dischargers may request permit modification based on the above. The Dischargers shall
include in any such request an antidegradation and antibacksliding analysis.

2. Special Studies, Technical Reports and Additional Monitoring Requirements

a. Effluent Characterization for Selected Constituents

The Discharger shall continue to monitor and evaluate the discharge from Outfall 001
and 002 (measured at M-001 and M-002) for the constituents listed in Enclosure A of the
Regional Water Board's August 6,2001Letter, according to the sampling frequency
specified in the attached MRP (Attachment E). Compliance with this requirement shall
be achieved in accordance with the specifications stated in the Regional Water Board's
August 6,2001Letter under Effluent Monitoring for Minor Discharger.

The Discharger shall evaluate on an annual basis if concentrations of any constituent
increase over past performance. The Discharger shall investigate the cause of the
increase. The investigation may include, but need not be limited to, an increase in the
effluent monitoring frequency, monitoring of internal process streams, and monitoring of

d.
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influent sources. This may be satisfied through identification of these constituents as

"Pollutants of Concern" in the Discharger's Pollutant Minimization Program described in
Provision VII.C.3.a, below. A summary of the annual evaluation of data and source
investigation activities shall also be reported in the annual self-monitoring report.

A final report that presents all the data shall be submitted to the Regional Water Board no
later than 180 days prior to the Order expiration date. This final report shall be submitted
with the application for permit reissuance.

b. Ambient Background Receiving Water Study

, The Discharger shall collect or participate in collecting background ambient receiving
water monitoring data for priority pollutants that is required to perform reasonable
potential analyses and to calculate effluent limitations. The data on the conventional
water quality parameters (pH, salinity, and hardness) shall also be sufficient to
characteize these parameters in the receiving water at a point after the discharge has
mixed with the receiving waters. This provision may be met by monitoring through the
Collaborative Napa River Receiving Water Study or a similar ambient monitoring
program for the Napa River. This permit may be reopened, as appropriate, to incorporate
effluent limitations or other requirements based on Regional Water Board's review of
these data.

The Discharger shall submit a final report that presents all the data to the Regional Water
Board 180 days prior to Order expiration. This final report shall be submitted with the
application for permit reissuance.

Diffuser Feasibility Study, Design, and Installation

If the Discharger agrees to complete a dilution credit determination study under Provision
VII.C.2.d, the following requirements shall not apply.

If the Discharger decides to install diffuser(s) at Outfall 001 or at both Outfalls 001 and
002, it shall comply with the following tasks and deadlines (if a diffuser is only
considered for Outfall 001, the Discharger shall perform the study specified under
VII.C.2.d. below for discharses from Outfall002):

Tasks Deadline
1) The Discharger shall evaluate the feasibility of

installing a deep-water diffuser. Submit the
feasibility analysis report to the Regional Water
Board.

April 1,2007.

2) If a diffuser is feasible, and the Discharger
decides to install a diffuser, the Discharger shall
complete the preliminary design of a diffuser.

November 1,2007.
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Tasks Deadline
3) The Discharger shall initiate and facilitate the

environmental review process, which is expected
to include permits from at least the State Lands
Commission, California Department of Fish and
Game, and the Regional Water Board.

February 1,2008, to initiate
the environmental review
process.

4) The Discharger shall complete construction of the
diffuser after approval ofnecessary
environmental and other permits. Construction is
expected to take 8 to 9 months, and should be
completed in the dry season when river flows are
low.

Starting in the month of
July, following approval of
necessary environmental
and other permits, and
ending no later than the
followingNovember 1.

5) The Discharger shall provide progress reports on
the status of the diffuser installation by February
I of each year, starting in 2008, until the project
is completed.

Annually on February l,
2008, maybe part ofannual
self-monitoring reports.

Mixing Zone and Dilution Credit Determination Study and Alternate Final
WQBELs

If the Discharger agrees to install a diffuser, the following requirements shall not apply.

(1) If a diffuser is not feasible, or if the Discharger does not plan to install a diffuser at
either Outfall 001 or 002, it shall perform a study to demonstrate an appropriate dilution
credit the discharge receives. The Discharger shall comply with the following tasks and
deadlines:

Tasks Compliance Date

i) Study Plan. The Discharger shall prepare a
dilution study plan, acceptable to the Executive
Officer. The plan shall describe the methodology
for evaluating an appropriate dilution credit for
the discharge.

April 1,2007.

ii) Study Commencement. The Discharger shall
initiate the study upon Executive Officer's
approval or after 45 days if Executive Officer has
not commented on the study plan.

Within 30 days of Executive
Officer approval.

iii) Report. The Discharger shall submit a report,
acceptable to the Executive Officer, summarizing
the study results. The report shall propose a
dilution credit for WQBELs' calculation.

July l, 2009.

d.
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Tasks Compliance Date

iv) Feasibility Analysis. The Discharger shall also
submit a feasibility analysis, acceptable to the
Executive Offi cer, demonstrating feasibility to
comply with the final WQBELs calculated using
the proposed dilution credit.

July 1, 2009.

(2) Based on the Discharger's completed dilution study, the Executive Officer will
approve a dilution credit and associated dilution ratio for Outfalls 001 and 002.
WQBELs based on the approved dilution credit will be calculated at the time of next
permit reissuance.

e. Secondary Discharge Performance and Effluent Limitation Study

(l) Performance Monitoring and Reporting.

i) The Discharger shall continue to operate and maintain the treatment plant in the
manner as is currently done, which has generally resulted in better than secondary
quality effluent at Outfall 002 for BOD and TSS.

ii) The Discharger shall submit an analysis with its monthly self-monitoring report,
within 30 days of last discharge episode, if Outfall 002 effluent quality drops
below tertiary levels for BOD and TSS (as defined in Table 2) for more than 2
consecutive Outfall 002 river discharge episodes (one episode is one consecutive
discharge event, which may last variable days). The Discharger shall conduct a

review to determine if such deviations were reasonably within its operational
control. If such deviations were reasonably within the Discharger's operational
control, the Discharger will take reasonable operational actions to attempt to
prevent future deviations based on the same factors. The Discharger will describe
these operational actions in its self-monitoring report as an information item.

(2) Conditions for Performing a Special Study.

i) Study Plan.If more than 50% of the Outfall 002 discharge episodes in a single
river discharge season (November I st to June l5th) do not meet the tertiary levels
for BOD and TSS as defined in Table 2, the Discharger shall prepare a study plan,
acceptable to the Executive Officer. The plan shall describe the methodology for
evaluating whether the existing technology-based effluent limits will be protective
of the beneficial uses of the receiving water. The study shall address, but not be
limited to, the following aspects: (1) Is the receiving water in compliance with the
Basin Plan receiving water dissolved oxygen limitations for cold fresh water,
specifically, to support steelhead spawning? (2) What are the recent levels of
BOD and TSS in the discharge? (3) If the effluent were to be discharged at the

secondary technology-based effluent limits (as defined in Table 3) (worst case
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scenario) and at the recently measured levels of BOD and TSS, will there be
impacts to the receiving water, such as alteration of dissolved oxygen?

Study Commencement. The Discharger shall initiate the study within 30 days of
the Executive Officer's approval or after 45 days if the Executive Officer has not
commented on the study plan.

Report. Within 6 months of study commencement, the Discharger shall submit a
report, acceptable to the Executive Officer, summarizing the study results.

If the report shows conclusively that a measurable negative impact on cold fresh water
beneficial uses of the receiving waters could result if discharge BOD and TSS
concentrations are at the secondary treatment limits, then the Regional Water Board staff
may consider, during development of the next permit, setting more stringent effluent
limits for BOD and TSS for Outfall 002.

f. Mass Offset (Optional)

If the Discharger can demonstrate that further net reductions of the total mass loadings of
303(d)-listed pollutants to the receiving water cannot be achieved through economically
feasible measures such as aggressive source control, wastewater reuse, and treatment
plant optimization, but only through a mass offset program, the Discharger may submit to
the Regional Water Board for approval a mass offset plan to reduce 303(d)-listed
pollutants to the same watershed or drainage basin. The Regional Water Board may
modify this Order to allow an approved mass offset program.

g. Status Report on 303(d)-Listed Pollutants, Site-Specific Objectives (SSOs) and
TMDL

By January 31 of each year, the Discharger shall submit an update to the Regional Water
Board to document its participation efforts toward development of the TMDL(s) or
SSO(s). The Discharger can submit updates through the regional Bay Area Clean Water
Agencies (BACWA) studies for these pollutants. These status reports must address, but
not be limited to, the Discharger's efforts in support of the TMDL mercury.

3. Best Management Practices and Pollution Prevention

^. Pollutant Minimization Program

1) The Discharger shall conduct, in a manner acceptable to the Executive Officer, a
Pollutant Minimization Program to reduce loadings of copper, mercury, cyanide,
chlorodi6romomethane, and dichlorobromomethane to the plant and therefore to the
receiving waters.
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2) The Discharger shall submit an annual report, acceptable to the Executive Officer, no
later than February 28th of each year. Annual reports shall cover January through
December of the preceding year. Annual reports shall include at least the following
information:

i) A Brief Description of the Plant, Plant Processes, and Service Area.

A Discussion of the Current Pollutants of Concern Periodically, the Discharger
shall analyze its own situation to determine which pollutants are currently a

problem and/or which pollutants may be potential future problems. This
discussion shall include the reasons why the pollutants were chosen. In particular,
the Discharger shall address those pollutants for which there is a reasonable

potential to cause or contribute to exceedance of WQOsAVQC, specifically,
copper, mercury, cyanide, chlorodibromomethane, and dichlorobromomethane.

iii) Identification of Sources for the Pollutants of Concem. This discussion shall
include how the Discharger intends to estimate and identify sources of the
pollutants. The Discharger shall also identify sources or potential sources not
directly within the ability or authority of the Discharger to control, such as

pollutants in the potable water supply and air deposition.

iv) Identification of Tasks to Reduce the Sources of the Pollutants of Concern, This
discussion shall identify and prioritize tasks to address the Discharger's pollutants
of concern. The Discharger may implement tasks itself or participate in group,

regional, or national tasks that will address its pollutants of concern. The
Discharger is strongly encouraged to participate in gtoup, regional, or national
tasks that will address its pollutants of concern whenever it is efficient and

appropriate to do so. A time line shall be included for the implementation of each

task.

v) Outreach to Employees. The Discharger shall inform employees about the
pollutants of concern, potential sources, and how they might be able to help
reduce the discharge of these pollutants of concern into the plant. The Discharger
may provide a forum for employees to provide input to the progrum.

vl) Continuation of Public Outreach Program. The Discharger shall prepare a public
outreach program to communicate pollution prevention to its service area.

Outreach may include participation in existing community events such as county
fairs, initiating new community events such as displays and contests during
Pollution Prevention Week, conducting school outreach programs, conducting
plant tours, and providing public information in newspaper articles or
advertisements, radio or television stories or spots, newsletters, utility bill inserts,
and web site. Information shall be specific to the target audiences. The Discharger
shall coordinate with other agencies as appropriate.

ii)
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vii) Dtscassion of Criteria Used to Measure the Program's and Tasks' Effectiveness.
The Discharger shall establish criteria to evaluate the effectiveness of its Pollution
Prevention Program. This shall also include a discussion of the specific criteria
used to measure the effectiveness of each of the tasks in item (2)(iv), (2)(v), and
(2)(vi).

vlii)Documentation of Efforts and Progress. This discussion shall detail all the
Discharger's activities in the Pollution Prevention Program during the reporting
yeat.

Evaluation of Program's and Tasks' Effectiveness. The Discharger shall use the
criteria established in (2)(vii) to evaluate the Program's and tasks' effectiveness.

Identification of Specific Tasks and Time Schedules for Future Efforts. Based on
the evaluation, the Discharger shall detail how it intends to continue or change its
tasks to more effectively reduce the amount of pollutants to the plant, and
subsequently in its effluent.

Pollutant Minimization Prognm for Pollutants with Effluent Limitations

The Discharger shall develop and conduct a Pollutant Minimization Program (PMP)
as further described below when there is evidence (e.g., sample results reported as
DNQ when the effluent limitation is less than the MDL, sample results from
analytical methods more sensitive than those methods required by this Order,
presence of whole effluent toxicity, health advisories for fish consumption, results of
benthic or aquatic organism tissue sampling) that a priority pollutant is present in the
effluent above an effluent limitation and either:

i. A sample r-esult is reported as DNQ and the effluent limitation is less than the RL;
or

ii. A sample result is reported as ND and the effluent limitation is less than the
MDL, using definitions described in the SIP.

If triggered by the reasons in (3) above, the Discharger's PMP shall include, but not
be limited to, the following actions and submittals acceptable to the Regional Water
Board:

i. An annual review and semi-annual monitoring of potential sources of the
reportable priority pollutant(s), which may include fish tissue monitoring and
other bio-uptake sampling, or alternative measures approved by the Executive
Officer when it is demonstrated that source monitoring is unlikely to produce
useful analvtical data:

ix)

x)

3)

4)
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Quarterly monitoring for the reportable priority pollutant(s) in the influent to the
wastewater treatment system, or alternative measures approved by the Executive
Officer, when it is demonstrated that influent monitoring is unlikely to produce
useful analytical data;

Submittal of a control strategy designed to proceed toward the goal of maintaining
concentrations of the reportable priority pollutant(s) in the effluent at or below the
effluent limitation;

iv. Implementation of appropriate cost-effective control measures for the reportable
priority pollutant(s), consistent with the control strategy; and

v. The annual report required by 3.b. above, shall specifically address the following
items:

(a) All PMP monitoring results for the previous year;

(b) A list of potential sources of the reportable priority pollutant(s);

(c) A summary of all actions undertaken pursuant to the control strategy; and

(d) A description of actions to be taken in the following year.

b. Mercury Mass Loading Reduction

If mass loading for mercury exceeds the trigger level specified in IV.B.2.b of this Order,
then the following actions shall be initiated and subsequent reports shall include but not
be limited to the following:

l) Notification: Any exceedance of the trigger specified in Effluent Limitation IV.B.2.b
shall be reported to the Regional Water Board in accordance with Section V.E in
Attachment G (The Standard Provisions).

2) Identification of the problem: Resample to veriff the increase in loading. If
resampling confirms that the mass loading trigger has been exceeded, determine
whether the exceedance is flow or concentrafion-related. If the exceedance is flow
related, identify whether it relates to changes in reclamation, increases in the number
of sewer connections, increases in infiltration and inflow (I/I), wet season conditions,
or unknown sources. If the exceedance is concentration-related, identiff whether it is
related to induskial, commercial, residential, or unknown sources.

3) Investigation of corrective action: Investigate the feasibility of the following actions:

(a) Improving public education and outreach,
(b) Reducing inflow and infiltration (VI), and

ll.

lll.
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(c) Increasing reclamation.

Within 60 days after confirmed exceedance, develop a plan and include time schedule
as short as practicable, acceptable to the Executive Officer, to implement all
reasonable actions to maintain mercury mass loadings at or below the mass loading
trigger contained in Effluent Limitation IV.B.2.b.

4) Investigation of aggressive prevention/reduction measures: ln the event the
exceedance is related to growth and the plan required under (3) above is not expected
to keep mercury mass loadings below the mass loading trigger, the Discharger shall
submit a plan, acceptable to the Executive Officer. The plan should include an
initiative to work with the local planning department to investigate the feasibility and
potential benefits of requiring water conservation, reclamation, and dual plumbing for
new development. This plan should be implemented as soon as practicable.

4. Compliance Schedules - Dichlorobromomethane and Chlorodibromomethane

This Order grants interim effluent limits and compliance schedule for several pollutants,
including the two pollutants listed above. The Discharger shall implement the tasks
proposed in the Discharger's Infeasibility Analysis dated June 5, 2006; in addition, the
Discharger shall implement the tasks as follow:

Task Deadline

1) The Discharger proposed in the Infeasibility Analysis
to sample the influent for two years to identify the
source of dichlorobromomethane and
chlorodibromomethane. The Discharger shall submit a
progress report and a final report summarizing the data
and findings.

Progress report due
July 1,2007

Final report due July l,
2008.

2a) The Discharger shall also look at other recently
performed studies on the formation of these two
disinfection byproducts in POTWs, such as by City of
Sunnyvale and City of Palo Alto, and decide whether
the study results can be applied to its Facility. If other
study results can be applied to the Discharger's
Facility, the Discharger shall submit a work plan
including proposed measures to reduce these two
pollutants in the ef{luent.

August I,2007.

2b) Upon approval by the Executive Officer or within 45
days if E.O. has not commented on the study plan, the
Discharger shall implement the work plan within 60
days (or upon the start ofdischarge season). The
Discharger shall implement the proposed measures,

Annual Reports with
the first report due on
February I,2007,
maybe part of annual
self-monitoring reports.

Limitations and Discharge Requirements 24



City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

and submit annual progress reports. Annual reports
shall be submitted documenting the progress of the
studies by February I of each year orby the date
specified in the approved proposal. The Discharger
shall submit to the Regional Water Board a final report
detailing all activities, any monitoring data, and
additional recommended actions to comply with the
final effluent limitations by the end of the compliance
schedule.

3a) If the Discharger finds that it cannot apply other study
results to its Facility, and exceedances of WQBELs for
dichlorobromomethane and chlorodibromomethane
still are occurring and no influent source is identified,
the Discharger shall submit a work plan that will
include tasks intended to define the correlation
between chlorine dosages and formation of
chlorodibromomethane and dichlorobromomethane,
such as conducting monitoring throughout the
treatment process and analyzing chlorine dosage
histories.

September 1,2008.

3b) Upon approval by the Executive Officer or within 45

days if E.O. has not commented on the study plan, the
Discharger shall implement the work plan within 60
days (or upon the start of discharge season). Annual
reports shall be submitted documenting the progress of
the studies by February I of each year or by the date
specified in the approved proposal. The Discharger
will submit to the Regional Water Board a final report
detailing all monitoring activities, potential cost-
effective control measures, and recommended actions
to comply with the final effluent limitations by the end
of the compliance schedule.

Annual Reports with
the first report due on
the first February I
after the study is
initiated, maybe part of
annual self-monitoring
reports.

4) Conduct evaluation of compliance attainability with
appropriate final limitations, and submit a report
describing the results.

September 1,2009.
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5. Construction, Operation and Maintenance Specifications

Wastewater Facilities, Review and Evaluation, and Status Reports

1) The Discharger shall operate and maintain its wastewater collection, treatment, and
disposal facilities in a manner to ensure that all facilities are adequately staffed,
supervised, financed, operated, maintained, repaired, and upgraded as necessary, in
order to provide adequate and reliable transport, treatment, and disposal of all
wastewater from both existing and planned future wastewater sources under the
Discharger' s service responsibilities.

2) The Discharger shall regularly review and evaluate its wastewater facilities and
operation practices in accordance with section a.1 above. Reviews and evaluations
shall be conducted as an ongoing component of the Discharger's administration of its
wastewater facilities.

3) The Discharger shall provide the Executive Officer, upon request, a report describing
the current status of its wastewater facilities and operation practices, including any
recommended or planned actions and an estimated time schedule for these actions.
The Discharger shall also include, in each annual self-monitoring report, a description
or summary of review and evaluation procedures, and applicable wastewater facility
programs or capital improvement projects.

Operations and Maintenance Manual (O&M), Review and Status Reports

1) The Discharger shall maintain an O&M Manual as described in the findings of this
Order for the Discharger's wastewater facilities. The O&M Manual shall be
maintained in usable condition and be available for reference and use bv all
applicable personnel.

The Discharger shall regularly review, revisel or update, as necessary, the O&M
Manual(s) so that the document(s) may remain useful and relevant to current
equipment and operation practices. Reviews shall be conducted annually, and
revisions or updates shall be completed as necessary. For any significant changes in
treatment facility equipment or operation practices, applicable revisions shall be
completed within 90 days of completion of such changes.

The Discharger shall provide the Executive Officer, upon request, a report describing
the current status of its O&M manual, including any recommended or planned actions
and an estimated time schedule for these actions. The Discharger shall also include, in
each annual self-monitoring report, a description or summary of review and
evaluation procedures and applicable changes to its operations and maintenance
manual.

b.

2)

3)
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c. Contingency Plan, Review and Status Reports

l) The Discharger shall maintain a Contingency Plan as required by Regional Water
Board Resolution 74-10 (Attachment G) and as prudent in accordance with current
municipal facility emergency planning. The discharge of pollutants in violation of this
Order where the Discharger has failed to develop and/or adequately implement a
Contingency Plan will be the basis for considering such discharge a willful and

negligent violation of this Order pursuant to Section 13387 of the Califomia Water
Code.

The Discharger shall regularly review and update, as necessary, the Contingency Plan

so that the plan may remain useful and relevant to current equipment and operation
practices. Reviews shall be conducted annually, and updates shall be completed as

necessary.

The Discharger shall provide the Executive Officer, upon request, a report describing
the current status of its Contingency Plan review and update. The Discharger shall
also include, in each annual self-monitoring report, a description or summary of
review and evaluation procedures and applicable changes to its Contingency Plan.

6. Special Provisions for POTWs

a. Sludge Management Practices Requirements

1) All sludge generated by the Discharger must be disposed of in a municipal solid
waste landfill, reused by land application, or disposed of in a sludge-only landfill in
accordance with 40 CFR $503. If the Discharger desires to dispose of sludge by a
different method, a request for permit modification must be submitted to USEPA 180

days before start-up of the altemative disposal practice. All the requirements in 40

CFR $503 are enforceable by USEPA whether or not they are stated in an NPDES
permit or other permit issued to the Discharger. The Regional Water Board should be

copied on relevant correspondence and reports forwarded to USEPA regarding sludge
management practices.

Sludge treatment, storage and disposal or reuse shall not create a nuisance, such as

objectionable odors or flies, or result in groundwater contamination.

The Discharger shall take all reasonable steps to.prevent or minimize any sludge use

or disposal which has a likelihood of adversely affecting human health or the
environment.

2)

3)

2)

3)
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4) The discharge of biosolids shall not cause waste material to be in a position where it
is or can be carried from the sludge treatment and storage site and deposited in waters
of the State.

The sludge treatment and storage site shall have facilities adequate to divert surface
runoff from adjacent areas, to protect boundaries of the site from erosion, and to
prevent any conditions that would cause drainage from the materials in the temporary
storage site. Adequate protection is defined as protection from at least a 100-year
storm and protection from the highest possible tidal stage that may occur.

For sludge that is applied to the land, placed on a surface disposal site, or fired in a
biosolids incinerator as defined in 40 CFR $503, the Discharger shall submit an
annual report to USEPA and the Regional Water Board containing monitoring results
and pathogen and vector attraction reduction requirements as specified by 40 CFR
$503, postmarked February 15 of each year, for the period covering the previous
calendar year.

Sludge that is disposed of in a municipal solid waste landfill must meet the
requirements of 40 CFR $258. In the annual self-monitoring report, the Discharger
shall include the amount of sludge disposed of and the landfill(s) to which it was sent.

Permanent on-site sludge storage or disposal activities are not authorized by this
permit. A report of Waste Discharge shall be filed and the site brought into
compliance with all applicable regulations prior to commencement of any such
activity by the Discharger.

Sludge Monitoring and Reporting Provisions of this Regional Water Board's
Standard Provisions (Attachment G), apply to sludge handling, disposal and
reporting practices.

l0) The Regional Water Board may amend this permit prior to expiration if changes
occur in applicable state and federal sludge regulations.

b. Sanitary Sewer Overflows and Sewer System Management Plan

The Discharger's collection system is part of the facility that is subject to this Ordei. As
such, the Discharger must properly operate and maintain its collection system
(Attachment D, Standard Provisions * Permit Compliance, subsection I.D). The
Discharger must report any noncompliance (Attachment D, Standard Provisions -
Reporting, subsections V.E.1 and V.8.2) and mitigate any discharge from the
Discharger's collection system in violation of this Order (Attachment D, Standard
Provisions - Permit Compliance, subsection I.C). The General Waste Discharge
Requirements for Collection System Agencies (Order No. 2006-0003 DWQ) has
requirements for operation and maintenance of collection systems and for reporting and
mitigating sanitary sewer overflows. While the Discharger must comply with both the

s)

6)

7)

8)

e)
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General Waste Discharge Requirements for Collection System Agencies (General
Collection System WDR) and this Order, the General Collection System WDR more
clearly and specifically stipulates requirements for operation and maintenance and for
reporting and mitigating sanitary sewer overflows. Implementation of the General
Collection System WDR requirements for proper operation and maintenance and

mitigation of spills will satisfy the corresponding federal NPDES requirements specif,red

in this Order. Following reporting requirements in the General Collection System WDR
will satisfy NPDES reporting requirements for sewage spills. Furthermore, the
Discharger shall comply with the schedule for development of sewer system management
plans (SSMPs) as indicated in the letter issued by the Regional Water Board on July 7,

2005, pursuant to Water Code Section 13267. Until the statewide on-line reporting
system becomes operational, the Discharger shall report sanitary sewer overflows
electronically according to the Regional Water Board's SSO reporting program.

7. Other Special Provisions

Emergency Discharge Request Procedure

To obtain approval for an emergency discharge during the June l6 through October 3l
period, the Discharger shall submit a written request to the Executive Officer at least 3
business days in advance of the proposed discharge. The discharge request must include
reasons for the discharge, e.g., planned disposal to land is infeasible, storage ponds are full,
or storage ponds are projected to be full before the discharge season starts due to wet season

conditions. A water balance calculation and pond storage conditions shall be included to
support the request. A water balance calculation shall be based on the actual pond depths and
the targeted pond depths from the beginning of the reclamation season to the current month,
as well as precipitation, evaporation, reclamation, andlor long-range weather forecast, etc.

Other supporting information shall include, but not be limited to, projected duration of
discharge, discharge rate, Napa River flow rates, dilution ratio the discharge will get, and
plans/dates for correcting problems. The Executive Officer will authorize a specific time
frame and additional monitoring and reporting requirements for the discharge. Regional
Water Board staff will respond by phone, via email, or in writing to the Discharger before the
requested discharge can occur.
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VNI. COMPLIANCE DETERMINATION

Compliance with the effluent limitations contained in Section IV of this Order will be determined as
specified below:

A. General
Compliance with effluent limitations for priority pollutants shall be determined using sample
reporting protocols defined in the MRP and Attachment A of this Order. For purposes of
reporting and administrative enforcement by the Regional and State Water Boards, the
Discharger shall be deemed out of compliance with effluent limitations if the concentration of
the priority pollutant in the monitoring sample is greater than the effluent limitation and greater
than or equal to the reporting level (RL).

B. Multiple Sample Data
When determining compliance with an AMEL ,AWEL, or MDEL for priority pollutants and
more than one sample result is available, the Discharger shall compute the arithmetic mean
unless the data set contains one or more reported determinations of "Detected, but Not
Quantified" (DNQ) or "Not Detected" (ND). In those cases, the Discharger shall compute the
median in place of the arithmetic mean in accordance with the following procedure:

1. The data set shall be ranked from low to high, ranking the reported ND determinations
lowest, DNQ determinations next, followed by quantified values (if any). The order of the
individual ND or DNQ determinations is unimportant.

2. The median value of the data set shall be determined. If the data set has an odd number of
data points, then the median is the middle value. If the data set has an even number of data
points, then the median is the average of the two values around the middle unless one or both
of the points are ND or DNQ, in which case the median value shall be the lower of the two
data points where DNQ is lower than a value and ND is lower than DNQ.

C. Average Monthly Effluent Limitation (AMEL)
If the average (or when applicable, the median determined by subsection B above for multiple
sample data) of daily discharges over a calendar month exceeds the AMEL for a given
parameter, this will represent a single violation, though the Discharger will be considered out of
compliance for each day of that month for that parameter (e.g., resulting in 31 days of non-
compliance in a 31-day month). If only a single sample is taken during the calendar month and
the analytical result for that sample exceeds the AMEL, the Discharger will be considered out of
compliance for that calendar month. The Discharger will only be considered out of compliance
for days when the discharge occurs. For any one calendar month during which no sample (daily
discharge) is taken, no compliance determination can be made for that calendar month.

D. Average Weekly Effluent Limitation (AWEL)
If the average (or when applicable, the median determined by subsection B above for multiple
sample data) of daily discharges over a calendar week exceeds the AWEL for a given parameter,
this will represent a single violation, though the Discharger will be considered out of compliance

Limitations and Discharge Requirements 30



City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

for each day of that week for that parameter, resultinginT days of non-compliance. If only a
single sample is taken during the calendar week and the analytical result for that sample exceeds
the AWEL, the Discharger will be considered out of compliance for that calendar week. The
Discharger will only be considered out of compliance for days when the discharge occurs. For
any one calendar week during which no sample (daily discharge) is taken, no compliance
determination can be made for that calendar week.

Maximum Daily Effluent Limitation (MDEL)
If a daily discharge (or when applicable, the median determined by subsection B above for
multiple sample data of a daily discharge) exceeds the MDEL for a given parameter, the
Discharger will be considered out of compliance for that parameter for that 1 day only within the
reporting period. For any I day during which no sample is taken, no compliance determination
can be made for that dav.

Instantaneous Minimum Effluent Limitation
If the analytical result of a single grab sample is lower than the instantaneous minimum effluent
limitation for a parameter, the Discharger will be considered out of compliance for that
parameter for that single sample. Non-compliance for each sample will be considered separately
(e.g., the results of two grab samples taken within a calendar day that both are lower than the
instantaneous minimum effluent limitation would result in two instances of non-compliance with
the instantaneous minimum effluent limitation).

Instantaneous Maximum Effluent Limitation
If the analytical result of a single grab sample is higher than the instantaneous maximum effluent
limitation for a parameter, the Discharger will be considered out of compliance for that
parameter for that single sample. Non-compliance for each sample will be considered separately
(e.g., the results of trvo grab samples taken within a calendar day that both exceed the
instantaneous maximum effluent limitation would result in two instances of non-compliance with
the instantaneous maximum effluent limitation).

E.

F.

G.
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ATTACHMENT A _ DEFINITIONS

Average Monthly Effluent Limitation (AMEL): the highest allowable average of daily discharges
over a calendar month, calculated as the sum of all daily discharges measured during a calendar month
divided by the number of daily discharges measured during that month.

Average Weekly Effluent Limitation (AWEL): the highest allowable average of daily discharges
over a calendar week (Sunday through Saturday), calculated as the sum of all daily discharges measured
during a calendar week divided by the number of daily discharges measured during that week.

Daily Discharge: Daily Discharge is defined as either: (1) the total mass of the constituent discharged
over the calendar day (12:00 am through 11:59 pm) or any 24-how period that reasonably represents a
calendar day for purposes of sampling (as specified in the permit), for a constituent with limitations
expressed in units of mass or; (2) the unweighted arithmetic mean measurement of the constituent over
the day for a constituent with limitations expressed in other units of measurement (e.g., concenhation).

The daily discharge may be determined by the analytical results of a composite sample taken over the
course of one day (a calendar day or other 24-hour period defined as a day) or by the arithmetic mean of
analytical results from one or more grab samples taken over the course of the day.

For composite sampling, if I day is defined as a24-haur period other than a calendar day, the arnlytical
result for the 24-hour period will be considered as the result for the calendar day in which the 24-hour
period ends.

Instantaneous Maximum Effluent Limitation: the highest allowable value for any single grab sample
or aliquot (i.e., each grab sample or aliquot is independently compared to the instantaneous maximum
limitation).

Instantaneous Minimum Effluent Limitation: the lowest allowable value for any single grab sample
or aliquot (i.e., each grab sample or aliquot is independently compared to the instantaneous minimum
limitation).

Maximum Daily Effluent Limitation (MDEL): the highest allowable daily discharge of a pollutant.

Reporting Level (RL) is the ML (and its associated analylicalmethod) chosen by the Discharger for
reporting and compliance determination from the MLs included in this Order. The MLs included in this
Order correspond to approved analytical methods for reporting a sample result that are selected by the
Regional Water Board either from Appendix 4 of the SIP in accordance with section 2.4.2 of the SIP or
established in accordance with section 2.4.3 of the SIP. The ML is based on the proper application of
method-based analytical procedures for sample preparation and the absence of any matrix interferences.
Other factors may be applied to the ML depending on the specific sample preparation steps employed.
For example, the treatment typically applied in cases where there are matrix-effects is to dilute the
sample or sample aliquot by a factor of ten. In such cases, this additional factor must be applied to the
ML in the computation of the RL.

Attachment A - Definitions (Version 2005-14) A-l
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ATTACHMENT B (1) _ FACILITY LOCATION MAP

B-lAttachment B(1) - Facility Location Map
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ATTACHMENT D _ FEDERAL STANDARD PROVISIONS

L STANDARD PROVISIONS _ PERMIT COMPLIANCE

Duty to Comply

l. The Discharger must comply with all of the conditions of this Order. Any noncompliance
constitutes a violation of the Clean Water Act (CWA) and the California Water Code (CWC)
and is grounds for enforcement action, for permit termination, revocation and reissuance, or
denial of a permit renewal application 140 CFR gI22.a 1@)1.

2. The Discharger shall comply with effluent standards or prohibitions established under
Section 307(a) of the Clean Water Act for toxic pollutants and with standards for sewage
sludge use or disposal established under Section 405(d) of the CWA within the time provided
in the regulations that establish these standards or prohibitions, even if this Order has not
been modified to incorporate the requirementl40 CFR $I22.aI@)Q)1.

Need to Halt or Reduce Activity Not a Defense

It shall not be a defense for a Discharger in an enforcement action that it would have been
necessary to halt or reduce the permitted activity in order to maintain compliance with the
conditions of this Order 140 CFR $122.a1@l

Duty to Mitigate

The Discharger shall take all reasonable steps to minimize or prevent any discharge or sludge use
or disposal in violation of this Order that has a reasonable likelihood of adversely affecting
human health or the environmentl4? CFR 5122.41(d)1.

Proper Operation and Maintenance

The Discharger shall at all times properly operate and maintain all facilities and systems of
treatment and control (and related appurtenances) which are installed or used by the Discharger
to achieve compliance with the conditions of this Order. Proper operation and maintenance also
includes adequate laboratory controls and appropriate quality assurance procedures. This
provision requires the operation of backup or auxiliary facilities or similar systems that are
installed by a Discharger only when necessary to achieve compliance with the conditions of this
Order 140 CFR $122.a1@)1.

E. Property Rights

1. This Order does not convey any property rights of any sort or any exclusive privileges [40
cFR $122.a1k)1.

A.

B.

C.

D.
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Z. The issuance of this Order does not authorize any injury to persons or property or invasion of
other private rights, or any infringement of State or local law or regulations 140 CFR

$ I22.s(c)1.

F. Inspection and Entry

The Discharger shall allow the Regional Water Quality Control Board (Regional Water Board),
State Water Resources Control Board (State Water Board), United States Environmental
Protection Agency (USEPA), and/or their authorized representatives (including an authorized
contractor acting as their representative), upon the presentation ofcredentials and other
documents, as may be required by law, to 140 CFR 5122.41(il1ICWC 13383(c)l:

1. Enter upon the Discharger's premises where a regulated facility or activity is located or
conducted, or where records are kept under the conditions of this Order 140 CFR

$r 22.a1(i)(])l;

2. Have access to and copy, at reasonable times, any records that must be kept under the
conditions of this Order [40 CFR 5122.a1(i)(2)l;

Inspect and photograph, at reasonable times, any facilities, equipment (including monitoring
and control equipment), practices, or operations regulated or required under this Order [40
cFR 5r22.41(i)(3)l;

Sample or monitor, at reasonable times, for the purposes of assuring Order compliance or as

otherwise authorized by the CWA or the CWC, any substances or parameters at any location

140 cFR s I 2 2.4 t (i)(4)1.

G. Bypass

1. Definitions

a. "Bypass" means the intentional diversion of waste streams from any portion of a
treatment facility 140 CFR $I22.aI@)(1)(rl

b. "Severe property damage" means substantial physical damage to property, damage to the
treatment facilities, which causes them to become inoperable, or substantial and
permanent loss of natural resources that can reasonably be expected to occur in the
absence of a bypass. Severe property damage does not mean economic loss caused by
delays in production 14 0 CFR $ I 2 2. a I @) ( I ) (ii))

2. Bypass not exceeding limitations - The Discharger may allow any bypass to occur which
does not cause exceedances of effluent limitations, but only if it is for essential maintenance
to assure efficient operation. These bypasses are not subject to the provisions listed in
Standard Provisions - Permit Compliance I.G.3 and LG.5 below 140 CFR $I22.aI (m)(2)1.

1
J.

4.

Attachment D - Standard Provisions D-2



City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

3. Prohibition of bypass - Bypass is prohibited, and the Regional Water Board may take
enforcement action against a Discharger for bypass, unless 140 CFR $ I 22.a 1(m)@(i)l:

a. Bypass was unavoidable to prevent loss of life, personal injury, or severe property
damage 140 CFR $122.a1fu)@(A)l;

There were no feasible alternatives to the bypass, such as the use of auxiliary treatment
facilities, retention of untreated wastes, or maintenance during normal periods of
equipment downtime. This condition is not satisfied if adequate back-up equipment
should have been installed in the exercise of reasonable engineering judgment to prevent
a bypass that occurred during normal periods of equipment downtime or preventive
maintenance 140 CFR $ I 2 2.a I (m) G) @)l; and

The Discharger submitted notice to the Regional Water Board as required under Standard
Provision - Permit Compliance I.G.5 below 140 CFR gl22.a1@)(4)(C)1.

The Regional Water Board may approve an anticipated bypass, after considering its adverse
effects, if the Regional Water Board determines that it will meet the three conditions listed in
Standard Provisions - Permit Compliance I.G.3 above 140 CFR 9122.a1(m)(4)(ii)l

Notice

Anticipated bypass. If the Discharger knows in advance of the need for a blpass, it shall
submit a notice, if possible at least 10 days before the date of the bypass 140 CFR

$t22.ar@)(s)(i)1.

Unanticipated bypass. The Discharger shall submit notice of an unanticipated bypass as
required in Standard Provisions - Reporting V.E below {40 CFR g122.aI(m)(3)(iil1.

H. Upset

Upset means an exceptional incident in which there is unintentional and temporary
noncompliance with technology based permit effluent limitations because of factors beyond the
reasonable control of the permittee. An upset does not include noncompliance to the extent
caused by operational error, improperly designed treatment facilities, inadequate treatment
facilities, lack of preventive maintenance, or careless or improper operation 140 CFR
$ I22.aI (n)(I)1.

1. Effect of an upset. An upset constitutes an affirmative defense to an action brought for
noncompliance with such technology based permit effluent limitations if the requirements of
paragraph H.2 of this section are met. No determination made during administrative review
of claims that noncompliance was caused by upset, and before an action for noncompliance,
is final administrative action subject to judicial review 140 CFR 5122.a1fu)(2)1.

b.

c.

4.

5.

b.
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2. Conditions necessary for a demonstration of upset. A Discharger who wishes to establish the
affirmative defense of upset shall demonstrate, through properly signed, contemporaneous
operating logs or other relevant evidence thatl40 CFR 5122.41(n)(3)l:

a. An upset occurred and that the Discharger can identify the cause(s) of the upsetl4? CFR

$ 122.a I (n)(3)(i)l;

b. The permitted facility was, at the time, being properly operated [40 CFR

$122.a 1(n)(3)(i)l;

c. The Discharger submitted notice of the upset as required in Standard Provisions -
Reporting V.E.2.b [40 CFR $122.a](n)(3)(iii)l; and

d. The Discharger complied with any remedial measures required under
Standard Provisions - Permit Compliance I.C above 140 CFR $I22.aI(n)(3)(iv))

. 3. Burden of proof. In any enforcement proceeding, the Discharger seeking to establish the
occurrence of an upset has the burden of proof [40 CFR $122.a] (fl@\

II. STANDARD PROVISIONS _ PERMIT ACTION

A. General

This Order may be modified, revoked and reissued, or terminated for cause. The filing of a
request by the Discharger for modification, revocation and reissuance, or termination, or a
notification of planned changes or anticipated noncompliance does not stay any Order condition
140 CFR 5122.41(/)1.

Duty to Reapply

If the Discharger wishes to continue an activity regulated by this Order after the expiration date
of this Order, the Discharger must apply for and obtain a new permit 140 CFR 5122.41(b)1.

Transfers

This Order is not transferable to any person except after notice to the Regional Water Board. The
Regional Water Board may require modification or revocation and reissuance of the Order to
change the name of the Discharger and incorporate such other requirements as may be necessary
under the CWA and the CWC [40 CFR $122.410X3)] [40 CFR $122.61].

III. STANDARD PROVISIONS _ MONITORING

A. Samples and measurements taken for the purpose of monitoring shall be representative of the
monitored activity [40 CFR $122.41(iXl)].

B.

C.
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B. Monitoring results must be conducted according to test procedures under 40 CFR Part 136 or, in
the case of sludge use or disposal, approved under 40 CFR Part 136 unless otherwise specified in
40 CFR Part 503 unless other test procedures have been specified in this Order [40 CFR
5r22.4r0(4)l [40 cFR $ r22.aaQ)Q)(iv)].

IV. STANDARD PROVISIONS - RECORDS

Except for records of monitoring information required by this Order related to the Discharger's
sewage sludge use and disposal activities, which shall be retained for a period of at least five
years (or longer as required by 40 CFR Part 503), the Discharger shall retain records of all
monitoring information, including all calibration and maintenance records and all original strip
chart recordings for continuous monitoring instrumentation, copies of all reports required by this
Order, and records of all data used to complete the application for this Order, for a period of at
least three (3) years from the date of the sample, measurement, report or application. This period
may be extended by request of the Regional Water Board Executive Officer at any time [40 CFR
5r22.4r0Q)1.

Records of monitoring information shall include:

1. The date, exact place, and time of sampling or measurements [40 CFR $ t22.at$(3)(i)];

2. The individual(s) who performed the sampling or measurements [40 CFR g t2Z.41rrOQ)0i)];

3. The date(s) analyses were performed [40 CFR $ l22.at!)Q)(]il)l;

4. The individual(s) who performed the analyses [40 CFR $122.410)(3)(iv)];

5. The analytical techniques or methods used [40 CFR 5I22.41A)Q)(v)]; and

6. The results of such analyses [40 CFR 5122.4nQ)(vi)].

C. Claims of confidentiality for the following information will be denied [40 CFR g122.7(b)]:

1. The name and address of any permit applicant or Discharger [40 CFR $ 122.7(b)(l)]; and

2. Permit applications and attachments, permits and effluent data [40 CFR 5122.7(b)(2)].

V. STANDARD PROVISIONS _ REPORTING

A. Duty to Provide Information

The Discharger shall furnish to the Regional Water Board, State Water Board, or USEPA within
a reasonable time, any information which the Regional Water Board, State Water Board, or
USEPA may request to determine whether cause exists for modifying, revoking and reissuing, or
terminating this Order or to determine compliance with this Order. Upon request, the Discharger

A.

B.
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shall also furnish to the Regional Water Board, State Water Board, or USEPA copies of records
required to be kept by this Order [40 CFR $122.41(h)] ICWC 13267].

B. Signatory and Certification Requirements

1. All applications, reports, or information submitted to the Regional Water Board, State Water
Board, and/or USEPA shall be signed and certified in accordance with paragraph (2.) and (3.)
of this provision 140 CFR 5122.41(k)1.

2. All permit applications shall be signed as follows:

For a corporation: By a responsible corporate officer. For the purpose of this section, a
responsible corporate officer means: (i) A president, secretary, treasurer, or vice-
president of the corporation in charge of a principal business function, or any other
person who performs similar policy-br decision-making functions for the corporation, or
(ii) the manager of one or more manufacturing, production, or operating facilities,
provided, the manager is authorized to make management decisions which govern the
operation of the regulated facility including having the explicit or implicit duty of making
major capital investment recommendations, and initiating and directing other
comprehensive measures to assure long term environmental compliance with
environmental laws and regulations; the manager can ensure that the necessary systems

are established or actions taken to gather complete and accurate information for permit
application requirements; and where authority to sign documents has been assigned or
delegated to the manager in accordance with corporate procedures [40 CFR

S I22.22(a)(I)l;

For a partnership or sole proprietorship: by a general partrner or the proprietor,
respectively 140 CFR $ I 2 2. 2 2 (a) (2)l; or

For a municipality, State, federal, or other public agency: by either a principal executive
officer or ranking elected official. For purposes of this provision, a principal executive
officer of a federal agency includes: (i) the chief executive officer of the agency, or (ii) a
senior executive officer having responsibility for the overall operations of a principal
geographic unit of the agency (e.g., Regional Administrators of USEPA) [40 CFR

$ 122.22(a)(3)1.

3. All reports required by this Order and other information requested by the Regional Water
Board, State Water Board, or USEPA shall be signed by a person described in paragraph (b)
of this provision, or by a duly authorized representative of that person. A person is a duly
authorized representative only if:

a. The authorization is made in writing by a person described in paragraph (2.) of this
provision 140 CFR $122.22(b)(1)l;

a.

b.
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b. The authorization specified either an individual or a position having responsibility for the
overall operation of the regulated facility or activity such as the position of plant
manager, operator of a well or a well field, superintendent, position of equivalent
responsibility, or an individual or position having overall responsibility for environmental
matters for the company (a duly authorized representative may thus be either a named
individual or any individual occupying a named position) 140 CFR 5122.22O)Q)l; and

c. The written authorization is submitted to the Resional Water Board. State Water Board.
or USEPA 140 CFR 5122.22(b)(3)1.

If an authorizahon under paragraph (3.) of this provision is no longer accurate because a
different individual or position has responsibility for the overall operation of the facility, a
new authorization satisfying the requirements of paragraph (3.) of this provision must be
submitted to the Regional Water Board, State Water Board or USEPA prior to or together
with any reports, information, or applications, to be signed by an authorized representative
[40 CFR $r22.22(c)].

Any person signing a document under paragraph (2.) or (3.) of this provision shall make the
following certification:

"I certi$r under penalty of law that this document and all attachments were prepared under
my direction or supervision in accordance with a system designed to assure that qualified
personnel properly gather and evaluate the information submitted. Based on my inquiry of
the person or persons who manage the system or those persons directly responsible for
gathering the information, the information submitted is, to the best of my knowledge and
belief, true, accurate, and complete. I am aware that there are significant penalties for
submitting false information, including the possibility of fine and imprisonment for knowing
violations" [40 CFR S]22.22(d)1.

C. Monitoring Reports

Monitoring results shall be reported at the intervals specified in the Monitoring and
Reporting Program in this Order 140 CFR 5122.410@|

Monitoring results must be reported on a Discharge Monitoring Report (DMR) form or forms
provided or specified by the Regional Water Board or State Water Board for reporting results
of monitoring of sludge use or disposal practices 140 CFR Sl22.4I(l)(4)(i)1.

If the Discharger monitors any pollutant more frequently than required by this Order using
test procedures approved under 40 CFR Part 136 or, in the case ofsludge use or disposal,
approved under 40 CFR Part 136 unless otherwise specified in 40 CFR Part 503, or as
specified in this Order, the results of this monitoring shall be included in the calculation and
reporting of the data submitted in the DMR or sludge reporting form specified by the
Regional Water Board 140 CFR 5122.41(l)(4)(ii)1.

4.

5.

1.

2.

a
J.
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4. Calculations for all limitations, which require averaging of measurements, shall utilize an

arithmetic mean unless otherwise specified in this Order 140 CFR 5122.41(l)(4)(iirl.

Compliance Schedules

Reports of compliance or noncompliance with, or any progress reports on, interim and final
requirements contained in any compliance schedule of this Order, shall be submitted no later
than 14 days following each schedule datef40 CFR 5122.41(l)(5)1.

Twenty-Four Hour Reporting

1. The Discharger shall report any noncompliance that may endanger health or the environment.
Any information shall be provided orally within 24 hours from the time the Discharger
becomes aware of the circumstances. A written submission shall also be provided within five
(5) days of the time the Discharger becomes aware of the circumstances. The written
submission shall contain a description of the noncompliance and its cause; the period of
noncompliance, including exact dates and times, and if the noncompliance has not been
corrected, the anticipated time it is expected to continue; and steps taken or planned to
reduce, eliminate, and prevent reoccuffence of the noncompliancel40 CFR 5122.41(l)(6)(i)1.

2. The following shall be included as information that must be reported within 24 hours under
this paragraph p0 CFR S t 2 2.4 I (l) (6) (ii)l:

Any unanticipated bypass that exceeds any effluent limitation in this Order L40 CFR

s122.41q@(ii)(A)l

Any upset that exceeds any effluent limitation in this Order 140 CFR

s122.41(t)(6)(ir(B)l

Violation of a maximum daily discharge limitation for any of the pollutants listed in this
Order to be reported within 24 hours [40 CFR 5122.41(l)(6)(ii)(C)1.

3. The Regional Water Board may waive the above-required written report under this provision
on a case-by-case basis if an oral report has been received within 24 hours I40 CFR

sr 22.41(t)(6)(iii)1.

F. Planned Changes

The Discharger shall give notice to the Regional Water Board as soon as possible of any planned
physical alterations or additions to the permitted facility. Notice is required under this provision
only when 140 CFR $122.a1Q(t)l:

l. The alteration or addition to a permitted facility may meet one of the criteria for determining
whether a facility is a new source in 40 CFR 5122.29(b)140 CFR 5122.41(l)(I)(i)l;or

D.

E.

a.

b.

c.
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The alteration or addition could significantly change the nature or increase the quantity of
pollutants discharged. This notification applies to pollutants which are subject neither to
effluent limitations in this Order nor to notification requirements under 40 CFR Part
n2.42@)(l) (see Additional Provisions-Notification Levels VII.A.l) VA CFR
st22.4r(t)(r)(ii)1.

The alteration or addition results in a significant change in the Discharger's sludge use or
disposal practices, and such alteration, addition, or change may justiff the application of
permit conditions that are different from or absent in the existing permit, including
notification of additional use or disposal sites not reported during the permit application
process or not reported pursuant to an approved land application plan[40 CFR
s122.4r0(1)(iiill.

G. Anticipated Noncompliance

The Discharger shall give advance notice to the Regional Water Board or State Water Board of
any planned changes in the permitted facility or activity that may result in noncompliance with
General Order requirements 14 0 CFR S I 2 2. 4 I 0 Al .

H. Other Noncompliance

The Discharger shall report all instances of noncompliance not reported under Standard
Provisions - Reporting 8.3,E.4, and E.5 at the time monitoring reports are submitted. The
reports shall contain the information listed in Standard Provision - Reporting V.E [40 CFR
sr 22.41(t)(7)1.

I. Other Information

When the Discharger becomes aware that it failed to submit any relevant facts in a permit
application, or submitted incorrect information in a permit application or in any report to the
Regional Water Board, State Water Board, or USEPA, the Discharger shall promptly submit
such facts or informationl40 CFR 5122.4f 0(S)1.

VI. STANDARD PROVISIONS _ ENFORCEMENT

A. The CWA provides that any person who violates section 301,302,306,307,308, 318 or 405 of
the Act, or any permit condition or limitation implementing any such sections in a permit issued
under section 402, or any requirement imposed in a pretreatment program approved under
sections a02@)(3) or a02@)(S) of the Act, is subject to a civil penalty not to exceed $25,000 per
day for each violation. The CWA provides that any person who negligently violates sections 301,
302,306,307,308,318, or 405 of the Act, or any condition or limitation implementing any of
such sections in a permit issued under section 402 of the Act, or any requirement imposed in a
pretreatment program approved under section a02@)(3) or 402(b)(8) of the Act, is subject to
criminal penalties of $2,500 to $25,000 per day of violation, or imprisonment of not more than
one (1) year, orboth. In the case ofa second or subsequent conviction for a negligent violation, a

2.

J.
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C.

person shall be subject to criminal penalties of not more than $50,000 per day of violation, or by
imprisonment of not more than two (2) years, or both. Any person who knowingly violates such

sections, or such conditions or limitations is subject to criminal penalties of $5,000 to $50,000
per day of violation, or imprisonment for not more than three (3) years, or both. In the case of a
second or subsequent conviction for a knowing violation, a person shall be subject to criminal
penalties of not more than $100,000 per day of violation, or imprisonment of not more than six
(6) years, or both. Any person who knowingly violates section 301,302,303, 306, 307, 308, 318
or 405 of the Act, or any permit condition or limitation implementing any of such sections in a
permit issued under section 402 of the Act, and who knows at that time that he thereby places
another person in imminent danger of death or serious bodily injury, shall, upon conviction, be

subject to a fine of not more than $250,000 or imprisonment of not more than l5 years, or both.
In the case of a second or subsequent conviction for a knowing endangerment violation, a person
shall be subject to a fine of not more than $500,000 or by imprisonment of not more than 30
years, or both. An organization, as defined in section 309(c)(3)(B)(iii) of the Clean Water Act,
shall, upon conviction of violating the imminent danger provision, be subject to a fine of not
more than $1,000,000 and can be fined up to $2,000,000 for second or subsequent convictions

140 CFR $122.a1@)(2)l\CWC 1338s and 13387f.

Any person may be assessed an administrative penalty by the Regional Water Board for violating
section 301,302,306, 307 ,308, 318 or 405 of this Act, or any permit condition or limitation
implementing any of such sections in a permit issued under section 402 of this Act.
Administrative penalties for Class I violations are not to exceed $10,000 per violation, with the
maximum amount of any Class I penalty assessed not to exceed $25,000. Penalties for Class II
violations are not to exceed $10,000 per day for each day during which the violation continues,
with the maximum amount of any Class II penalty not to exceed $125,000 140 CFR

$r22.a1@)(3)1.

The CWA provides that any person who falsifies, tampers with, or knowingly renders inaccurate
any monitoring device or method required to be maintained under this permit shall, upon
conviction, be punished by a fine of not more than $10,000, or by imprisonment for not more
than2 years, or both. If a conviction of a person is for a violation committed after a first
conviction of such person under this paragraph, punishment is a fine of not more than $20,000
per day of violation, or by imprisonment of not more than 4 years, or both [40 CFR

$122.41(rXs)1.

The CWA provides that any person who knowingly makes any false statement, representation, or
certification in any record or other document submitted or required to be maintained under this
Order, including monitoring reports or reports of compliance or noncompliance shall, upon
conviction, be punished by a fine of not more than $10,000 per violation, or by imprisonment for
not more than six months per violation, or by bothl40 CFR 5122.41(k)(2)1.

B.

D.
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VII. ADDITIONAL PROVISIONS - NOTIFICATION LEVELS

A. Non-Municipal Facilities

Existing manufacturing, commercial, mining, and silvicultural dischargers shall notify the
Regional Water Board as soon as they know or have reason to believe 140 CFR $122.a2@)l:

1. That any activity has occurred or will occur that would result in the discharge, on a routine or
frequent basis, of any toxic pollutant that is not limited in this Order, if that discharge will
exceed the highest of the following "notification levels" 140 CFR $122.a2@)(1)l:

a. 100 micrograms per liter (pgll.) 140 CFR gl22.a2@)(I)(i)l;

b. 200 pglL for acrolein and acrylonitrile; 500 pgil for 2,4-dinitrophenol and
2-methyl-4,6-dinitrophenol; and I milligram per liter (mg/L) for antimony 140 CFR
$122.a2fu)(1)(ii)l;

c. Five (5) times the maximum concentration value reported for that pollutant in the Report
of Waste Discharge 140 CFR 9122.a2@)Q)Qii)l; or

d. The level established by the Regional Water Board in accordance with 40 CFR
5122.44(t) [4 0 CFR g ] 2 2. a 2 @) ( I ) (iv)l

2. That any activity has occurred or will occur that would result in the discharge, on a non-
routine or infrequent basis, of any toxic pollutant that is not limited in this Order, if that
discharge will exceed the highest of the following "notification levels" [4A CFR
$122.a2@)(2)l:

a. 500 micrograms per liter (pgll) [40 CFR 9122.a2(a)(2)(t)l;

b. I milligram per liter (mg/L) for antimon y [40 CFR g ] 22.42(a)(2)(ti)l;

c. Ten (10) times the maximum concentration value reported for that pollutant in the Report
of Waste Discharge 140 CFR 9122.a2@)(2)(iii)l; or

d. The level established by the Regional Water Board in accordance with 40 CFR
5r22.44(f) 140 CFR g 122.a2@)(2)(iv)l

B. Publicly-Owned Treatment Works (POTWs)

All POTWs shall provide adequate notice to the Regional Water Board of the following 140 CFR
g 122.a2(b)l:

D-l1Attachment D - Standard Provisions
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Any new introduction of pollutants into the POTW from an indirect discharger that would be
subject to Sections 301 or 306 of the CWA if it were directly discharging those pollutants 140
CFR S I 2 2.4 2 (b) ( I )l; and

Any substantial change in the volume or character of pollutants being introduced into that
POTW by a source introducing pollutants into the POTW at the time of adoption of the Order

140 cFR s r 2 2.4 2 (b)(2)1.

Adequate notice shall include information on the quality and quantity of effluent introduced into
the POTW as well as any anticipated impact of the change on the quantity or quality of effluent
to be discharged from the POTW 140 CFR 5122.42(b)(3)1.

l.

2.
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ATTACHMENT E - MONITORING AND REPORTING PROGRAM (MRP)

The Code of Federal Regulations (CFR) at 40 CFR 5t22.48 requires that all NPDES permits specify
monitoring and reporting requirements. CWC sections 13267 and 13383 also authorize the Regional
Water Board to require technical and monitoring reports. This MRP establishes monitoring and
reporting requirements that implement the federal and California regulations.

L GENERAL MONITORING PROVISIONS

The Discharger shall comply with the MRP for this Order as adopted by the Regional Water
Board, and with all of the requirements contained in Self-Monitoring Program, Part A, adopted
August 1993 (SMP, Attachment G). The MRP and SMP may be amended by the Executive
Officer pursuant to USEPA regulations 40 CFR122 .62,122.63, and 124.5. If any discrepancies
exist between the MRP and SMP, the MRP prevails.

Sampling is required during the entire year when discharging. All analyses shall be conducted
using current USEPA methods, or that have been approved by the USEPA Regional
Administrator pursuant to 40 CFR 136.4 and 40 CFR 136.5, or equivalent methods that are

commercially and reasonably available, and that provide quantification of sampling parameters
and constituents sufficient to evaluate compliance with applicable effluent limitations and to
perform reasonable potential analysis. Equivalent methods must be more sensitive than those
specified in 40 CFR 136, must be specified in the permit, and must be approved for use by the
Executive Officer, following consultation with the State Water Resources Control Board's

Quality Assurance Program.

Sampling and analysis of additional constituents is required pursuant to Table 1 of the Regional
Water Board's August 6,200I Letter titled Requirement for Monitoring of Pollutants in Eftluent
and Receiving Water to Implement New Statewide Regulations and Policy.

Minimum Levels. For compliance and reasonable potential monitoring, analyses shall be
conducted using the commercially available and reasonably achievable detection levels that are
lower than the WQOs/WQC or the effluent limitations, whichever is lower. The objective is to
provide quantification of constituents sufficient to allow evaluation of observed concentrations
with respect to the Minimum Levels given below. All Minimum Levels are expressed as pgll-
approximately equal to parts per billion (ppb)

A.

B.

C.

D.
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Table E-1. Test Methods and Minimum Levels for Pollutants with Reasonable Potential

CTR
#

Constituent Types of Analltical Methods [al
Minimum Levels fuslL\

GC GCMS LC Color FAA GFAA ICP ICP
MS

SPGF

AA
HYD
RIDE

CVAA DCP

6. Copper 5 0.5
.)

8. Mercurv lbl 0.0005
14. lvanide 5

z)- Chlorodibromo
methane

0.5

27. Dichlorobromo
methane

0.5

Footnotes for Table E-l:

[a] Analytical Methods I Laboratory techniques are defined as follows:
GC: Gas Chromatography;
GCMS = Gas Chromatography/I{ass Spectrometry;
Color: Colorimetric;
GFAA: Graphite Furnace Atomic Absorption;
ICPMS : Inductively CoupledPlasma,/Mass Spectrometry;
SPGFAA: Stabilized Platform Graphite Furnace Atomic Absorption (i.e. EPA 200.9); and
CVAF = Cold Vapor Atomic Fluorescence.

[b] Use ultra-clean sampling (USEPA 1669) to the maximum extent practicable, and ultra-clean analytical
methods (USEPA 163 1) for mercury monitoring.
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II. MONITORINGLOCATIONS

The Discharger shall establish the following monitoring locations to demonstrate compliance with
the effluent limitations, discharge specifications, and other requirements in this Order:

Table E-2.Description of Monitoring Stations

IIL INFLUENT MONITORING REQUIREMENTS - MONITORING LOCATION M-INF-001

1. The Discharger shall monitor the influent to the facility at M-INF-001 specified in Table E-3:

Discharge
Point Name

Monitoring
Location Name (Name

in Previous Order)

Monitoring Location Description
(include Latitude and Longitude when available)

M-rNF-0O1 (A-001) At a point in the treatment facilify headworks at which all waste tributary to
the treatment process system is present and preceding any phase oftreatment.

00r M-001 (E-l)

At a point in the effluent from the tertiary treatment facilities prior to the point
of discharge, and at which point treatment of the wastewater is complete, and
all waste tributary to the effluent discharge outfall is present (38"33'34" N,
122"33'28" W\

002 M-002 (E-2)
At a point in the effluent from the secondary treatment facilities prior to
discharge through the secondary effluent discharge outfall, at which point all
waste tributary to the discharge is present (38'34'13" N,122'33'40"W).

003 M-003 Discharse to land (includine recyclins).

R-001 (c-1) Surface Water: At a point in the Napa River, located about 1000 feet upstream
from the 001 outfall.

R-002 (c-2) Surface Water: At a point in the Napa River, located about 100 feet upstream
Ilom the 001 outfall.

R-003 (c-3) Surface Water: At a point in the Napa River, located at the point of discharge
where the 001 outfall pipe discharges into the Napa River.

R-004 (c-4) Surface Water: At a point in the Napa River, located about 100 feet
downstream from the 001 outfall.

R-005 (c-5) Surface Water: At a point in the Napa River, located about 100 feet
downstream from the 002 outfall.

R-006 (c-6) Surface Water: At a point in the Napa River, located about 1,000 feet
downstream flom the 002 outfall.

B-001 BiosoUds monitoring.

P-001 thru P-'n' Plant Perimeter: Points located along the perimeter boundary of the wastewater
treatment plant, at about equidistant intervals, not to exceed I 000 feet.

L-001 through L-'n' Pond Levees: Points located along the perimeter levees of the wastewater
ponds, at about equidistant intervals not to exceed 500 feet.
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[5] When replicate analyses are made of a coliform sample, the reported result shall be the arithmetic mean of the
replicate analysis sample.

[6] Turbidity and TDS monitoring is required for M-001 only.

[7] The minimum and maximum pH values for each sampling day shall be reported in monthly self-monitoring
reports.

[8] Acute bioassay test shall be performed in accordance with Section V.A of this MRP.

[9] Critical Life Stage Toxicify Test shall be performed and reported in accordance with the Chronic Toxicity
Requirements specified in Sections V.B of the MRP.

[10] Mercury: The Discharger may, at its option, sample effluent mercury either as grab or as 24-hour composite
samples. Use ultra-clean sampling (U.S. EPA 1669) to the maximum extent practicable and ultra-clean analyical
methods (U.S. EPA I 63 1) for mercury monitoring. The Discharger may only use altemative methods if the method
has an ML of 0.5 ngll- or less, and approval is obtained from the Executive Officer prior to conducting the
monitoring.

[11] The parameter 'Nitrogens' in this MRP means all of the following parameters: Ammonia Nitrogen, Unionized
Nitrogen, Nitrate Nihogen, and Total Organic Nitrogen. The unionized ammonia shall be calculated based on
the total ammonia, pH, total dissolved solids or salinity, and temperature.

V. WHOLE EFFLUENT TOXICITY TESTING REQUIREMENTS

The Discharger shall monitor acute and chronic toxicity at M-001 and M-002 as follows:

A. Whole Effluent Acute Toxicity

Compliance with the acute toxicity effluent limitations of this Order shall be evaluated by
measuring survival of test organisms exposed to 96-hour continuous flow-through bioassays.

Test organisms shall be fathead minnows or rainbow trout unless specified otherwise in
writing by the Executive Officer.

Upon the effective date of the permit, all bioassays shall be performed according to the most
up-to-date protocols in 40 CFR Part 136, currently in "Methods for Measuring the Acute
Toxicity of Effluents and Receiving Water to Freshwater and Marine Organisms,"sth Edition.

If specific identifiable substances in the discharge can be demonstrated by the Discharger as
being rapidly rendered harmless upon discharge to the receiving water, compliance with the
acute toxicity limit may be determined after the test samples are adjusted to remove the
influence of those substances. Written approval from the Executive Officer must be obtained
to authorize such an adjustment.

Effluent used for fish bioassays must be dechlorinated prior to testing. Monitoring of the
bioassay water shall include, on a daily basis, the following parameters: pH, dissolved
oxygen, ammonia (if toxicity is observed), temperature, hardness, and alkalinity. These
results shall be reported. If a violation of acute toxicity requirements occurs or if the control

l.

2.

1
J.

4.

5.
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fish survival rate is less than 90 percent, the bioassay test shall be restarted with new batches

of fish and shall continue back to back until compliance is demonstrated.

B. Whole Effluent Chronic Toxicitv

L Chronic Toxicity Monitoring Requirements

a. Sampling. The Discharger shall collect 24-hour composite samples of the effluent at the
compliance point station specified in a table above, for critical life stage toxicity testing
as indicated below. For toxicity tests requiring renewals, 24-hour composite samples

collected on consecutive days are required.

b. Test Species. Ceriodaphnia dubia. The Executive Officer may change to another test
species if data suggest that another test species is more sensitive to the discharge.

c. Methodolog,t Sample collection, handling and preservation shall be in accordance with
USEPA protocols. In addition, bioassays shall be conducted in compliance with the most
recently promulgated test methods, as shown in Appendix E-l and "Short-term Methods
for Estimating the Chronic Toxicity of Effluents and Receiving Waters to Freshwater
Organisms," currently fourth Edition (EPA-821-R-02-013),with exceptions granted the

Discharger by the Executive Officer and the Environmental Laboratory Accreditation
Program (ELAP).

d. Dilution Series. The Discharger shall conduct tests at 5oh, IAo ,25yo,50oh, and 100%.

The "%o" represents percent effluent as discharged. Samples may be buffered using the
biological buffer MOPS (3-(N-Morpholino)propanesulfonic Acid) to control pH drift and

ammonia toxicity that may be caused by increasing pH during the test, only with the
written approval of the Executive Officer based on the Discharger's demonstration that
the ammonia will not cause toxicity in the receiving water.

e. Conditions for Accelerated Monitoring. The Discharger shall accelerate monitoring to
monthly when the following condition is exceeded:

Single sample maximum value of 10 TUc.

2. Chronic Toxicity Reporting Requirements

a. Routine Reporting. Toxicity test results for the current reporting period shall include, at a

minimum. for each test:

Sample date(s)

Test initiation date

iii. Test species

ii.
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End point values for each dilution (e.g. number of young, $owth rate, percent
survival)

NOEC value(s) in percent effluent

vi. IC15, IC25,1C40, and IC50 values (or ECl5, 8C25... etc.) in percent effluent

vii. TUc values (100/II{OEC, l00lIC25, or 100/EC25)

viii.Mean percent mofiality (+s.d.) after 96 hours in 100% effluent (if applicable)

ix. NOEC and LOEC values for reference toxicant test(s)

x. IC50 or EC50 value(s) for reference toxicant test(s)

xi. Available water quality measurements for each test (pH, D.O., temperature,
conductivity, hardness, salinity, ammonia)

b. Compliance Summary. The results of the chronic toxicity testing shall be provided in the
most recent self-monitoring report and shall include a summary table of chronic toxicity
data from at least eleven of the most recent samples. The information in the table shall
include the items listed above under 3.a, item numbers i, iii, v, vi(IC2S or EC25), vii, and
viii.

3. Chronic Toxicity Reduction Evaluation (TRE)

Generic TkE Work Plan. In order to be prepared for responding to toxicity events, the
Discharge shall prepare a generic TRE work plan within 90 days of the effective date of
this Order. The Discharger shall review and update the work plan as necessary in order to
remain current and applicable to the discharge and discharge facilities.

Specific TkE l4tork PIan. Within3O days of exceeding either trigger for accelerated
monitoring, the Discharge shall submit to the Regional Water Board a TRE work plan,
which should be the generic work plan revised as appropriate for this toxicity event after
consideration of available discharge data.

Initiate ZRE Within 30 days of the date of completion of the accelerated monitoring tests
observed to exceed either trigger, the Discharger shall initiate a TRE in accordance with a
TRE work plan that incorporates any and all comments from the Executive Officer.

The TRE shall be specific to the discharge, and be in accordance with current technical
guidance and reference materials including USEPA guidance materials. The TRE shall be
conducted as a tiered evaluation process, such as summarized below:

iv.

V.

a.

b.

c.

d.
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Tier I consists of basic data collection (routine and accelerated monitoring).

Tier 2 consists of evaluation of optimi zation of the treatment process including
operation practices and in-plant process chemicals.

iii) Tier 3 consists of a toxicity identification evaluation (TIE).

iv) Tier 4 consists of evaluation of options for additional effluent treatment processes.

v) Tier 5 consists of evaluation of options for modifications of in-plant treatment
processes.

t.

vi) Tier 6 consists of implementation of selected toxicity control measures, and follow-up
monitoring and confirmation of implementation success.

The TRE may be ended at any stage if monitoring finds there is no longer consistent
toxicity (complying with Effluent Limitations Section IV.A.8.a).

The objective of the TIE shall be to identit/ the substance or combination of substances
causing the observed toxicity. All reasonable efforts using currently available TIE
methodologies shall be employed.

As toxic substances are identified or characteized, the Discharger shall continue the TRE
by determining the source(s) and evaluating alternative strategies for reducing or
eliminating the substances from the discharge. All reasonable steps shall be taken to
reduce toxicity to levels consistent with chronic toxicity evaluation parameters.

Many recommended TRE elements parallel required or recommended efforts of source
control, pollution prevention and storm water control progmms. TRE efforts should be
coordinated with such efforts. To prevent duplication of efforts, evidence of complying
with requirements or recommended efforts of such programs may be acceptable to
comply with TRE requirements.

The Regional Water Board recognizes that chronic toxicity may be episodic and
identification of causes of and reduction of sources of chronic toxicity may not be
successful in all cases. Consideration of enforcement action by the Regional Water Board
will be based in part on the Discharger's actions and efforts to identifu and control or
reduce sources of consistent toxicitv.

h.

VI. LAND DISCHARGE MONITORING REQUIREMENTS (N/A)

The Discharger shall perform land discharge monitoring at M-003 according to the monitoring
requirements contained in Order No. 96-011.

ii)

e.

b.
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VII. RECLAMATION MONITORING REQUIREMENTS

The Discharger sharl nerfgy.r.monitoring 
at M-003 according to the monitoring requirements

to",ui""O in Order No' 96-011'

VII.RECEIVINGWATERMONITORINGREQUIREMENTS_SURFACEWATERAND
GROUNDWATER

The Discharger sha, monitorNapa River at R-001 through R-006, when there is discharge to the

NaPa River, as sPecified in Table E-5:

Table E-S,Receiving water Monitoring Requirements F l

Mi--ni*o- SamPling
rrequ?lcy

MontltlY

I MonthlYHI MonthlYH
I 

Monthrv

ffiffi

SamPle TYPe
Parameter

.r,,-hiditv

Units

NTU Grab

Grab
pH

s. u.

oc Grab
I eIItpEl 4tur v

Dissolved OxYgen

Nitrogens V-

mglLandYo Grab

mgA as N c'9
Grab
G"bI phosnhate m9lL MonthlY

ConductivttY
pmhos

Grab MonthlY

MonthlY

M""ffi
MonthlY

E=--ura""tt lugguqrr)- rn9lL_
ppt or mg/Llinitv or TDS lJ I

Grab
chloride
rrlater l.)enth

mdL
feet

Visual
WeeklY

Standard Observauons

Footnotes for Table E-5:

[l]StationsR-00lthroughR-006shallbemonitoredmonthly,andonthesameday,

r2r rhe para,.neter 
.Nitrogens',rn,llly5f?ffi%,.;i',,'lk1?l:'nY+f;i:lT:g;t^ffili'1'\f"iiT;

Uniomzecl Nitrogen' Nitrate Nii:?:1-"i:'^i::':'"i*"J;;lids or iliniry' and temperature'

calculated #tJ3" trtt total ammonla' pH' total dissolved s'

[3] The Discharger may elect to sarnple either total dissolved solids, salinity, or both, and shall sample the same

parameter(J through the permit term'

IX. OTHER MONITORTNG REQUIREMENTS

A. Discharge Dilution Ratio Monitoring

1. The Discharger shall monitor.the dilution ratio the discharge receives while there is discharge

into the river, at discharge po,,.i, oor uno 002, as specified in Table E-6:

E-10
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Table E-6. Discharge Dilution Ratio Monitoring

3' The discharge dilution ratio (river water to wastewater) shat be reported on a da'y basis.B. Pond Levee Observation (L-001 through 1-.n,)

fff, ::iilTi"ff1ilffi*l.iff 
T::i:.J:1":,::-^,pr:::ler,eveesorthewastewarer

pond s, ar abo ut eq ui di s tant ; ;,#;:: ['J:: "*t?'[:i:l ffi ;t:

C. Land Observation (p_001 through p-,n,)

The Discharger shall
eq u i di s ranr intervar s, ;|; :ff,.,*:l.ftXi"X": I lT :::l: freatmen r or di spo s ar
eq u i di s ranr intervar s. ; ;; ;;';;;:5'fiffi ilJ :lx: tri';5Try"j.";?iliJ ar rac l i ri e s a r

X. REPORTINGREQUIREMENTS

Parameter Units-----

korMGD

-

Sampte Type
I 
llinimums"r-pr;;-

#e+L
ry

River flow

_lJlJuhon ratio

2.RiverflowrateshaIlbemeasuredatleastr|rilrr'l,,;-^_
required at one monitonng ;;ffi il;,ttt 

daily during river,discharge. Measuremenr is onryfeet above theE_2 outAff.-ff,l;;:il;". nver. Currently, the 
"u"."nor r,liior,",. to"ur"O rOdepthandnowspeedrh.E;;;;;6fi:::il:i"HlT"xTffiHffiffi#ff 

;i:;;;ffl",'ffff :jl:ll ffi iff l;;*:T"f""#.n " 
g shai r b e i denri n e; ril; ;"nlr, ry, 

"r 
r_

A. General Monitolring and Reporting Requirements
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;::'?j:#11T#,1!::n'lr#:?:"i?#::1H,':Jff 
rilf :,3,:11"#i3#:G)re,a,ed,.

Stundurd obi.ilaEni
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B. Modifications to Part A of Self-Monitoring Program (Attachment G)

Modif.y Section F.4 as follows:

Self-Monitoring Reports

For each calendar month, a self-monitoring report (SMR) shall be submitted to the Regional
Water Board in accordance with the requirements listed in Self-Monitoring Program, Part A.
The purpose of the report is to document treatment performance, effluent quality and
compliance with waste discharge requirements prescribed by this Order, as demonstrated by
the monitoring program data and the Discharger's operation practices.

[And add at the end of Section F.4 the following:]

g. If the Discharger wishes to invalidate any measurement, the letter of transmittal will
include a formal request to invalidate the measurement; the original measurement in
question, the reason for invalidating the measurement, all relevant documentation that
supports the invalidation (e.g., laboratory sheet, log entry, test results, etc.), and
discussion of the corrective actions taken or planned (with a time schedule for
completion), to prevent recurrence of the sampling or measurement problem. The
invalidation of a measurement requires the approval of Water Board staff and will be
based solely on the documentation submitted at that time.

h. Reporting Data in Electronic Format

The Discharger has the option to submit all monitoring results in an electronic reporting
format approved by the Executive Officer. If the Discharger chooses to submit SMRs
electronically, the following shall apply:

1) Reporting Method: The Discharger shall submit SMRs electronically via the process
approved by the Executive Officer in a letter dated December 17, 1999, Official
Implementation of Electronic Reporting System (ERS) and in the Progress Report
letter dated December 17,200A, or in a subsequently approved format that the Permit
has been modified to include.

2) Monthly or Quarterly Reporting Requirements: For each reporting period (monthly or
quarterly as specified in SMP Part B), an electronic SMR shall be submitted to the
Regional Water Board in accordance with Section F.4.a-g. above. However, until
USEPA approves the electronic signature or other signature technologies, Dischargers
that are using the ERS must submit a hard copy of the original transmittal letter, an
ERS printout of the data sheet, a violation report, and a receipt of the electronic
transmittal.

3) Annual Reporting Requirements: Dischargers who have submitted data using the ERS
for at least one calendar year are exempt from submitting an annual report
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electronically, but a hard copy of the annual report shall be submitted according to
Section F.5 below.

C. Self Monitoring Reports (SMRs)

1. At any time during the term of this permit, the State or Regional Water Board may notify the
Discharger to electronically submit self-monitoring reports. Until such notification is given,
the Discharger shall submit self-monitoring reports in accordance with the requirements
described below.

The Discharger shall submit monthly and annual Self Monitoring Reports including the
results of all required monitoring using USEPA-approved test methods or other test methods
specified in this Order. Monthly reports shall be due on the 30'n day following the end of
each calendar month, covering samples collected during that calendar month; Annual reports
shall be due on February I following each calendar year.

Monitoring periods for all required monitoring shall be completed according to the following
schedule in Table E-8.

Table E-7. Monitoring Period

Sampling
tr'reouencv

Monitoring Period Begins On... Monitoring Period

Continuous Day after permit effective date Alt
Weekiy
3/week

Sunday following permit effective date or
on permit effective date ifon a Sundav

Sunday through Saturday

Monthly
First day of calendar month following
permit effective date or on permit effective
date if that date is first dav of the month

I't day ofcalendar month through last day of
calendar month when there is river discharge

Quarterly
Closest ofNovember l, February I
followins nermit effective date

November I through January 3l
Februarv I throushJune 15.

2 / year
November I following permit effective
date

November 1 through June 15 when there is river
discharee.

I / 5 years
November I following permit effective
date.

November I through June 15 when there is river
discharse.

Each
Occurrence

Anytime during the discharge event or as

soon as possible after aware ofthe event
At a time which sampling can characterize the

discharge even[

4. The Discharger shall report with each sample result the applicable Minimum Level (ML) or
Reporting Level (RL) and the current Method Detection Limit (MDL), as determined by the
procedure in 40 CFR Part 136.

The Discharger shall report the results of analytical determinations for the presence of
chemical constituents in a sample using the following reporting protocols:

a. Sample results greater than or equal to the RL shall be reported as measured by the
laboratory (i.e., the measured chemical concentration in the sample).

z.

J.
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Sample results less than the RL, but greater than or equal to the laboratory's MDL, shall
be reported as "Detected, but Not Quantified," or DNQ. The estimated chemical
concentration of the sample shall also be reported.
For the purposes of data collection, the laboratory shall write the estimated chemical
concentration next to DNQ as well as the words "Estimated Concentration" (may be
shortened to "Est. Conc."). The laboratory may, if such information is available, include
numerical estimates of the data quality for the reported result. Numerical estimates of
data quality may be percent accuracy (t a percentage of the reported value), numerical
ranges (low to high), or any other means considered appropriate by the laboratory.

Sample results less than the laboratory's MDL shall be reported as "Not Detected," or
ND.

d. The Discharger shall instruct laboratories to establish calibration standards so that the RL
value (or its equivalent if there is differential treatment of samples relative to calibration
standards) is the lowest calibration standard. The Discharger shall not use analytical data
derived from extrapolation beyond the lowest point of the calibration curve.

5. The Discharger shall arrange all reported data in a tabular format. The data shall
summarized to clearly illustrate whether the facility is operating in compliance
and/or final effluent limitations.

The Discharger shall attach a cover letter to the SMR. The information contained in the cover
letter shall clearly identiflr violations of the WDRs; discuss corrective actions taken or
planned; and the proposed time schedule for corrective actions. Identified violations must
include a description of the requirement that was violated and a description of the violation.

SMRs must be submitted to the Regional Water Board, signed and certified as required by
the standard provisions (Attachment D), to the address listed below:

San Francisco Bay Regional Water Quality Control Board
1515 Clay Srreet, Suite 1400
Oakland. CA94612
Attn:NPDES Division

The Discharger has the option to submit all monitoring results in an electronic reporting
format approved by the Executive Officer. The Electronic Reporting System (ERS) format
includes, but is not limited to, a transmittal letter, summary of violation details and corrective
actions, and transmittal receipt. If there are any discrepancies between the ERS requirements
and the "hard copy" requirements listed in the MRP, then the approved ERS requirements
supersede.

b.

be
with interim

6.

8.
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Appendix E-l

CHRONIC TOXICITY

DEFINITION OF TERMS AND SCREENING PHASE REQUIREMENTS

I. Definition of Terms

C.

No observed effect level (NOEL) for compliance determination is equal to ICzs or ECzs. If the
ICzs or EC25 cannot be statistically determined, the NOEL shall be equal to the NOEC derived
using hypothesis testing.

Effective concentration (EC) is a point estimate of the toxicant concentration that would cause an

adverse effect on a quantal, "all or nothing," response (such as death, immobilization, or serious
incapacitation) in a given percent of the test organisms. If the effect is death or immobility, the
term lethal concentration (LC) may be used. EC values may be calculated using point estimation
techniques such as probit, logit, and Spearman-Karber. ECzs is the concentration of toxicant (in
percent effluent) that causes a response in 25 percent of the test organisms.

Inhibition concentration (IC) is a point estimate of the toxicant concentration that would cause a
given percent reduction in a nonlethal, nonquantal biological measurement, such as gtowth. For
example, an ICzs is the estimated concentration of toxicant that would cause a 25 percent
reduction in average young per female or growth. IC values may be calculated using a linear
interpolation method such as USEPA's Bootstrap Procedure.

No observed effect concentration (NOEC) is the highest tested concentration of an effluent or a
toxicant at which no adverse effects are obseryed on the aquatic test organisms at a specific time
of observation. It is determined using hypothesis testing.

II. Chronic Toxicity Screening Phase Requirements

A. The Discharger shall perform screening phase monitoring:

1. Subsequent to any significant change in the nature ofthe effluent discharged through changes
in sources or treatment, except those changes resulting from reductions in pollutant
concentrations attributable to source control efforts, or

Prior to permit reissuance. Screening phase monitoring data shall be included in the NPDES
permit application for reissuance. The information shall be as recent as possible, but may be
based on screening phase monitoring conducted within 5 years before the permit expiration
date.

B. Design of the screening phase shall, at a minimum, consist of the following elements:

A.

B.

D.

2.
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Use of test species specified in AppendixB-z, attached, and use of the protocols referenced
in those tables, or as approved by the Executive Officer.

Two stages:
a. Stage 1 shall consist of a minimum of one battery of tests conducted concurrently.

Selection of the type of test species and minimum number of tests shall be based on
Appendix E-2 (attached).

b. Stage 2 shall consist of a miniinum of two test batteries conducted at a monthly
frequency using the three most sensitive species based on the Stage I test results and as
approved by the Executive Officer.

Appropriate controls.

Concurrent reference toxicant tests.

5. Dilution series 1000 , 50oh,25yo, 10yo, 50 ,0 o/o, where "o/o" is percent effluent as
discharged, or as otherwise approved the Executive Officer.

C. The Discharger shall submit a screening phase proposal acceptable to the Executive Officer. The
proposal shall address each of the elements listed above. If within 30 days, the Executive Officer
does not comment, the Discharge shall commence with screening phase monitoring.

L

2.

4.
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Appendix E-2

SUMMARY OF TOXICITY TEST SPECIES REQUIREMENTS

Critical Life Stage Toxicity Tests for Estuarine Waters

Toxicity Test References:
1. American Society for Testing Materials (ASTM). 1990. Standard Guide for Conducting Static 96-Hour

Toxicity Tests with Microalgae. Procedure E 1218-90. ASTM, Philadelphia, PA.
2. Short-term Methods for Estimating the Chronic Toxicity of Effluent and Receiving Waters to West Coast

Marine and Estuarine Organisms. EPA/600/R-951136. August 1995.
3. Short-term Methods for Estimating the Chronic Toxicity of Effluent and Receiving Waters to Marine and

Estuarine Organisms. EP N 600 I 4-901003. July 1 994.

Species (Scientific Name) Effect Test Duration Reference

Alga (Skeletonema costatum)
(Th a I as s io s ir a ps eudonana)

Growth rate 4 days I

Red alga (Champia parwla) riumber of cystocarps 7-9 days )

Giant kelp ( M a c r o cy s t i s py rifera) Percent germination;
germ tube length

48 hours 2

Abalone (Haliotis rufescens) Abnormal shell
development

48 hours 2

Oyster

Mussel

(Crassostrea gigas)

(Mytilus edulis)

Abnormal shell
Cevelopment; percent

survival

48 hours 2

Echinoderms -

Urchins

Sand dollar

(Slrongltlocentrotus
purpuratus, S. fran cis c anus)

( D en dr as t er exc entri cus)

Percent fertilization t hour 2

Shrimp (Mysidopsis bahia) Percent survival;
growth

7 days J

Shrimp (Holmesimysis costata) Percent survival;
growth

7 days 2

Topsmelt (Atherinops ffinis) Percent survival;
growth

7 days 2

Silversides (Menidia beryllina) Larval growth rate;
percent survival

7 days J
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Toxicity Test Reference:
4. Short-term Methods for Estimating the Chronic Toxicity of Effluents and Receiving Waters to Freshwater

Organisms, third edition 'EPN600l4-911002' July 1994'

during a normal water Year.

(b) Fresh refers to receiving water with salinities less than 1 ppt at least 95 percent of the time during a

normal water Year.

E-18

Critical Life Stage Toxicity Tests for Fresh Waters

Survival;

number ofyoung

Cell division rate

Toxicity Test Requirements for Stage One Screening Phase

Receiving Water Characteristics

Discharges to San Francisco Bayt2lDischarses to Coast

l plant

I invertebrate

I fish

1 plant

I invertebrate

1 fish

I plant

I invertebrate

I fish

Taxonomic diversitY

Number of tests of each

salinity type: Freshwatertrl

Marine/Estuarine

Total number of tests
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ATTACHMENT F - FACT SHEET

As described in Section II of this Order, this Fact Sheet includes the legal requirements and technical
rationale that serve as the basis for the requirements of this Order.

I. PERMIT INFORMATION

The following table summarizes administrative information related to the facility.

WDID 2 28300300r

Discharqer City of Calistoga

Name of Facility Dunaweal Wastewater Treatment Plant and its collection sYstem

Facility Address

I185 Dunaweal Lane

Calistoga, CA 94515

Napa Countv

Facility Contact, Title and
Phone

Paul Wade, Public Works Director, (707)942-2828

and Water Systems Superintendent,T0Tl 942-2837 or 942-2847

Authorized Person(s) to Sign
and Submit Reoorts

Paul Wade, Water Systems Superintendent

Mailing Address 414 Washington Street, Calistoga, CA 94515

Billine Address SAME

Tvpe of Facility POTW

Maior or Minor Facility Minor

Threat to Water Oualitv 2

Complexitv B

Pretreatment Program No

Reclamation Requirements Title 22

Facility Permitted Flow 0.84 million gallons per day (MGD) average dry weather design flow

Facility Desien Flow 0.84 MGD averase drv weather desim flow

Watershed Napa River

Receiving Water Napa River

Receiving Water Type Fresh

City of Calistoga (hereinafter Discharger or City) is the owner/operator of the Dunaweal
Wastewater Treatment Plant (hereinafter Facility or Plant), a POTW. The City owns and
operates the property at I 185 Dunaweal Lane, Calistoga, on which the Facility is located.

The Facility discharges wastewater to the Napa River, a water of the United States, and is
currently regulated by Order 00-131 (the previous permit or previous Order), which was
adopted on November 29,2000 and expired on November 29,2005. The terms of the existing
Order automatically continued in effect after the permit expiration date.

The Discharger filed a report of waste discharge and submitted an application for renewal of its
Waste Discharge Requirements (WDRs) and National Pollutant Discharge Elimination System
(NPDES) permit on May 31,2005. The application was deemed complete on June 14,2005.

A.

B.

C.
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U. FACILITY DESCRIPTION

A. Description of Wastewater and Sludge Treatment or Controls

1. The Facility has an average dry weather design flow of 0.84 million gallons per day (MGD)
and can treat up to 4.0 MGD during wet weather flow events.

Treatment Process. The Discharger owns and operates the plant, which provides tertiary
level treatment for domestic, commercial, and some industrial wastewater from the City of
Calistoga with a current population of approximate 5,2A0. The Discharger upgraded its
pond system to a new activated sludge system, and the new treatment units became
operational in October 2003. The treatment processes consist of headworks, secondary
treatment by activated sludge and clarification, tertiary treatment by coagulation and
filtration, and disinfection. Here, tertiary treatment means filtration only, as the activated
sludge units currently are not running under the mode to convert ammonia to nitrate. After
secondary or tertiary treatment, the effluent may be discharged to the Napa River from
November 1 through June 15 (previously october I through May 15). During the
remainder of the year, the effluent is treated to tertiary standards, distributed for recycled
water use, or stored for future use or disposal. A more detailed description of the treatment
units and processes can be found in Appendix F-l of the Fact Sheet.

Efiluent Discharge Summary. Over the past four yearc (2002 through 2005), influent flows
have been at an annual average of 0.74 MGD and 3-month dry weather average of 0.58
MGD. Total effluent flows have been at an annual average of 0.77 MGD. Effluent flows to
the Napa River have averaged about 178 million gallons (MG) per year, or 0.49 MGD,
over about 190 discharge days per calendar year. Influent and effluent wastewater flows
for 2002 through 2005 are summarized in Table F-1 below:

Table F-1. Summary of Facility Discharge Flows (2002-2005)

[1] DWADF: 3-month Dry Weather ADF, for July, August and September.
[2] Sum of flows discharged to land and Napa River through 001 and 002.

4. Reclamation and Limitation.Duingthe dry season, June 16 through October 31
(previously May 16 through September 30), discharge to the Napa River is prohibited and
treated wastewater is either stored in wastewater ponds or disposed to land through a
reclamation program. The Discharger currently maintains a recycled water program.
Approximately 82 MG of recycled water was delivered to the City's users or applied to

2.

3.

Year Influent
Volume

(MG)

DWADF'I
(MGD)

Elfluent
Discharged to
Napa River

(MG)_
Tertiary (001)

No. of
Days

Discharge
Occurred

at 001

EfIIuent
Discharged

to Napa River
(MG)_

Secondarv (002)

No. of Days
Discharge

Occurred at
002

Effluent
Discharged

to Land
(MG)

Total
Volume of
Eflluent

Discharged2
(MG)

2002 287 0.60 t21 62 35 47 129 284
2003 282 4.62 160 86 l5 l8 119 295
2004 248 0.51 l+J 92 JI 28 92 265
200s 264 0.60 179 87 28 42 76 283

Average 270 0.58 151 82 27 )q 104 282
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City-owned sites during the 2005 dry season. All of the existing, large landscape irrigators
are already connected to the Discharger's recycled water system, and the Discharger
actively pursues recycled water connections for any large, proposed new developments.

However, landscape irrigation or irrigation disposal are the only disposal options available
to the Discharger. Agricultural users do not want the Discharger's recycled water because

of its high boron content (3 m{L, typical). To expand the recycled water system to nearby
agricultural land (primarily vineyards), boron removal would be required for a portion of
the treated water. Boron removal is expensive and problematic due to complicated
operational processes and the large waste stream that is produced. The estimated cost to
reduce boron to 0.5 mglL (acceptable vineyard value) and treat a fraction of the influent
flow is estimated to be $1.2 million. This cost is for a 0.3 MGD ion exchange system.

Installation of boron removal system per household or sewer connection is estimated to be

$970 per household or sewer connection. Due to the high cost, the Discharger does not
expect to expand its recycled water program to include agricultural irrigation for the time
being.

The Discharger's reclamation activities and discharges to land are governed by Water
Reclamation Requirements in a separate Order, currently Order No. 96-01 1; adopted by the
Regional Water Board on January 17, 1996.

LYet l(eather Flow Handling. The Facility has a wet weather treatment capacity of 4
MGD, and additional facilities for handling peak wet weather flows. The headworks
screens are designed to handle up to 4 MGD of influent flow. Under peak flow conditions
or some other emergency event, an additional 3 MGD of inflow can bypass the screens and

be temporarily stored in the 6 MG equalization basin. When influent flows subside to less

than 4 MGD or the problem is corrected, the equalization basin can be emptied at a

maximum rate of 1 MGD or a rate matching the available treatment capacity of the aeration
basins. Flows from the equalization basin are directed to the aeration basins for full
treatment. The Facility and equalization basin provide containment and treatment of all
wastewater flows. When combined with the 6 MG equalization basin, the peak wet
weather capacity of the treatment plant should provide adequate protection to ensure that
wet weather blpass to the river will not occur.

Collection System. The Discharger's wastewater collection system includes 12.7 miles of
major sanitary sewer lines and various pump stations. The Discharger is in the process of
developing a program for preventative maintenance and capital improvements in order to
ensure adequate capacity and reliability of the collection system.

Sludge Handling and Disposal. Sludge is collected in the clarifiers and wasted periodically
to maintain an optimal bacteria population. Wasting of sludge may occur continuously or
at scheduled intervals. The Return Activated Sludge (RAS) is returned to the primary
distribution structure and the Waste Activation Sludge (WAS) is sent to the sludge holding
tank. The volume available in the sludge holding tank is 72,000 gallons. Supernatant from
the sludge holding tank is sent to the primary distribution structure. From the sludge

5.

6.
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holding tank, sludge is either pumped to the sludge drying beds or trucked off-site for
further treatment. Currently, the Discharger sends its sludge to the East Bay Municipal
Utilities District (EBMUD) facility for further treatment. Final biosolids disposal occurs by
dump truck pickup from the sludge holding area.

In 2005, EBMUD accepted about 450,000 gallons of sludge (with about 5% solids), or
about 85 dry metric tons (dmt). The Discharger also hauled about 133 dmt ofbiosolids to
the Potrero Hills Landfill for final disposal. The land application of municipal wastewater
biosolids is regulated by the USEPA under federal regulations found in 40 CFR $503
(Standards for the Use or Disposal of Sewage Sludge), published as a flnal rule on
February 19,1993. Disposal of the biosolids will comply with all Federal and State
regulations.

8. Storm lVater.

a. Regulation Federal Regulations for storm water discharges were promulgated by the
USEPA on November 19,1990. The regulations [40 CFR Parts I22,I23, and l24f
require specific categories of industrial activity (industrial storm water) to obtain an
NPDES permit and to implement Best Available Technology Economically Available
(BAT) and Best Conventional Pollutant Control Technology (BCT) to control pollutants
in industrial storm water discharges.

b. Exemption from Coverage under Statewide Industrial Storm Water General Permit. The
State Water Board adopted a statewide NPDES permit for storm water discharges
associated with industrial activities (NPDES General Permit CAS000001). The
Discharger is not required to be covered under the General Permit because all of the
storm water captured within the wastewater treatment plant storm drain system is
directed to the headworks of the Facility and treated to the standards contained in the
Discharger's permit.

Effluent Discharge

Treated wastewater is discharged to a non-tidal reach of the Napa River through two outfalls
extending from the eastern bank of the river. Outfall 001 is used for discharging tertiary treated
wastewater, with a river to wastewater flow ratio of at least 10: 1 . Outfall 002 is used only for
discharging secondary treated wastewater, with a river to wastewater flow ratio of at least 50: l.
The river to wastewater flow ratio may be revisited during the next permit renewal if a dilution
credit is used to calculate final effluent limitations.

Summary of Existing Requirements and Self-Monitoring Report (SMR) Data

Effluent limitationslDischarge Specifications contained in the previous Order (00-131) for
discharges from 001 and 002 and representative monitoring data from the term of the previous
Order are as follows in Tables F-2 through F-4. The summary is based on the effluent data
collected during November 2003 through January 2006.

B.

C.
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Table F-2. Summary of Conventional and Non-Conventional Pollutant Effluent
Limitations and Data for Discharge Point 00f (E-1)

Parameter
(units) -
Conventional
and non-
conventional
oollutants

Effluent Limitation Monitoring Data

Average
Monthly

Average
Weekly

Maximum
Daily

Minimum
daily

Maximum
daily

Average

BODs(me/L) l0 20 <5 l0 2.6
BOD5Monthly
Removal (%)

85% 95.0
(monthly)

99.1
(monthlv)

97.1

TSS (me/L) l5 30 <3 ll 1.9

TSS Monthly
Removal (o/o)

85Yo 90.4
(monthlv)

99.6
(monthlv)

97.6

Oil and Grease
(ms/L)

5 l0 1.9 4.0 2.6

pH (s.u,) 6.5
(minimum)-

8.5
(maximum)

6.5 8.4 7.1

Total coliform
(mpn/I00 ml)

23 (5-sample
median)

240 (single
maximum)

<2 5

Chlorine residual
(ms/L)

0.0 0.0 0.0 0.0

Turbiditv rNTU) t0 0.23 5.83 1.1

Temperature ("C) Not to cause ambient temperature to increase
bY more than2.l8"C

ll ZJ 16.4

DO (ms/L) 2.05 8.7 5.7
Total dissolved
solids (md)

51 730 539

TKN (me/L) 0.099 0.71 0.39

Organic Nitrogen
(mell-\

0 0.6 0.27

Nitrate Nitrogen
(msA-)

5.6 ll l1.l

Ammonia
Nitrosen (ms/L)

<0.1 4.23 0.1I

Total Phosohate 0.21 J.J 1.5

Acute Toxicity
(% survival)

3-sample median not to fall below 90% and
single sample not to fall below 70% survival

Fathead minnow (minimum survival) 95 (sinele sample), 95 l3-sample)
Stickleback (minimum survival) 80 (sinele sample). 95 (3-sample)

Chronic Toxicify
fiUc)

3-sample median maximum 10 TUc and
sinsle maximum 20 TUc

Ceriodaphnia
dubia

Survival 1.0 1.0

Reproduction 1.0 >4.0
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Table F-3. Summary of Conventional and Non-Conventional Pollutant Effluent
Limitations and Data for Discharge Point 002 (E-2)

Parameter
(units) -
Conventional
and non-
conventional
nollutants

Effluent Limitation Monitoring Data

Average
Monthly

Average
Weekly

Maximum
Daily

Minimum
daily

Maximum
daily

Average

BODs(me/L) 30 60 <5 <5 <5
BOD5Monthly
Removal (o/o)

85% 88.6
(monthlv)

98.7
(monthlv)

95.3

TSS (me/L) 30 60 <3 7 2.4
TSS Monthly
Removal (o/o)

85% 89.7
(monthlv)

99.1
(monthlv)

96.2

Oil and Grease
(ms/L)

l0 20 <3 t4.4 3.7

pH (s.u.) 6.5
(minimum)-

8.5
(maximum)

6.7 7.5 7.04

Total coliform
(mon/I00 ml)

23 (5-sample
median)

240 (single
maximum)

<2 (single
sample)

23(single
samole)

Chlorine residual
(me/L)

0.0 0.0 0.0 0.0

Turbiditv fNTU) l0
Temperature (C) Not to cause ambient temperature to increase

by more than 5o F
IJ l8 15.8

DO (me/L) 2.ll 7.2 4.9
DO saturation
(%\
Total dissolved
solids (me/L)

210 600 A1a

TKN (me,{L)

Organic Nitrogen
(ms/L)

0.1I 0.8 0.46

Nitrate Nitrogen
(ms/L)

5.2 t4 7.2

Ammonia
Nitrosen (ms/L)

2.0 3.0 4.0 <0.1 0.2 0.1 I

Total Phosohate 0.29 1.9 l.l
Acute Toxicity
(% survival)

3-sample median not to fall below 907o and
single sample not to fall below 70% survival

Fathead minnow (minimum survival) 95 (sinele sample). 95 3-sample)
Stickieback (minimum survival) 90 (sine samole). 95 3-samole)

Chronic Toxicity
(TUc)

3-sample median maximum 10 TUc and
single maximum 20 TUc

Ceriodaphnia
dubia

Survival 1.0 1,0

Reproduction 1.0 >4.0
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Table F-4.Summary of Toxic Pollutant Effluent Limitations and Data

Footnotes for Tables F-2. F-3. and F-4

[1] If data contains non-detected values (ND), average was calculated using half detection limits.
[2] If data contain all NDs, average was not calculated.

Parameters (units) - Priority
pollutants

Effluent
Limitation

Monitoring Data

At 001 (E-1)

Monitoring Data

At 002 (E-2)

Daily
Max.

Average Range No. of
Data

Points

Average Range No. of
Data

Points

Antimony (pgll-) 10.5 10-1 1 2 t2 I

Arsenic (pgll-) t3.7 7.5-21 t7 II 7.1-16 t0

Beryllium (pgll-) AII ND <0.06
(all ND)

2 <0.2 I

Cadmium (pg1l-) 0.06 0.05-0.2 l7 0.09 0.03-0.2 l0

Chromium III (pgll-) 0.15 <0.2-0.4 17 0.43 0.2-1.0 l0

Chromium VI (p/L) AII ND <0.5-
<0.9

A AII ND <0.5-
<0.9

a
J

Copper (pgll-) 18.3 4.4 t.7-9 t7 5.1 2.5-8.8 10

Lead (pgll-) 4.2 0.4 0.07-1.2 t1 0.36 0.11-
0.98

l0

Mercury (pgll-) 0.0016 0.0008-
0.0031

17 0.0051 0.0042-
0.0074

l0

Nickel (pgll-) 1.8 1.3-3 l7 1.6 t.t-2.4 l0
Selenium (pgll-) AII ND <0.5-<5 l7 AII ND <l-<5 l0

Silver (pgll) 5.3 0.014 <0.02-
0.2

17 0.074 0.02-0.2 10

Thallium (pgll-) A]I ND <0.03 z 0.04 I

Zinc G,glL) 60.s JO 8-65 t1 26 8-44 10

Cyanide (pgll-) 8.2 2.7 0.8-6.0 t7 3- I t.t-9.2 l0
Dioxin rEQ fug/t-) 0-

0.000777
2 0-

0.00067
2

Chlordibromomethane ( pgll-) 3.5 2.9-4.5 J 3.8 2.1-4.9 J

Di chl orobromomethante(p g/L) l1 9- 13 J 10.5 6.5-13 J

Benzo(a)anthracene (pgll-) 6.5 AII ND <0.8-
<0.9

3 AII ND <0.3-
<0.33

5
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D. Compliance Summary

From November 2003 through January 2006, the Discharger has been able to comply with all
effluent limitations except there was one exceedance of the previous zinc effluent limit of
60.51t91L.

III. APPLICABLE PLANS, POLICIES, AND REGULATIONS

The requirements contained in the proposed Order are based on the requirements and authorities
described in this section.

Legal Authorities

This Order is issued pursuant to section 402 of the Federal Clean Water Act (CWA) and
implementing regulations adopted by the U.S. Environmental Protection Agency (USEPA) and
Chapter 5.5, Division 7 of the California Water Code (CWC). It shall serve as a NPDES permit
for point source discharges from this facility to surface waters. This Order also serves as Waste
Discharge Requirements (WDRs) pursuant to Article 4, Chapter 4 of the CWC for discharges
that are not subject to regulation under CWA section 402.

California Environmental Quality Act (CEQA)

This action to adopt an NPDES permit is exempt from the provisions of the California
Environmental Quality Act (Public Resources Code Section 2l100, et seq.) in accordance with
Section 13389 of the CWC.

State and Federal Regulations, Policies, and Plans

l. Water Quality Control Plans. The Regional Water Board adopted a Water Quality
Control Plan for the San Francisco Bay Basin (hereinafter Basin Plan) that designates
beneficial uses, establishes water quality objectives, and contains implementation programs
and policies to achieve those objectives for all waters addressed through the plan.

2. Thermal Plan. The State Water Board adopted a Water Quality Control Planfor Control
of Temperature in the Coastal and Interstate Water and Enclosed Bays and Estuaries of
California (Thermal Plan) on May 18, 1972, and amended this plan on September 18,
1975. This plan contains temperature objectives for inland surface waters.

3. National Toxics Rule (NTR) and California Toxics Rule (CTR). USEPA adopted the
NTR on December 22, 1992, which was amended on May 4,lg95 and November 9, 1999.
About forty criteria in the NTR applied in California. On May 18, 2000, USEPA adopted
the CTR, which incorporated the NTR criteria that were applicable in California. The CTR
was amended on February 13,2001. These rules include water quality criteria (WQC) for
pnority pollutants and are applicable to this discharge.

A.

B.

C.
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State Implementation Policy. On March 2,2000, State Water Board adopted the Policyfor
Implementation of Toxics Standards for Inland Surface Waters, Enclosed Bays, and
Estuaries of Califurnid (State Implementation Policy or SIP/. The SIP became effective on
April 28, 2000, with respect to the priority pollutant criteria promulgated for California by
the USEPA through the NTR and to the priority pollutant objectives established by the
Regional Water Boards in their basin plans, with the exception of the provision on alternate
test procedures for individual discharges that have been approved by USEPA Regional
Administrator. The alternate test procedures provision was effective on May 22,2000.The
SIP became effective on May 18, 2000. The State Water Board subsequently amended the
SIP on February 24,2005, and the amendments became effective on July 31,2005. The
SIP includes procedures for determining the need for and calculating WQBELs and
requires dischargers to submit data sufficient to do so. Requirements of This Order
implement the SIP.

Alaska Rule. On March 30, 2000, USEPA revised its regulation that specifies when new and
revised state and tribal water quality standards (WQS) become effective for CWA purposes.
(40 C.F.R. $ 131.21;65 Fed. Reg.2464l (April 27,2000).) Undertherevisedregulation (also

known as the Alaska rule), new and revised standards submitted to USEPA after May 30,
2000, must be approved by USEPA before being used for CWA purposes. The final rule also
provides that standards already in effect and submitted to USEPA by May 30, 2000 may be
used for CWA purposes, whether or not approved by USEPA.

Stringency of Requirements for Individual Pollutants. This Order contains restrictions
on individual pollutants that are no more stringent than required by the federal CWA.
Individual pollutant restrictions consist of technology-based restrictions and water quality-
based effluent limitations. The technology-based effluent limitations consist of restrictions on
CBOD, TSS, Oil and Grease, pH, and chlorine residual. Restrictions on these pollutants are

specified in federal regulations and in the Basin Plan since before May 30, 2000, as discussed
in the attached Fact Sheet, Attachment F. The permit's technology-based pollutant restrictions
are no more stringent than required by the CWA. Water quality-based effluent limitations
have been scientifically derived to implement water quality objectives that protect beneficial
uses. Both the beneficial uses and the water quality objectives have been approved pursuant
to federal law and are the applicable federal water quality standards. To the extent that toxic
pollutant water quality-based effluent limitations were derived from the CTR" the CTR is the
applicable standard pursuant to section 131.38. The scientific procedures for calculating the
individual water quality-based effluent limitations are based on the CTR-SIP, which was
approved by USEPA on May 18, 2000. Most beneficial uses and water quality objectives
contained in the Basin Plan were approved under state law and submitted to and approved by
USEPA prior to May 30, 2000. Any water quality objectives and beneficial uses submitted to
USEPA prior to May 30, 2000, but not approved by USEPA before that date, are nonetheless
"applicable water quality standards for purposes of the CWA" pursuant to section
131.21(c)(1). Theremainingwaterqualityobjectivesandbeneficialusesimplementedbythis
Order (specifically Arsenic, Cadmium, Chromium (VI), Copper (fresh), Lead, Nickel, Silver
(CMC), Zinc) were approved by USEPA on January 5,2005, and are applicable water quality
standards pursuant to section l3l.2l(c)(2). Collectively, this Order's restrictions on individual

4.

5.

6.
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pollutants are no more stringent than required to implement the technology-based
requirements of the CWA and the applicable water quality standards for purposes of the
CWA.

Antidegradation Policy. Section l3l.t2 of 40 CFR requires that State water quality
standards include an antidegradation policy consistent with the federal policy. The State
Water Board established California's antidegradation policy in State Water Board
Resolution 68-16, which incorporates the requirements of the federal antidegradation
policy. Resolution 68-16 requires that existing water quality is maintained unless
degradation is justified based on specific findings. As discussed in detail in this Fact Sheet,
the permitted discharge is consistent with the antidegradation provision of 40 CFR $ 1 3 I . 12
and State Water Board Resolution 68-16.

Anti-Backsliding Requirements. Sections a02@)(2)and 303(d)(4) of the CWA and 40
CFR $ 122.44(1) prohibit backsliding in NPDES permits. These anti-backsliding provisions
require that effluent limitations in a reissued permit be as stringent as those in the previous
permit, with some exceptions in which limitations may be relaxed. Some effluent
limitations in this Order are less stringent that those in the previous Order. As discussed in
detail later in this document, this relaxation of effluent limitations is consistent with the
anti-backsliding requirements of the CWA and federal regulations.

Monitoring and Reporting Requirements. Section 122.48 of 40 CFR requires that all
NPDES permits specifu requirements for recording and reporting monitoring results.
Sections 13267 and 13383 of the CWC authorize the regional water boards to require
technical and monitoring reports. The Monitoring and Reporting Program (MRP)
establishes monitoring and reporting requirements to implement federal and State
requirements. This MRP is provided in Attachment E.

D. Impaired Water Bodies on CWA 303(d) List

On June 6,2003, USEPA approved a revised list of impaired water bodies prepared by the
State. The list (hereinafter referred to as the 2002 303(il list) was developed in accordance
with Section 303(d) of the Federal Clean Water Act to identify specific water bodies where
water quality standards are not expected to be met after implementation of technology-based
effluent limitations on point sources. The Napa River is a tributary to San Pablo Bay and both
are listed as impaired water bodies on the 2002 303(d) list. The 2002 303(d) list includes San
Pablo Bay as impaired by chlordane, DDT, diazinon, dieldrin, dioxin compounds, exotic
species, furan compounds, mercury, nickel, PCBs, dioxin-like PCBs, and selenium.
Discharges of conservative pollutants (pollutants that do not break down readily) to Napa
River could reach San Pablo Bay through sediment transport or in the water column, and may
contribute to impairment of San Pablo Bay. The 2002 303(d) list includes the Napa River as
impaired by sediment, pathogens, and nutrients.

8.

9.
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Total Maximum Daily Loads
The Regional Water Board plans to adopt Total Maximum Daily Loads (TMDLs) for
pollutants on the 303(d) list in the Napa River and San Pablo Bay within the next ten years.

Future review of the 303(d)-list for San Francisco Bay may result in revision of the
schedules or provide schedules for other pollutants.

Waste Load Allocations
The TMDLs will establish waste load allocations (WLAs) for point sources and load
allocations for non-point sources, and will result in achieving the water quality standards
for the water bodies. Final WQBELs for 303(d)-listed pollutants in this discharge will be
based on WLAs contained in the respective TMDLs.

Implementation Strategy
The Regional Water Board's strategy to collect water quality data and to develop TMDLs
is summarized below:

6

a. Data Collection.The Regional Water Board has given the dischargers the option to
collectively assist in developing and implementing analytical techniques capable of
detecting 303(d)-listed pollutants to at least their respective levels of concern or water
quality objectives lwater quality criteria (WQOs/!VQC). This collective effort may
include development of sample concentration techniques for approval by the USEPA.
The Regional Water Board will require dischargers to characterizethe pollutant
loads from their facilities into the water-quality limited water bodies. The results will
be used in the development of TMDLs, and may be used to update or revise the
303(d) list or change the WQOsAVQC for the impaired water bodies.

b. Funding Mechanism. The Regional Water Board has received, and anticipates
continuing to receive, resources from Federal and State agencies for TMDL
development. To ensure timely development of TMDLs, the Regional Water Board
intends to supplement these resources by allocating development costs among
dischargers through the RMP or other appropriate funding mechanisms.

E. Other Plans, Polices and Regulations

This Order is also based on the following plans, polices, and regulations:

The Federal lMater Pollution Control Act, Sections 301 through 305, and 307, and
amendments thereto, as applicable (CWA);

The State Water Board's March 2,200A Policy for the USEPA's May 18, 2000 Water

Quality Standards; Establishment of Numeric Criteriafor Priority Toxic Pollutantsfor the
State of Califurnia or CTR;

The USEPA's Quality Criteriafor Vf/ater IEPA 440/5-86-001, 1986] and subsequent
amendments (the USEPA Gold Book);

l.

)

3.

t.

2.

J.
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4. Applicable Federal Regulations [40 CFR $$ 122 and 131];

5. 40 CFR $131.36(b) and amendments [Federal Register Volume 60, Number 86,4 May
1 995, pages 22229 -222371;

USEPA's December 10, 1998 National Recommended Water Quality Criteria compilation
[Federal Register Vol. 63, No. 237, pp. 68354-6836a];

USEPA's December 27,2002 Revision of National Recommended Water Quality Criteria
compilation fFederal Register Yol. 67,No. 249, pp.79091-79095]; and

Guidance provided with State Water Board actions remanding permits to the Regional
Water Board for further consideration.

IV. RATIONALE FOR EFFLUENT LIMITATIONS AND DISCHARGE SPECIFICATIONS

The CWA requires point source discharges to control the amount of conventional, non-
conventional, and toxic pollutants that are discharged into the waters of the United States. The
control of pollutants discharged is established through effluent limitations; and other
requirements in NPDES permits. There are two principal bases for effluent limitations: 1) 40
CFR $122.44(a) requires that permits include applicable technology-based limitations and
standards; and2) 40 CFR 5122.44(d) requires that permits include water quality-based effluent
limitations to attain and maintain applicable numeric and narrative water quality criteria to
protect the beneficial uses of the receiving water. Where numeric water quality objectives have
not been established, three options exist to protect water quality: 1) 40 CFR 5I22.44(d) specifies
that where RP exists, WQBELs may be established using USEPA criteria guidance under CWA
section 3Aa@);2) proposed State criteria or a State policy interpreting narrative criteria
supplemented with other relevant information may be used; or 3) an indicator parameter may be
established.

Several specific factors affecting the development of limitations and requirements in this Order
are discussed as follows:

A. Discharge Prohibitions - Basis for Discharge Prohibitions

l. Discharge Prohibition III.A. (no discharge other than that described in this Order, and no
discharges receiving less than 10:1 dilution): This prohibition is the same as in the
previous permit. The first part of the prohibition is based on CWC Section 13260, which
requires filing of a report of waste discharge (ROWD) before discharges can occur. The
Discharger submitted a ROWD for the discharges described in this Order; therefore
discharges not described in this Order are prohibited. The second part is based on Basin
Plan. The Basin Plan prohibits discharges with constituents of concern not receiving a
minimum 10:1 initial dilution (Chapter 4, Discharge Prohibition No. 1). The 10:1 initial
dilution requirement is interim for this Order and no dilution credit is considered for
effluent limit calculation. During the next permit reissuance, effluent limits may be
calculated based on a justified dilution credit and the Regional Water Board may require a

6.

8.
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higher river to wastewater flow ratio for Outfall 001, based on the justifications provided in
Section C.2 below of this Fact Sheet. In addition, since the secondary effluent from Outfall
002 has lower effluent quality than the tertiary effluent, this Order maintains the 50: I river
to wastewater flow ratio from the previous permit, to minimize the impact to the receiving
water from the discharge.

Discharee Prohibition III.B. (no bypass or overflow): These prohibitions are based on the
Basin Plan. The Basin Plan prohibits the discharge of partially treated and untreated wastes
(Chapter 4, Discharge Prohibition No.l5). This prohibition is based on general concepts
contained in Sections 13260 through 13264 of the CWC that relate to the discharge of waste
to State waters without filing for and being issued a permit. Under certain circumstances, as

stated in 40 CFR $l2z.aI(m), facilities may bypass waste streams to waters of the State in
order to prevent loss of life, personal injury, or severe property damage, or if there were no
feasible alternatives to the bypass and the Discharger submitted notices of the anticipated
bypass to waters of the State.

Discharge Prohibition III.C. (average dry weather flow not to exceed 0.84 MGD): This
prohibition is based on the historic reliable treatment capacity of the Facility. Exceedance of
the Facility's average dry weather flow design capacity may result in lowering the reliability
of achieving compliance with water quality requirements, unless the Discharger demonstrates
otherwise through an antidegradation study. This prohibition is based on 40 CFR $122.410).

Discharge Prohibition III.D. (no discharge during the period from June 16 through October
31, unless authorized by the Executive Officer). Discharge to the Napa River during the dry
season is prohibited by the Basin Plan, Chapter 4, Discharge Prohibition No. 1. However, an

exception may be authorized by the Executive Officer under certain emergency situations
such as a prolonged wet season that prohibits normal reclamation.

The previous Order contains a different discharge period, from October 1 through May 15.

The Discharger requested, in a memo dated May 30,2006 (Appendix F-2), to extend the
discharge period from the existing May 15, as long as the permitted river to effluent flow
ratio is available. The Discharger's discharge record shows that it rarely discharged in
October since the permitted river to effluent flow ratio is usually only available starting
November. Therefore, the discharge period is shifted by one month from October 1 to
November 1, and ends on June 15 instead of May 15, resulting the same length of discharge
period.

5. Discharee Prohibition III.E. (discharge with an elevated temperature discharged into a
receiving water that supports cold fresh water habitat is prohibited, unless such an alteration
does not adversely affect the beneficial uses of the receiving water can be demonstrated). The
first part of the requirement is based on the Thermal Plan. However, since the Discharger's
Facility receives thermal discharges from many hot springs within its service area, the
discharge always has higher temperatures than those in the receiving water. The Discharger
performed a special study as required by the previous Order; the results show that the
receiving water temperatures do not increase for a time period long enough or at magnitude

2.

a

4.
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high enough to cause adverse impact to the beneficial uses of the river; healthy cold water
fish population was observed in the vicinity of the discharge. This requirement is unchanged
from the previous Order.

6. Discharee Prohibition III.F. (No sanitary sewer overflows (SSO) to waters of the United
States): The Clean Water Act prohibits the discharge of wastewater to surface waters except
as authorize under an NPDES permit. POTWs must achieve secondary treatment, at a
minimum, and any more stringent limitations that are necessary to achieve water quality
standards. (33U.S.C. $ 131 l(bxl)(B) and (C).) Thus, an SSO that results in the discharge of
raw sewage, or sewage not meeting secondary treatment, to surface waters is prohibited
under the Clean Water Act.

B. Technology-Based Effluent Limitations

1. Scope and Authority

Permit effluent limitations for conventional pollutants are technology-based. Technology-
based effluent limits are put in place to ensure that full secondary treatment is achieved by the
wastewater treatment facility, as required under 40 CFR $133.102. Effluent limits for these
conventional pollutants are defined by the Basin Plan.

o Biochemical oxygen demand (BOD),
. BOD percent removal,
o Total suspended solids (TSS),
o TSS percent removal,
. PH,
. Oil and grease,
o Total chlorine residual,
o Total coliform organisms, and
o Turbidity.

2. Applicable Technology-Based Effluent Limitations

Technology-based effluent limitations are summari zed in Table F-5 below.

Table F-5. Summary of Technology-based Effluent Limitations
for Discharge Points 001 and 002

Parameter Units Elfluent Limitations
Average

Monthlv

Average
WeekIy

Maximum
Daity

Instantaneous
Minimum

Instantaneous
Maximum

Biochemical Oxygen
Demand 5-day @
20.c (BoDs)
(Outfall 001)

mgr- l0 l5
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Parameter Units Effluent Limitations
Average

Monthly

Average
Weekly

Maximum
Daily

Instantaneous
Minimum

Instantaneous
Maximum

Biochemical Oxygen
Demand 5-day @
20'c (BoD5)
(Outfall 002)

mdL 30 45

BOD. removal % 85

Total Suspended
Solids (Outfall 002)

mgL l5 20

Total Suspended
Solids (Outfall 001

mgL JU 45

TSS removal % 85

pH
standard

units
6.5 8.5

Oil and Grease
(outfal]001) rr,C/L 5 l0

Oil and Grease
(Outfall002) n,gL 10 20

Total Chlorine
Residual

mglL 0.0 0.0

Total Coliform
mpn/100

mL
Not to exceed 23 as 5-sample median and

240 as sinele maximum
Turbidity (Outfall
001 onlv)

NTU t0

a. The effluent limitations for BOD, TSS, Oil and Grease, and turbidity are technology-based
limitations representative of, and intended to ensure, adequate and reliable tertiary level
wastewater treatment. They are at least as stringent as the Basin Plan requirements
(Chapter 4,page 4-8, and Table 4-2, atpage 4-69). These limitations are unchanged from
the previous permit, except daily maximum limitations for BOD and TSS are no longer
required because they are inconsistent with 40 CFR 122.45(d).Instead weekly average

limits are established (which are interpolated between the previous daily maximum and

monthly average limits). Compliance has been demonstrated by existing Facility
performance.

For discharges from Outfall002, this Order includes the same BOD and TSS effluent limits
for secondary level POTWs as in the previous permit. However, an evaluation of the
receiving water dissolved oxygen (DO) data indicates that the receiving water does not
achieve the minimum DO the Basin Plan requires for the river all the time. The receiving
water near the discharge supports steelhead spawning; therefore, higher levels of dissolved
oxygen are desirable. DO concentrations are often less than the Basin Plan requirement
upstream of the City's discharge points. There is no compelling evidence to indicate that
wastewater discharged from Outfall 002 is contributing to or causing low receiving water
DO concentrations. This Order includes a provision requiring the Discharger to closely
monitor its secondary BOD and TSS levels, and to perform a study, under certain
conditions, to demonstrate that if the BOD and TSS discharges are at the effluent limits
level, there will not be an impact to the receiving water beneficial uses. Otherwise, more
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stringent effluent limits for BOD and TSS may be imposed in the next permit. Effluent
data for Outfall002 suggest that the Discharger can comply with more stringent BOD and
TSS effluent limits as those for Discharge 001.

The effluent limitations for BOD and TSS monthly removal are technology-based. They
are unchanged from the previous permit and are based on Basin Plan requirements, derived
from federal requirements (40 CFR $133.102; definition in $133.101). Compliance has
been demonstrated by existing Facility performance.

The effluent limitation for total chlorine residual is from Chapter 4 of the Basin Plan. The
Discharger may use a continuous on-line monitoring system(s) for measuring flow,
chlorine, and sodium bisulfite dosage (including a safety factor) and concentration to prove
that chlorine residual exceedances are false positives. Ifconvincing evidence is provided,
Regional Water Board staff may conclude that these false positives of chlorine residual
exceedances are not violations of the permit limitation.

Effluent Limitation forpH (minimum 6.5, maximum 8.5): These effluent limitations are
technology-based and are unchanged from the previous permit. These limitations are based
on the Basin Plan (Chapter 4, Table 4-2) for shallow water discharges, which are derived
from federal requirements (40 CFR $133.102). These are previous permit effluent
Iimitations and compliance has been demonstrated by existing Facility performance. The
Discharger may elect to use continuous on-line monitoring system(s) for measuring pH. In
this case, 40 CFR $401 . I 7 (pH Effluent Limitations under Continuous Monitoring), and
best professional judgment (BPJ) are the basis for the compliance provisions for pH
limitations. Excursions of the pH effluent limitations are permitted, provided that both of
'the following conditions are satisfied: (i) the total time during which the pH values are
outside the required range of pH values shall not exceed 7 hours and26 minutes in any
calendar month; and (ii) no individual excursion from the range of pH values shall exceed
60 minutes.

e. The total coliform limitations require that the moving median value for the total coliform
bacteria in any five consecutive samples shall not exceed 23 MPN/I00m1and any single
sample shall not exceed 240 MPN/I00mL. These limitations are unchanged from the
previous permit, and are more stringent than the Basin Plan Table 4-2 for deep water
dischargers with an initial dilution of 10:1. Compliance has been demonstrated by existing
Facility performance. The purpose of these effluent limitations is to ensure adequate
disinfection of the discharge in order to protect beneficial uses of the receiving waters.

C. Water Quality-Based Effluent Limitations (WQBELs)

l. Scope and Authority

a. Toxic substances are regulated by WQBELs derived from the Basin Plan, Tables 3-3
and 3-4, the CTR, the NTR, and/or best professional judgment (BPJ). WQBELs in this
Order are revised and updated from the limitations in the previous permit, and their

b.

c.

d.
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presence in this Order is based on an evaluation of the Discharger's data as described
below under the Reasonable Potential Analysis. Numeric WQBELs are required for all
constituents that have a reasonable potential to cause or contribute to an excursion
above any State water quality standard. Reasonable potential is determined and final
WQBELs are developed using the methodology outlined in the SIP. If the Discharger
demonstrates that the final limitations will be infeasible to meet and provides
justification for a compliance schedule, then interim limitations ar.e established, with a

compliance schedule to achieve the final limits.

Maximum Daily Effluent Limitations (MDELs) are used in this permit to protect
against acute water quality effects. It is impracticable to use weekly average limitations
to guard against acute effects. Although weekly averages are effective for monitoring
the performance of biological wastewater treatment plants, the MDELs are necessary

for preventing fish kills or mortality to aquatic organisms.

NPDES regulations, the SIP, and USEPA's Technical Support Document (TSD)
provide the basis to establish MDELs. NPDES regulations at 40 CFR $122.45(d) state:

"For continuous discharges all permit effluent limitations, standards, and prohibitions,
including those necessary to achieve water quality standards, shall unless impracticable
be stated as:

(1) Maximum daily and average monthly discharge limitations for all discharges other
than publicly owned treatment works; and

(2) Average weekly and average monthly discharge limitations for POTWs." '
(Emphasis added.)

The amended SIP (p. 8, Section 1.4) requires that WQBELs be expressed as MDELs
and average monthly effluent limitations (AMELs). For aquatic life-based calculations
(only), the amended SIP indicates MDELs are to be used in place of average weekly
limitations for POTWs.

e. The TSD (p. 96) states that a maximum daily limitation is appropriate for two reasonsl

(l) The basis for the 7-day average for POTWs derives from the secondary treatment
requirements. This basis is not related to the need for assuring achievement of water
quality standards.

(2) The 7 -day average, which could be comprised of up to seven or more daily
samples, could average out peak toxic concentrations, and therefore the discharge's
potential for causing acute toxic effects would be missed. A maximum daily
limitation would be toxicologically protective of potential acute toxicity impacts.

b.

c.

d.
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2. Dilution Credit Policv

Previous Permit Dilution Determination.The Basin Plan classifies a deep water
discharge as being discharged through an outfall with a diffuser designed to provide a
minimum "initial dilution" of 10:1 in the receiving water. The Discharger does not have
a diffuser on either of its outfalls; however, the Discharger has previously been allowed
to discharge its effiuent to the Napa River only during the wet season (October I
through May 15), when the river to effluent flow ratio was at least 10:1 for Outfall 001
and 50:1 for Outfall 002. This scenario was considered comparable to a "deep water"
discharge, and therefore, the Regional Water Board allowed a dilution credit of 10:1
(D:9). At all other times, effluent had to be stored or reclaimed.

This Permit (2006) Dilution Determination. This Order follows the policy established
in the SIP because the SIP supercedes the Basin Plan on this issue. However, the SIP
does not supercede the Basin Plan's prohibition against discharges that do not receive
at least 10:1 initial dilution, or into any nontidal water (Basin Plan Table 4-1,
prohibition 1). With this Order, the Regional Water Board grants the discharge an
exemption to this prohibition, on the condition that the discharge occurs only when
there is at least a 10: I river to discharge flow ratio for Outfall 001 and 50:1 for Outfall
002 (Prohibition III.A). This Order specifies that the river to discharge flow ratio to be
demonstrated based on river flow monitoring performed near the discharge on a daily
basis. This river to discharge flow ratio is separate from the dilution credit for
calculating WQBELs, which is ruled by the SIP. Therefore, only final mercury
WQBELs based on zero dilution are included in this Order. For copper, cyanide,
dichlorobromomethane, and chlorodibromomethane, since the compliance schedules
exceed the length of the permit, therefore, these calculated final limits based on zero
dilution are intended as points of reference for the feasibility demonstration and are
only included in the findings of the Fact Sheet.

Future P ermit Dilution Consideration

(I) Dilution Credit with a Deep Water Dffiser. This Order allows the Dischargerto
opt between a diffuser study and a dilution study. If the Discharger opts to install a
deep water diffuser, WQBELs for toxic pollutants calculated using a 10:1 dilution
credit (D:9) may be established in the next pgrmit. A diffuser will enable the
discharge to be considered completely mixed. The SIP provides that dilution credits
based on seasonal and actual receiving water flows may be granted only for
completely mixed discharges (SIP at 1.4.2.1).Incompletely mixed discharges are
required to conduct mixing zone studies.

If the Discharger opts to complete a mixing zone study, the results may be used as a
basis for determining the river to discharge flow ratio (or dilution ratio) and dilution
credit at Outfall 001 in the next permit. Considering the uncertainty in evaluating
the assimilative capacity of the river, the Regional Water Board may evaluate the
discharge to determine an appropriate river to discharge flow ratio at Outfall 001.

a.

b.
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The following paragraphs illustrate a possible rationale for determining the dilution
ratio, which may be more dilute than the l0: I ratio contained in this Order. This
information describes a potential approach to establishing dilution requirements if
no mixing zone study is conducted.

The instream dilution ratio requirement should account for uncertainties in stream
flow measurements and the assimilative capacity of the receiving water. Ambient
background data were collected at a Napa River location upstream of this discharge.
However, the same background data were also used to develop the effluent limits
for two other downstream waste dischargers, the Town of Yountville and City of
St. Helena. These three dischargers share this same stretch of the Napa River, as

well as its assimilative capacity. The one part discharge to nine parts river water
implied by a l0:1 dilution ratio must be split three ways. Therefore, if each
discharger contributed equally, the necessary dilution ratio for each would be 30:1,
considering that all three dischargers share the same stretch of the Napa River.

However, the Discharger's flow is roughly the same as the combined flows of
Yountville and St. Helena. As such, with all else being equal, the instream dilution
ratio necessary to offset the pollutant addition by Yountville and St. Helena would
be 20:1. Hence, a minimum river to discharge flow ratio of 20:1 would be necessary
to justify a 10:1 dilution credit. To account for uncertainties, a higher ratio
(e.g.,25:1) may be necessary

According to the Discharger's memo (Appendix F-2), increasing the river to
discharge flow ratio requirementto 25:l for Outfall 001 would require the
Discharger to increase its storage capacity, thus placing a substantial economic
burden on the City and its residents. In fact, the full 25:l ratio may not be needed
because the Discharger's discharge mainly contains tertiary treated wastewater,
with better water quality than the other two Napa River dischargers (see Tables F-2
through F-4). Also the river has some ability to remove pollutants from the water
column by natural processes (sedimentation, precipitation, degradation, etc.) before
the river flows to the next discharge point. Moreover, two streams that flow into
the Napa River downstream of the discharge and upstream of St. Helena and
Yountville provide additional dilution, as does groundwater flow into this portion of
the river (the river flow is greater at St. Helena and Yountville than at Calistoga). In
addition, the Town of Yountville has committed to achieve zero discharge by 2010,
thereby reducing the number of dischargers to two sharing the same stretch of river.
Based on the above, and in the absence of the information to be contained in the
Discharger's mixing zone study, a river to discharge flow ratio requirement of
approximately 15:1 may be appropriate. Effluent limits based on a dilution credit in
the next permit could be based on such a dilution ratio requirement. The Discharger
may also propose a safety factor for the river to discharge ratio requirement based
on its evaluation of the downstream conditions. The Regional Water Board will
evaluate all the information for the next permit reissuance, as appropriate.
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A minimum river to discharge flow ratio of 50:1 will be maintained during all river
discharges for Outfall 002. This dilution ratio requirement is unchanged from the
previous permit. The Discharger can operate its Facility under this requirement
without any hardship. In addition, this requirement is also maintained to encourage
maximum use of the tertiary treatment system capacity and reclamation and to limit
secondary discharge to its current level.

(2) Dilution Credit without a Deep Water Dffiser.

D Deep LVater Dffiser Concerns. In the Discharger's memo (Appendix F-2), it
expressed concerns regarding installing a diffuser at Outfall 001. The major
concerns include potential impact on threatened/endangered species (e.g.,
steelhead) in Napa River and the difficulty of diffuser design and operation
given the river bed conditions near the outfall.

ii) Mixing Zone and Dilution Credil Evaluation Study.If a diffuser evaluation
study under Provision VII.C.2.c shows that it is infeasible to install a deep water
diffuser, or if the Discharger does not plan to install a diffuser at either outfall
(001 or 002), the Regional Water Board considers the discharge as incompletely
mixed. Pursuant to Section L4.2.1of the SIP, for incompletely-mixed
discharges, the Discharger may demonstrate that a dilution credit is appropriate
by performing a mixingzone study, such as a tracer study, a dye study, a
modeling study, or monitoring upstream and downstream of the discharge to
characteize the extent of actual dilution. Provision VII.C.2.d of this Order
requires the Discharger to conduct a mixing zone study to justify an appropriate
dilution credit. In this Order, the WQBELs are calculated with no dilution
(D:0). WQBELs based on the demonstrated actual dilution credit may be
established in the next permit.

ili) Dilution Ratio Requirement. Assuming no diffuser at Outfall 001, if the mixing
zone study demonstrates that a dilution credit is warranted (based on the 10:1
river to discharge flow ratio condition), the study must also account for
uncertainties as described above in section 2.c.(1). A river to wastewater flow
ratio above l0:l but below 25:l will likely need to be maintained for Outfall
001. For Outfall 002, a minimum of 50:1 river to wastewater flow ratio will be
maintained for all discharges.

3. Beneficial Uses and Water Quality Criteria and Objectives

a. The Regional Water Board adopted a Water Quality Control Plan for the San Francisco
Bay Basin (hereinafter Basin Plan) that designates beneficial uses, establishes water
quality objectives, and contains implementation programs and policies to achieve those
objectives for all waters addressed through the plan. The applicable beneficial uses of
the Napa River, in the vicinity of the discharge, are as listed in Table F-6.
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Table F-6.Receiving Water Body Beneficial Uses

Discharge
Point

Receiving Water
Name

Benelicial Use(s)

001 and 002 Napa River

Municipal and Domestic Water Supply

Agricultural Supply (AGR)

Navigation (NAV)
Water Contact Recreation (REC-1)

Non-contact Water Recreation (REC-2)

Wildlife Habitat (WILD)
Preservation of Rare and Endangered Species (RARE)

Fish Migration (MIGR)
Fish Spawning (SPWN)

Warm Freshwater Habitat (WARM)

Cold Freshwater Habitat (COLD)

b. The WQOs/WQC applicable to the receiving water of this discharge are from the Basin
Plan, CTR, andNTR.

(l) The Basin Plan specifies numeric WQOs for l0 priority toxic pollutants, as well as

naffative WQOs for toxicity and bioaccumulation in order to protect beneficial
uses. The pollutants for which the Basin Plan specifies numeric objectives are
arsenic, cadmium, chromium (VI), copper in fresh water, and lead, mercury, nickel,
silver, zinc, and total polynuclear aromatic hydrocarbons (PAHs) in salt water. The
narative toxicity objective states in part "[a]ll waters shall be maintained free of
toxic substances in concentrations that are lethal to or that produce other
detrimental responses in aquatic organisms." The bioaccumulation objective states

in part "fc]ontrollable water quality factors shall not cause a detrimental increase in
concentrations of toxic substances found in bottom sediments or aquatic life.
Effects on aquatic organisms, wildlife, and human health will be considered."
Effluent limitations and provisions contained in this Order are designed to
implement these objectives, based on available information.

(2) The CTR specifies numeric aquatic life criteria for 23 priority toxic pollutants and
numeric human health criteria for 57 priority toxic pollutants. These criteria apply
to inland surface waters and enclosed bays and estuaries such as San Francisco Bay,
except where the Basin Plan's Tables 3-3 and 3-4 specify numeric objectives for
certain of these priority toxic pollutants. The Basin Plan's numeric objectives apply
over the CTR (except in the South Bay south of the Dumbarton Bridge).

(3) The NTR established numeric aquatic life criteria for selenium, numeric aquatic life
and human health criteria for cyanide, and numeric human health criteria for 34
toxic organic pollutants for waters of San Francisco Bay upstream to, and including,
Suisun Bay and the Sacramento-San Joaquin Delta. This includes the receiving
water for this Discharser.
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d.

Where numeric WQOsAMQC have not been established or updated in the Basin Plan,
CTR, orNTR, 40 CFR 5122.44(d) and Chapter 4 of the Basin Plan specify that
WQBELs may be set based on USEPA criteria, supplemented where necessary by other
relevant information, to attain and maintain narrative WQC to fully protect designated
beneficial uses. This Fact Sheet discusses the specific bases and rationales for the
effluent limitations, and is incorporated as part of the Order.

Basin Plan Amendment. On January 21,2004, the Regional Water Board adopted
Resolution No. R2-2004-0003 amending the Basin Plan to (1) update the dissolved
WQOs for metals to be identical to the CTR WQC except for cadmium; (2) to change
the Basin Plan definitions of marine, estuarine and freshwater to be consistent with the
CTR definitions; (3) to update NPDES implementation provisions to be consistent with
the SIP; (4) to remove settleable matter effluent limitations for POTWs, and other
editorial changes. Subsequent to approval by the State Water Resources Control Board
(State Water Board) and the Office of Administrative Law (OAL) (July 22,2004, and
October 4,2004, respectively), USEPA approved the amendment on January 5,2005.

Basin Plan and CTR Receiving Water Salinity Policy. The Basin Plan and CTR state
that the salinity characteristics (i.e., freshwater versus saltwater) of the receiving water
shall be considered in determining the applicable WQOsAMQC. Freshwater criteria
shall apply to discharges to waters with salinities equal to or less than 1 ppt at least 95
percent of the time. Saltwater criteria shall apply to discharges to waters with salinities
equal to or greater than 10 ppt at least 95 percent of the time in a normal water year.
For discharges to waters with salinities in between these two categories, or tidally
influenced fresh waters that support estuarine beneficial uses, the criteria shall be the
lower of the salt- or freshwater criteria (the freshwater criteria for some metals are
calculated based on ambient hardness), for each substance.

Receiving Vflater Salinity. The receiving waters for the subject discharge are the waters
of the Napa River, which flows to San Pablo Bay. The Discharger samples at 6
receiving water stations near the discharge Outfalls 001 and 002. However, there is no
salinity monitoring data. Monitoring data from January 2002through November 2005
at the six stations for both outfalls include 192 chloride data points, ranging from 0.6 to
150 mg/L. According to a study, fresh water can have chloride ranging from 1 to 250
mg/L (salinity levels of 0.001 to 0.5 ppt [parts per thousands]). Therefore, according to
both Basin Plan and CTR salinity policy, the receiving water is fresh. As a result, this
Order's effluent limitations are based on the fresh water WQOsAVQC. This is also
consistent with the previous permit.

Receiving Water Hardness. Ambient hardness values are used to calculate freshwater
WQOs/WQC that are hardness dependent. In determining the WQOs/WQC for this
Order, Regional Water Board staff used a hardness value of 65 mgll. as CaCO3, which
is the adjusted geometric mean (AGM) of 246 hardness values obtained from the
Discharger's monitoring of the Napa River during the period of January 2002 through
December 2005. The AGM represents the value that3}Yo of the data points fall below.

e.

ft
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The receiving water hardness data are included in Appendix F-3 of this Fact Sheet.

The following lists the procedure to calculate an AGM:

(l) Calculate the logarithms of each hardness value.
(2) Calculate the arithmetic mean of the logarithms.
(3) Calculate the standard deviation (s) of the logarithms.
(4) Calculate the standard error (SE) of the arithmetic meanl

SE: s/Ji
where n is the number of data points

(5) Calculate A: arithmetic mean - ta.TxSE
where to.z is the value of Student's I statistics for a one-sided probability of 0.7 with
n-1 degrees of freedom, n-sample size.

(6) Take the antilogarithm of A, antilog A is the AGM.

3. Determining the Need for WQBELs

a. As specified in 40 CFR $122.44(dxlxi), permits are required to include WQBELs for
all pollutants "which the Director determines are or may be discharged at a level which
will cause, have the reasonable potential to cause, or contribute to an excursion above
any State water quality standard." Using the method prescribed in Section 1.3 of the
SIP, the Regional Water Board has analyzed the effluent data to determine whether the
discharge, which is the subject of this Order, has a reasonable potential to cause or
contribute to an excursion above an applicable water quality standard (reasonable

potential analysis or RPA). For all parameters that have reasonable potential, numeric
WQBELs are required. The RPA compares the effluent data with numeric and narrative
WQOs in the Basin Plan and numeric WQC from the NTR and the CTR.

(l) WQOs and IIQC. The RPA uses Basin Plan WQOs, including narrative toxicity
objectives in the Basin Plan and applicable WQC in the CTRA{TR. Appendix F-4
shows the applicable WQOs/WQC for this discharge.

(2) Methodologlt. The RPA uses the methods and procedures prescribed in Section 1.3

of the SIP. Regional Water Board staff has analyzed the effluent and background
data and the nature of facility operations to determine if the discharge has
reasonable potential to cause or contribute to exceedences of applicable WQOs or
WQC. Appendix F-5 of this Fact Sheet shows the step-wise process described in
Section 1.3 of the SIP.

(3) Ambient background values are used in the reasonable potential analysis and in the
calculation of effluent limitations. For the RPA, ambient background concentrations
are the observed maximum water column concentrations. The SIP states that for
calculating WQBELs, ambient background concentrations are either the observed
maximum ambient water column concentrations or, for criteria/objectives intended
to protect human health from carcinogenic effects, the arithmetic mean of observed
ambient water concentrations. By letter dated August 6,2001, the Executive Officer
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required the Discharger to conduct additionil ambient monitoring pursuant to
section 13267 of the California Water Code. On March 5,2003, a group of five
dischargers to the Napa River, including the Discharger, submitted the
Collaborative Napa River Receiving Water Evaluation Study. Ambient data
collected in2002 from the Napa River Station near Napa were used in evaluating
background water quality for this Order.

b. Reasonable Potential Methodolog,'. The method for deterrnining reasonable potential
involves identifying the observed maximum pollutant concentration in the effluent
(MEC) for each constituent, based on effluent concentration data. There are three
triggers in determining reasonable potential.

(l)The first trigger (Trigger l) is activated when the MEC is greater than or equal to
the lowest applicable WQO/WQC, which has been adjusted for pH, hardness (for
freshwater WQO/WQC only), and translator data, if appropriate. If the MEC is
greater than or equal to the adjusted WQO/WQC, then that pollutant has reasonable
potential and a WQBEL is required.

(2) The second trigger (Trigger 2) is activated if the observed maximum ambient
background concentration (B) is greater than the adjusted WQOAVQC
(B>WQO/WQC), and either:

i. The MEC is less than the adjusted WQO/WQC (MEC<WQOAVQC) or

ii. The pollutant was not detected in any of the effluent samples and all the
detection levels are greater than or equal to the adjusted WQO/VVQC.

(3) The third trigger (Trigger 3) is activated if a review of other information determines
that a WQBEL is required even though both MEC and B are less than the
WQO/WQC, or effluent and background data are unavailable or insufficient (e.g.,
all nondetects). A limitation is required only under certain circumstances to protect
beneficial uses.

RPA Determination

(1) Regional Water Board staff conducted an RPA based on effluent data collected
from November 2003 through January 2006 (see Appendix F-6), after the new
treatment units were operational, and receiving water ambient background data
collected in2002 at Calistoga Station in Napa River (Appendix F-7), for priority
pollutants using the method prescribed in Section 1.3 of the SIP.

(2) The MECs, WQOs/WQC, basis for the WQOs/WQC, background concentrations
and reasonable potential conclusions are listed in the table below for all constituents
analyzed,. The RPA results for some of the constituents in the CTR were not
determined because of lack of an objective/criteria. Based on the RPA
methodology in the SIP, the following constituents have been found to have
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reasonable potential to cause or confribute to an excursion above WQOs/WQC:
copper, mercury, cyanide, chlorodibromomethane, and dichlorobromomethane for
both outfalls (001 and 002).

Table F-7.Summary of Reasonable Potential Analysis for Outfall 001

#in
CTR

Priority Pollutants Governing
wQo/wQC

Orytr')

Basis' MEC or
Minimum

MDL2

0rytt)

Maximum
Background

or
Minimum

MDL2
(usll ,\

RPA
Results3

Antrmony 4-300 CTR, hh l1 0.7 No
z Arsenic 36 BP. fw 2l 6 No

J Bervllium No Critena 0.06 0.06 Uo

4 Cadmium 2.40 BP. fw 0.2 0.03 No

5a Chromium (IID 4s2.69 CTR. fw 0.4 0.6 No

5b Chromium (VI) tl.43 BP. fu 0.5 0.15 No

6 Copper 3-t) BP. fw 9 t.l Yes

7 Lead 8.52 BP. fu 1.2 0.21 No
8 Mercury 0.025 BP. fu 0.0031 0.015 Yes

9 Nickel 8.28 BP. fw 3 4 No
0 Selenium 5.00 NTR. fw 0.5 tr.J No

I Silver a a^z.z+ BP. fu 0.02 0.03 No

2 Thallium 6.30 CTR, hh 0.03 0.2 No
3 Zinc 85.62 BP, fi/v 65 7 No

4 Cvanide 1.00 NTR. fu 6 0.197 Yes

5 Asbestos No Criteria CTR, hh 0.02 0.19 No

l6 2.3.7.8-TCDD 1.4x10-8

BP,
nalTatlve 6.37x10-7 6.37x70-7 No

TCDD TEQ 1.4x10-8

BP,
narrative 7.77x10-to 6.57x10-10 No

11 Acrolein 780 CTR. hh 0.56 I No
18 Acrvlonitrile 0.66 CTR. hh 0.33 I No

l9 Benzene 71 CTR. hh 0.06 0.27 No

2A Bromoform 360 CTR. hh 0.4 0.1 No

2l Carbon Tetrachloride 4.4 CTR. hh 4.2 0.42 No

22 Chlorobenzene 21.000 CTR. hh 0.06 0.19 No

z) Chlorodibromomethane )+ CTR. hh 4.5 0.1 8 Yes

24 Chloroethane No Critena CTR. hh 0.01 0.34 Uo

25 2-Chloroethylvinyl ether No Criteria CTR, hh 0.1 0.31 Uo

26 Chloroform No Criteria CTR. hh 34 0.24 Uo

21 Dichlorobromomethane 46 CTR. hh l3 0.2 Yes

28 I -Dichloroethane No Criteria CTR. hh 0.05 0.28 Uo

29 .2-Dichloroethane 99 CTR. hh 0.06 0.18 No

30 I -Dichloroethvlene 3.2 CTR. hh 0.06 0.37 No

JI ,2-Dichloropropane 39 CTR. hh 0.05
-0.2 No

JZ ,3-Dichloropropylene 1.700 CTR. hh 0.05 0.42 No

Attachment F - Fact Sheet F-25



City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

#in
CTR

Priority Pollutants Governing
wQo/wQC

(tle/t-)

Basis' MEC or
Minimum

MDL2

$e/l-)

Maximum
Background

or
Minimum

MDL2
hrolI \

RPA
Results3

JJ Ethylbenzene 29.000 CTR, hh 0.06 0.3 No
34 Methvl Bromide 4.000 CTR. hh 0.0s 0.42 No
35 Methvl Chloride No Criteria CTR. hh I 0.36 Uo
36 Methvlene Chloride I.600 CTR. hh 0.37 0.38 No
JI 1,1,2,2 -T etr achloroethane l1 CTR, hh 0.06 0.3 No
38 Tetrachloroethvlene 8.85 CTR. hh 0.06 0.32 No
39 Toluene 200.000 CTR. hh 0.06 0.25 No
40 I .2-Tran s-Dichloroethvlene 140.000 CTR. hh 0.05 0.3 No
4l l. 1. I -Trichloroethane No Criteria CTR, hh 0.06 0.3 Uo
42 l. 1 .2-Trichloroethane ,a+z CTR. hh 0.07 0.27 No
43 Trichloroethvlene 81 CTR. hh 0.06 0.29 No
44 Vinvl Chloride 525 CTR. hh 0.05 0.34 No
45 2-Chlorophenol 400 CTR, hh 0.6 0.4 No
46 2.4-Dichlorophenol 790 CTR, hh 0.7 0.3 No
47 2,4-Dimethylphenol 2.300 CTR. hh 0.9 0.3 No

48
2-Methyl- 4,6-
Dinitrophenol 165 CTR. hh 0.9 0.4 No

49 2.4-Dinitrophenol 14.000 CTR. hh 0.6 0.3 No
50 2-Nitroohenol No Criteria CTR. hh 0.7 0.3 Uo
5l 4-Nitrophenol No Criteria CTR. hh 0.6 0.2 Uo
52 3-Methvl 4-Chloroohenol No Criteria CTR. hh 0.5 0.3 Uo
53 Pentachlorophenol 7.90 CTR. hh 0.9 0.4 No
54 Phenol 4.600.000 CTR. hh 0.4 0.2 No
55 2.4.6-Trichloroohenol 6.50 CTR. hh 0.6 0.2 No
56 Acenaohthene 2.700 CTR. hh 0.03 0.17 No
51 Acenaphthylene No Cnteria CTR. hh 0.02 0.03 Uo
58 Anthracene I10.000 CTR. hh 0.03 0,16 No
59 Benzidine 0.00054 CTR. hh 0.3 No
60 Benzo(a)Anthracene 0.049 CTR. hh 0.02 0.12 No
61 Benzo(a)Pwene 0.049 CTR, hh 0.02 0.09 No
62 Benzo(b)Fluoranthene 0.049 CTR, hh 0.02 0.1 I No
63 Benzo(ehi)Pervlene No Criteria CTR. hh 4.02 0.06 Uo
64 Benzo(k)Fluoranthene 0.049 CTR, hh 0.02 0.16 No

65
Bis(2-
Chloroethoxv)Methane No Criteria CTR. hh 0.8 0.3 Uo

66 Bis(2-Chloroethyl )Ether 1.40 CTR. hh 0.7 0.3 No

67
Bis(2-
Chloroisopropvl)Ether r70,000 CTR. hh 0.6 0.6 No

68 Bis(2-Ethvlhexvl)Phthalate 5.90 CTR. hh 0.5 0.6 No

69
4-Bromophenyl Phenyl
Ether No Criteria CTR. hh 0.4 0.4 Uo

70 Bufvlbenzvl Phthalate 5.200 CTR. hh 0.8 0.4 No
71 2-Chloronaohthalene 4.300 CTR. hh 0.5 0.3 No
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#in
CTR

Priority Pollutants Governing
wQo/wQC

(rilt')

Basisl MEC or
Minimum

MDL2
(pdt-)

Maximum
Background

or
Minimum

MDL,
(usll)

RPA
Results3

72
4-Chlorophenyl Phenyl
Ether No Criteria CTR. hh 0.5 0.4 Uo

IJ Chrvsene 0.049 CTR. hh 0.02 0.14 No
1A Dibenzo(a.h)Anthracene 0.049 CTR. hh 0.03 0.04 No

15 1,2-Dichlorobenzene 17.000 CTR. hh 0.05 0.52 No

76 1.3-Dichlorobenzene 2.600 CTR. hh 0.07 0.36 No
77 1.4-Dichlorobenzene 2.600 CTR. hh 0.06 0.42 No
78 3.3 Dichlorobenzidine 0.077 CTR. hh 0.3 0.3 No
79 Diethvl Phthalate 120.000 CTR. hh 0.7 0.4 No

80 Dimethvl Phthalate 2.900,000 CTR" hh 0.6 0.4 No

8l Di-n-BuWl Phthalate 12.000 CTR, hh 0.6 0.4 No
82 2.4-Dinitrotoluene 9.10 CTR. hh 0.6 0.3 No

83 2,6-Dinitrotoluene No Criteria CTR. hh 0.5 0.3 Uo

84 Di-n-Ocwl Phthalate No Criteria CTR, hh 0.7 0.4 Uo

85 1,2-Diphenylhydrazine 0.54 CTR, hh 0.6 0.3 No

86 Fluoranthene 370 CTR. hh 0.03 0.03 No

87 Fluorene 14.000 CTR. hh 0.02 0.02 No

88 Hexachlorobenzene 0.00077 CTR, hh 0.4 0.4 No

89 Hexachlorobutadiene 50 CTR. hh 0.7 0.2 No

90 Hexachl orocvclooentadiene 17.000 CTR, hh 0.4 0.1 No

9l Hexachloroethane 8.90 CTR, hh 0.6 0.2 No

92 Indeno( 1,2,3-cd)Pwene 0.049 CTR. hh 0.02 0.04 No

93 Isophorone 600 CTR. hh 0.5 0.3 No

94 Naohthalene No Criteria CTR. hh 0.02 0.05 Uo

95 Nitrobenzene l,900 CTR. hh 0.7 0.3 No

96 N-Nitrosodimethylamine 8.10 CTR, hh 0.6 0.4 No

97 N-Ni trosodi -n-Propvlamine 1.40 CTR. hh 0.8 0.3 No

98 N-Nitrosodiphenylamine T6 CTR. hh 0.6 0.4 No
99 Phenanthrene No Criteria CTR, hh 0.02 0.03 Uo

00 Pwene I1,000 CTR, hh 0.02 0.03 No

0l 1.2.4-Trichlorobenzene No Criteria CTR. hh 0.6 0.3 Uo
02 Aldrin 0.00014 CTR. hh 0.002 0.003 No

UJ aloha-BHC 0.013 CTR. hh 0.003 0.002 No

04 beta-BHC 0.046 CTR, hh 0.003 0.001 No
05 samma-BHC 0.063 CTR, hh 0.002 0.00r No

06 delta-BHC No Criteria CTR. hh 0.002 0.00r Uo

07 Chlordane (303d listed) 0.00059 CTR. hh 0.005 0.005 No

08 4,4'-DDT (303d listed) 0.00059 CTR. hh 0.002 0.00r No

09 4.4'-DDE flinked to DDT) 0.00059 CTR. hh 0.002 0.001 No
10 4.4'-DDD 0.00084 CTR. hh 0.002 0.00r No

ll Dieldnn (303d listed) 0.00014 CTR, hh 0.002 0.002 No

l2 aloha-Endosulfan 0.0087 CTR. hh 0.002 0.002 No
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Table F-8. Summary of Reasonable Potential Anatysis for Outfall 002

#in
CTR

Priority Pollutants Governing
wQo/wQC

6tetL)

Basis' MEC or
Minimum

MDL2

Qrytr")

Maximum
Background

or
Minimum

MDL2
tuslL\

RPA
Results3

IJ beta-Endolsulfan 0.0087 CTR, hh 0.002 0.001 No
t4 Endosulfan Sulfate 240 CTR. hh 0.002 0.001 No
t5 Endrin 0.0023 CTR. hh 0.002 0.002 No
16 Endrin Aldehvde 0.81 CTR. hh 0.002 0.002 No
17 Heptachlor 0.00021 CTR. hh 0.003 0.003 No
18 Heptachlor Epoxide 0.00011 CTR. hh 0.002 0.002 No

I 19-

125 PCBs sum (2) 0.00017 CTR. hh 0.07 0.34 No
t26 Toxaphene 0.00020 CTR. hh 0. l5 0.2 No

Tributvltin 0.012 BP. fw 0.000482 0.00139 No

#in
CTR

Priority Pollutants Governing
wQo/wQC

$etr)

Basis' MEC or
Minimum

MDL2
(tl9r,)

Maximum
Background

or
Minimum

MDL2
tusILl

RPA
Results3

I Antimonv 4.300 CTR. hh t2 0.7 No
2 Arsenic 36 BP. fiv r6 6 No
5 Bervllium No Criteria 0.2 0.06 Uo
4 Cadmium 2.40 BP, fW 0.2 0.03 No
5a Chromium (III 452.69 CTR. fw 0.3 0.6 No
5b Chromium (VI) 11.43 BP. fir/ 0.5 0.15 No
6 Copper J.I J BP. fw 8.8 l.l Yes
7 Lead 8.s2 BP, fW 0.98 0.21 No
8 Mercury 0.025 BP, fw 0.0074 0.015 Yes
9 Nickel 8.28 BP. fw 2.4 4 No
l0 Selenium 5.00 NTR. fw 0.5 0.3 No
ll Silver 1'rA BP, fw 0.2 0.03 No
12 Thallium 6.30 CTR, hh 0.04 0.2 No
IJ Zinc 85.62 BP. fu 44 , No
t4 Cvanide 1.00 NTR. fir/ 9.2 0.197 Yes
l5 Asbestos No Criteria CTR. hh 0.02 0.19 No

lo 2.3.7.8-TCDD I .4x 10-8

BP,
narrative 6.37x10'7 6.31x70-7 No

TCDD TEQ 1.4x10-8
BP,

narrative 6.7x10-ro 6.57x10-to No
t7 Acrolein 780 CTR. hh 0.56 No
18 Acrvlonitrile 0.66 CTR. hh 0.33 No
l9 Benzene 71 CTR. hh 0.06 0.27 No
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#in
CTR

Priority Pollutants Governing
wQo/wQC

Qr9t')

Basis' MEC or
Minimum

MDL2

0rytr)

Maximum
Background

or
Minimum

MDL2
(us/L)

RPA
Results3

20 Bromoform 360 CTR. hh 0.8 0.1 No

2t Carbon Tetrachloride 4.4 CTR. hh 0.06 0.42 No
22 Chlorobenzene 21.000 CTR. hh 0.06 0.19 No

z5 Chlorodibromomethane 34 CTR. hh ll 0.l8 Yes
.,4

Chloroethane No Criteria CTR. hh 3.1 0.34 Uo

25 2-Chloroethylvinyl ether No Criteria CTR, hh 0.1 0.31 Uo

26 Chloroform No Criteria CTR, hh 34 0.24 Uo

21 Dichlorobromomethane 46 CTR. hh 22 0.2 Yes

28 1-Dichloroethane No Criteria CTR. hh 0.05 0.28 Uo

29 .2-Dichloroethane 99 CTR. hh 0.06 0.18 No
30 I -Dichloroethvlene 3.2 CTR. hh 0.06 0.37 No

JI .2-Dichloropropane 39 CTR. hh 0.05 0.2 No

JZ .3-Dichloropropvlene 1.700 CTR. hh 0.05 0.42 No

JJ Ethvlbenzene 29,000 CTR, hh 0.06 0.3 No

J4+ Methvl Bromide 4.000 CTR, hh 0.6 0.42 No

35 Methvl Chloride No Criteria CTR. hh 95 0.36 Uo

36 Methvlene Chloride 1,600 CTR. hh 0.5 0.38 No

1,1,2,2 -T etrach I oroethan e ll CTR. hh 0.06 0.3 No

38 Tetrachloroethvlene 8.85 CTR. hh 0.06 0.32 No

39 Toluene 200,000 CTR. hh 1.7 o.25 No

40 1.2-Trans-Dichloroethvlene 140,000 CTR. hh 0.05 0.3 No

41 I .1 .1 -Trichloroethane No Criteria CTR. hh 0.06 0.3 Uo
A1

1 . I .2-Trichloroethane 42 CTR. hh 0.07 0.27 No
.+J Trichloroethvlene 8l CTR. hh 0.06 0.29 No

44 Vinvl Chloride 525 CTR. hh 0.05 0.34 No

45 2-Chlorophenol 400 cTR. hh 0.6 0.4 No

46 2.4-Dichlorophenol 790 CTR. hh 0.7 0.3 No

47 2.4-Dimethvlphenol 2.300 CTR. hh 0.9 0.3 No

48
2-Me*ryl- 4,6-
Dinitroohenol 765 crR. hh 0.9 0.4 No

49 2.4-Dinitroohenol 14.000 CTR. hh 0.6 0.3 No

50 2-N trophenol No Criteria CTR. hh 0.7 0.3 Uo

5l 4-N trophenol No Criteria cTR. hh 0.6 0.2 Uo

52 3-Methvl 4-Chloroohenol No Criteria CTR. hh 0.5 0.3 Uo

53 Pentachlorophenol 7.90 CTR. hh 0.9 0.4 No

54 Phenol 4.600.000 CTR. hh 0.4 0.2 No

55 2,4,6-Trichlorophenol 6.s0 CTR. hh 0.6 0.2 No

56 Acenaohthene 2-700 CTR, hh 0.03 0.17 No

57 Acenaohthvlene No Criteria CTR. hh 0.02 0.03 Uo

58 Anthracene 110.000 CTR. hh 0.03 0.16 No

59 Benzidine 0.00054 crR. hh I 0.3 No

60 Benzo(a)Anthracene 0.049 crR. hh 0.02 0.12 No
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#in
CTR

Priority Pollutants Governing
wQo/wQC

$e/t)

Basisr MEC or
Minimum

MDL2
0.rdl,)

Maximum
Background

or
Minimum

MDL2
tus/L\

RPA
Results3

61 Benzo(a)Pyrene 0.049 CTR. hh 0.02 0.09 No
62 Benzo(b)Fluoranthene 0.049 CTR. hh 0.02 0.1I No
63 Benzo(ehi)Perylene No Criteria CTR, hh 0.02 0.06 Uo
64 Benzo(k)Fluoranthene 0.049 CTR. hh 0.02 0.16 No

65
Bis(2-
Chloroethoxy)Methane No Criteria CTR. hh 0.8 0.3 Uo

66 Bi s(2-Chloroethv0Ether t.40 CTR, hh 0.7 0.3 No

67
Bis(2-
Chloroisoproovl)Ether 170.000 CTR. hh 0.6 0.6 No

68 Bi s(2-Ethvlhexvl)Phtha late 5.90 CTR. hh 0.5 0.6 No

69
4-Bromophenyl Phenyl
Ether No Criteria CTR. hh 0.4 0.4 Uo

70 Butvlbenzvl Phthalate 5,200 CTR. hh 0.8 0.4 No
71 2-Chloronaohthalene 4-300 CTR. hh 0.5 0.3 No

72
4-Chlorophenyl Phenyl
Ether No Criteria CTR. hh 0.5 0.4 Uo

t.J Chrysene 0.049 CTR. hh 0.02 0.14 No
74 Dibenzo(a,h)Anthracene 0.049 CTR. hh 0.03 0.04 No
75 I .2-Dichlorob enzene 17.000 CTR. hh 0.05 0.52 No
76 I,3-Dichlorobenzene 2.600 CTR. hh 0.01 0.36 No
77 I,4-Dichlorobenzene 2.600 CTR. hh 0.2 0.42 No
78 3.3 Dichlorobenzidine 0.017 CTR. hh 0.3 0.3 No
79 Diethvl Phthalate 120.000 CTR. hh 0.7 0.4 No
80 Dimethyl Phtha.late 2,900,000 crR, hh 0.6 0.4 No
81 Di-n-Butyl Phthalate 12.000 CTR, hh 0.6 0.4 No
82 2.4-Dinitrotoluene 9.10 CTR. hh 0.6 0.3 No
83 2.6-Dinitrotoluene No Criteria CTR, hh 0.5 0.3 Uo
84 Di-n-Octvl Phthalate No Criteria CTR, hh 0.7 0.4 Uo
85 I .2-Diphenvlhvdrazine 0.54 CTR. hh 0.6 0.3 No
86 Fluoranthene 370 CTR. hh 0.03 0.03 No
87 Fluorene 14.000 CTR. hh 0.02 0.02 No
88 Hexachlorobenzene 0.00077 CTR. hh 0.4 0.4 No
89 Hexachlorobutadiene 50 CTR. hh n1 0.2 No
90 Hexachlorocvclooentadi ene 17.000 CTR. hh 0.4 0.1 No
91 Hexachloroethane 8.90 CTR. hh 0.6 0.2 No
92 Indeno( 1,2,3-cd)Pwene 0.049 CTR. hh 0.02 0.04 No
93 Isophorone 600 CTR. hh 0.5 0.3 No
94 Naphthalene No Criteria CTR, hh 0.02 0.05 Uo
95 Nitrobenzene 1.900 CTR. hh 0.7 0.3 No
96 N-N trosodimethvlamine 8.10 CTR. hh 0.6 0.4 No
97 N-Nitrosodi-n-Propvl amine 1.40 CTR. hh 0.8 0.3 No
98 N-Ni trosodiphenyl amine l6 CTR, hh 0.6 0.4 No
99 Phenanthrene No Criteria CTR, hh 0.02 0.03 Uo
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Footnotes for Tables F-7 and F-8:

[1] RPA based on the following: BP: Basin Plan; CTR: Califomia Toxics Rule; NTR:National Toxics
Rule; fiv : freshwater; sw: saltwater; hh: human health; H: ambient hardness value.

[2] Values for MEC or maximum background in bold are the actual detected concentrations, otherwise the
values shown are the minimum detection levels.
NA : Not Available (there is no monitoring data or WQO/WQC for this constituent).

[3] RP :Yes, if either MEC > WQO/IVQC, or background > WQOiIVQC when pollutant is detected in the
effluent.
RP : No, if both MEC or background < WQOAMQC or all effluent concentrations non-detect and
background <WQOAMQC or no background available.
RP: Uo (undetermined because no objective promulgated).
RP : Ud (undetermined due to lack of effluent data).

(3) RPA Resultsfor Impairing Pollutants. While TMDLs and WLAs are being
developed, interim concentration limitations are established in this permit for
303(d)-listed pollutants that have a reasonable potential to cause or contribute to an

excursion above the water quality standard. In addition, mass limitations are

#in
CTR

Priority Pollutants Governing
wQo/wQC

Q'etr)

Basis I MEC or
Minimum

MDL2

TryIL)

Maximum
Background

or
Minimum

MDL2
(usll-)

RPA
Resultsl

100 Pyrene l l,000 CTR, hh 0.02 0.03 No
0l 1 .2.4-Trichlorobenzene No Criteria CTR. hh 0.6 0.3 Uo
02 Aldrin 0.00014 CTR. hh 0.002 0.003 No
03 alpha-BHC 0.013 CTR. hh 0.003 0.002 No
04 beta-BHC 0.046 CTR, hh 0.003 0.001 No
05 samma-BHC 0.063 crR, hh 0.002 0.001 No
06 delta-BHC No Criteria CTR. hh 0.002 0.00r Uo
UI Chlordane (303d listed) 0.00059 CTR. hh 0.005 0.005 No
08 4.4'-DDT (303d listed) 0.00059 CTR. hh 0.002 0.001 No
09 4.4'-DDE 0inked to DDT) 0.00059 CTR. hh 0.002 0.001 No

0 4-4'-DDD 0.00084 CTR, hh 0.002 0.00r No
I Dieldrin (303d listed) 0.00014 CTR. hh 0.002 0.002 No
2 alpha-Endosulfan 0.0087 CTR. hh 0.002 0.002 No
3 beta-Endolsulfan 0.0087 CTR, hh 0.002 0.00r No
4 Endosulfan Sulfate 240 CTR. hh 0.002 0.001 No
5 Endrin 0.0023 CTR. hh 0.002 0.002 No
6 Endrin Aldehvde 0.81 CTR. hh 0.002 0.002 No
7 Heotachlor 0.00021 CTR, hh 0.003 0.003 No

8 Heptachlor Epoxide 0.00011 CTR. hh 0.002 0.002 No
I 19-
125 PCBs sum (2) 0.00017 CTR. hh 4.07 0.34 No

t26 Toxanhene 0.00020 CTR, hh 0.15 0.2 No
TribuMtin 0.072 BP, fW 0.00048 0.00139 No
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required for bioaccumulative 303(d)-listed pollutants that can be reliably detected.
Constituents on the 303(d) list for which the RPA determined a need for effluent
limitations is mercury. Final determination of reasonable potential for some other
constituents identified.on the 303(d) list could not be performed owing to the lack
of an established WQO/WQC.

d. RPA Considerations for SpeeiJic Pollutants

(l) Copper. This Order establishes effluent limitations for copper because the 9 pglL
(Outfall00l) and 8.8 pgll, (Outfall002) MECs exceed the governing WQO of 6.5
pgll, demonstrating reasonable potential by Trigger 1. This governing WQO is
based on Basin Plan fresh water chronic objective for the protection of aquatic life.

(2) Mercury. Using Trigger 3 as defined in IV.C.3.b, this Order establishes effluent
limitations for mercury because San Pablo Bay is listed as impaired by mercury.
Effluent limitations are necessary to limit the mercury loading into the Bay.

(3) Cyanide. This Order establishes effluent limitations for cyanide because the 6 pglL
(Outfall 001) and 9.2 ltglL (Outfall 002) MECs exceed the governing WQC of 5.2
pgll-, demonstrating reasonable potential by Trigger L This governing WQC is
based on NTR fresh water chronic objective for the protection of aquatic life.

(4) Chlorodibromomethane. This Order establishes effluent limitations for
chlorodibromomethane because the 4.5 pgll- (Outfall 001) and 11 pgll, (Outfall
002) MECs exceed the governing WQC of 0.41 pgll-, demonstrating reasonable
potential by Trigger 1. This governing WQC is based on CTR criteria for the
protection of hurnan health (water and organisms).

(5) Dichlorobromomethane. This Order establishes effluent limitations for
dichlorobromomethane because the 13 pgll, (Outfall001) and22 pgll, (Outfall
002) MECs exceed the governing WQC of 0.56 pg/L, demonstrating reasonable
potential by Trigger 1. This governing WQQ is based on CTR criteria for the
protection of human health (water and organisms).

(6) Dioxins and Furans.

a) Dioxin WQC. The CTR establishes a numeric human health WQC of 0.014
picogram per liter (pg/L) for 2,3,7,8-tetrachlorinated dibenzo-p-dioxin (2,3,7 ,8-
TCDD) based on consumption of aquatic organisms. The preamble of the CTR
states that California NPDES permits should use toxicity equivalents (TEQs)
where dioxin-like compounds have a reasonable potential with respect to
narrative criteria. In USEPA's National Recommended WQOs, December 2002,
USEPA published the 1998 World Health Organization Toxicity Equivalence
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Factor (TEF)' scheme. In addition, the CTR preamble states USEPA's intent to
adopt revised WQC guidance subsequent to their health reassessment for
dioxin-like compounds. The SIP applies to all toxic pollutants, including
dioxins and furans. Staff used TEQs to translate the narrative WQOs to numeric
WQOs for the other 16 congeners.

b. The Basin Plan contains a narrative WQO for bioaccumulative substances:

"Many pollutants can accumulate on particulates, in sediments, or
bioaccumulate in fish and other aquatic organisms. Controllable water quality
factors shall not cause a detrimental increase in concentrations of toxic
substances found in bottom sediments or aquatic life. Effects on aquatic
organisms, wildlife, and human health will be considered."

This narrative WQO applies to dioxin and furan compounds, based in part on
the consensus of the scientific community that these compounds associate with
particulates, accumulate in sediments, and bioaccumulate in the fatty tissue of
fish and other organisms.

c. USEPA's 303(d) listing determined that the narrative objective for
bioaccumulative pollutants was not met because of the levels of dioxins and
furans in the frsh tissue.

d. RPI Results. There is no reasonable potential either triggered by the effluent or
the receiving water concentration. But continued monitoring is required under
this Order.

(7) Elflaent Monitoring. This Order does not include effluent limitations for
constituents that do not show reasonable potential, but continued monitoring for
these pollutants is required as described in Provision YII.C.2.a. If concentrations of
these constituents increase significantly, the Discharger will be required to
investigate the source of the increases and establish remedial measures if the
increases result in a reasonable potential to cause or contribute to an excursion
above the applicable WQO/WQC.

6. Whole Effluent Acute Toxicity

a. Permit Requiremenls. This Order includes effluent limits for whole-effluent acute
toxicity that are unchanged from the previous Order. All bioassays shall be performed
according to the U.S. EPA approved method in 40 CFR 136, currently "Methods for
Measuring the Acute Toxicity of Effluents and Receiving Waters to Freshwater and

' The 1998 WHO scheme includes TEFs for dioxinlike PCBs. Since dioxinlike PCBs are already included within "Total
PCBs," for which the CTR has established a specific standard, dioxin-like PCBs are not included in this Order's version of
the TEF scheme.
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Marine Organisms, 5'h Edition." The Discharger is required to use the 5th Edition
method for compliance determination upon the effective date of this Order.

b. Compliance History. The Discharger's acute toxicity monitoring data show that there
were no exceedances of the acute toxicity effluent limitations during 2003-2005, with
fish survival rates ranging between 80-100% for three-spined stickleback, and 95-100%
for fathead minnows.

c. Ammonia Toxicity.If acute toxicity is observed in the future and the Discharger
believes that it is due to ammonia toxicity, this has to be shown through a Toxicity
Identification Evaluation (TIE) acceptable to the Executive Officer. If the Discharger
demonstrates to the satisfaction of the Executive Officer that exceedance of the acute
toxicity limits is caused by ammonia and that the ammonia in the discharge is not
adversely impacting receiving water quality or beneficial uses, then such toxicity does
not constitute a violation of this effluent limit. If ammonia toxicity is verified in the
TIE, the Discharger may utilize an adjustment protocol approved by the Executive
Officer for the routine bioassay testing.

7. Whole Effluent Chronic Toxicitv

c.

Permit Requiremenfs. This permit includes requirements for chronic toxicity
monitoring based on the Basin Plan narrative toxicity objective, and in accordance with
U.S. EPA and State Water Board Task Force guidance, and BPJ. This permit includes
the Basin Plan narrative toxicity objective as the applicable effluent limit, implemented
via monitoring with numeric values as "triggers" to initiate accelerated monitoring and
to initiate a chronic toxicity reduction evaluation (TRE) as necessary. The permit
requirements for chronic toxicity are also consistent with the CTR and SIP
requirements.

Chronic Toxicity Triggers. This Order includes a chronic toxicity trigger, which is
single sample maximum of 10 TUc. The trigger is revised from the previous permit, to
be consistent with Basin Plan Table 4-6 for an annual sampling frequency. For the next
permit reissuance, if a different dilution credit is demonstrated by the Discharger, the
Regional water Board may revise the trigger value based on the information.

Screening Phase Study. The Discharger has performed a chronic toxicity screening
phase study and the results of this study have been incorporated herein.

Permit Reopener. The Regional Water Board will consider amending this permit to
include numeric toxicity limits if the Discharger fails to aggressively implement all
reasonable control measures included in its approved TRE workplan, following
detection of consistent si gnifi cant non-artifactual toxicity.

b.

d.
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D. Final Effluent Limitations

Toxic substances are regulated by WQBELs derived from the Basin Plan (Tables 3-3 and
3-4), the CTR, the NTR, and/or BPJ. WQBELs in this Order are revised and updated from
the limitations in the previous Order, and their presence in this Order is based on the
evaluation of the Discharger's data as described above under the Reasonable Potential
Analysis. Numeric WQBELs are required for all constituents that have a reasonable
potential to cause or contribute to an excursion above any State water quality standard.
Reasonable potential is determined and final WQBELs are developed using the
methodology outlined in the SIP. If the Discharger demonstrates that the final limitations
will be infeasible to meet and provides justification for a compliance schedule, then interim
limitations are established with a compliance schedule to achieve the final limits.

Summary of Final Effluent Limitations:

Table F-9 below lists the WQBELs for the toxic pollutants that the Regional Water Board
determines to have reasonable potential. The WQBELs calculation is attached as Appendix
F-8 of this Fact Sheet.

Table F-9. Summary of Water Quality-based Effluent Limitations for
Discharge Points 001 and 002 Ul[21

Parameter Units

Final Ellluent Limitations

AMEL MDEL
Copper pc/L 5.1 9.6

Mercury pgL 0.020 0.042

Cyanide pc/L 4.1 9.1

Chlorodibromomethane ILgL 0.41 0.82

Dichlorobromomethane pgL 0.56 l.l

Footnote for Table F-9:

[] Final effluent limitations for copper, chlorodibromomethane, and dichlorobromomethane will become
effective on May 18,2010, and those for cyanide will become effective on April 28,2010, unless the
Regional Water Board amends the effluent limitations based on SSOs and/or additional information.

3. Calculation of Final WQBELs

a. Copper

1) Copper WQOs. The applicable fresh water WQOs for copper in the Basin Plan are

6.5 1tglL for chronic protection and9.2 pglL for acute protection, based on a
hardness value of 65 mg/L as CaCOr, and converted to total recoverable metal
using CTR conversion factor of 0.96. These objectives were used to determine
reasonable potential and calculate effluent limitations.

l.

)
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WQBELs. The copper WQBELs calculated according to SIP procedures are 9.6
pgll, as the MDEL and 5.7 pgll. as the AMEL with zero dilution.

Discharger's Performance and Attainability.In a finding under interim effluent
Iimitations, the Discharger cannot comply with the final WQBELs based on zero
dilution. Therefore, an interim effluent limit was calculated (see more discussion in
Section E.2 below).

4) Antibaclrsliding/Antidegradation. There is no final WQBEL in the previous permit,
so there is no antibacksliding.. Antidegradation is also satisfied, as the new limits
will prevent degradation of the water quality in the receiving water.

b. Mercury

Mercury WQOs/IttrQC. Both the Basin Plan and the CTR include objectives and
criteria that govern mercury in the receiving water. The Basin Plan specifies
objectives for the protection of fresh water aquatic life of 0.025 trtglL as a 4-day
average and2.4 p{L as a 1-hour average. The CTR specifies a long-term average
criterion for protection of human health of 0.050 pg/L for the consumption of water
and organisms.

Mercury WQBELs. The mercury WQBELs calculated according to SIP procedures
are 0.042 pgll- as the MDEL and 0.020 pglL as the AMEL. No dilution credit is
allowed in the calculation as mercury is a bioaccumulative pollutant.

Discharger's Performance and Attainability. During the period from November
2003 through January 2006, the Discharger's effluent mercury concentrations
ranged from 0.0008 to 0.0074 pglL (27 samples) for both Outfalls 001 and 002. A
statistical analysis on the pooled data shows that the Discharge can comply with the
effluent limits for mercury.

Mercury TMDL.The current 303(d) list includes San Pablo Bay as impaired by
mercury, due to high mercury concentrations in the tissue of fish from the Bay.
Methyl-mercury, the highly toxic form of mercury, is a persistent bioaccumulative
pollutant. There is no evidence to show that the mercury discharged is taken out of
the hydrologic system, by processes such as evaporation before reaching San Pablo
Bay. Absent this evidence, the Regional Water Board assumes that the mercury
reaches the Bay through either sediment transport or water flows. The Regional
Water Board intends to establish a TMDL that will lead towards overall reduction
of mercury mass loadings into San Pablo Bay. The final mercury effluent
limitations will be based on the Discharger's WLA in the TMDL. While the TMDL
is being developed, the Discharger will comply with mercury concentration and
mass-based limitations to cooperate in maintaining current ambient receiving water
conditions.

2)

3)

1)

2)

3)

4)
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c. Cyanide

s) Mercury Source Control Strategt. The Regional Water Board is developing a
TMDL to control mercury levels in San Pablo Bay. The Regional Water Board,
together with other stakeholders, will cooperatively develop source control
strategies as part of the TMDL development. Municipal discharge point sources are
not a significant source of mercury to San Pablo Bay. Therefore, the currently
preferred strategy is to apply interim mass loading limits to point source discharges
while focusing mass reduction efforts on other more significant and controllable
sources. While the TMDL is being developed, the Discharger will cooperate in
maintaining ambient receiving water conditions by complying with performance-
based mercury mass emission limits. Therefore, this Order includes interim mass
loading effluent limitation for mercury, as described in Section E.4 below. The
Discharger is required to implement source control measures and cooperatively
participate in special studies, such as TMDL study, required by the Regional Water
Board.

Final Mercury Limitations. Final mercury limitations will be revisedlestablished to
be consistent with the WLA assigned in the final mercury TMDL. While the TMDL
is being developed, the Discharger will comply with performance-based mercury
concentration and mass-based limitations to cooperate in maintaining current
ambient receiving water conditions.

Antibacksliding/Antidegradation. There is no mercury WQBEL in the previous
permit; therefore, there is no antibacksliding. Antidegradation is also satisfied as the
new limits will prevent the degradation of the water quality in the receiving water.

6)

7)

1)

2)

3)

Cyanide WQC.The NTR specifies cyanide WQC for the protection of aquatic life
in fresh surface water, which are 5.2 ltglL for chronic protection, and 22 ytglL far
acute protection. The NTR also specifies a long-term average criterion for
protection of human health of 700 pglL for the consumption of water and
organisms.

Cyanide I(QBELs. The cyanide WQBELs calculated according to SIP procedures
are 9.1 pg/L MDEL and 4.1 pglL AMEL based on zero dilution.

Discharger's Performance and Attainability.In a finding under interim effluent
limitations, the Discharger cannot comply with the final WQBELs based on zero
dilution. Therefore, an interim effluent limit was calculated (see more discussion in
Section E.2 below).

Anti-backsliding/Anti-degradation. There is no cyanide final effluent limit in the
previous permit, so there is no antibacksliding. With regard to antidegradation, the
revised permit is consistent with antidegradation through pollutant minimization

4)
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requirements that will hold the Discharger to cuffent perforrnance. Any possible
change in cyanide discharges would be relatively small and have no discernable
effect on the receivins water.

d. Chlorodibromomethane and Dichlorobromomethane

WQC.In the CTR, the lowest criteria for chlorodibromomethane and
dichlorobromomethane are the human health values of 0.41 and0.56 trtglL,
respectively, for the consumption of water and organisms.

WQBELs. The chlorodibromomethane WQBELs calculated according to SIP
procedures are 0.82 pgll. MDEL and 0.41 pgll, AMEL based on zero dilution. The
dichlorobromomethane WQBELs calculated according to SIP procedures are
l.l pe/L MDEL and 0.56 pg/L AMEL based on zero dilution.

Discharger's Performance and Attainability.In a finding under interim effluent
limitations, the Discharger cannot comply with the final WQBELs based on zero
dilution for either pollutant. Therefore, interim effluent limits were calculated (see

more discussion in Section E.2 below).

Antibaclcsliding/Antidegradation. There are no WQBELs in the previous permit for
either pollutants; therefore, there is no antibacksliding. Antidegradation is also
satisfied as the new limits will prevent the degradation of the water quality in the
receiving water.

1)

2)

3)

4)

E. Interim Effluent Limitations

l. Interim Limitations and Compliance Schedules

a. Section 2.1.1 of the SIP states:

"the compliance schedule provisions for the development and adoption of a TMDL
only apply when: ...(b) the Discharger has made appropriate commitments to support
and expedite the development of the TMDL. In determining appropriate commitments,
the RWQCB should consider the discharge's contribution to current loadings and the
Discharger's ability to participate in TMDL development."

The Discharger has agreed to assist the Regional Water Board in TMDL development
through active participation in and contribution to the Clean Estuary Partnership
through the Bay Area Clean Water Agencies (BACWA). The Regional Water Board
adopted Resolution No. 01-103 on September 19,2001, authoizingthe Executive
Officer of the Regional Water Board to enter into a Memorandum of Understanding
with BACWA and other parties to accelerate the development of Water Quality
Attainment Strategies (WQAS), including TMDLs, for the San Francisco Bay-Delta
and its tributaries.
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b. Compliance schedules are established based on Section 2.2 of the SIP for limitations
derived from CTR or NTR WQC or based on the Basin Plan for limits derived from
Basin Plan WQOs. In addition, the Regional Water Board has reasonably construed the
Basin Plan provision to authorize compliance schedules for new interpretations of
existing standards resulting in more stringent effluent limitations. If an existing
discharger cannot immediately comply with a new and more stringent effluent
limitation, the SIP and the Basin Plan authorize a compliance schedule in the permit.
To qualify for a compliance schedule, both the SIP and the Basin Plan require that the
discharger demonstrate that it is infeasible to achieve immediate compliance with the
new limit. The SIP and Basin Plan require that the following information be submitted
to the Board to support a finding of infeasibility:

Descriptions of diligent efforts the discharger has made to quantify pollutant levels
in the discharge, sources of the pollutant in the waste stream, and the results of
those efforts.

Descriptions of source control and/or pollution minimization efforts currently under
way or completed.

Proposed schedule for additional or future source control measures, pollutant
minimization, or waste treatment.

Demonstration that the proposed schedule is as short as practicable.

Until final WQBELs or WLAs are adopted for 303(d)-listed pollutants, State and
Federal anti-backsliding and antidegradation policies and the SIP require that the
Regional Water Board include interim effluent limitations for them. The interim
effluent limitations will be the lower of the current performance or the previous
permit's limitations, unless anti-backsliding and antidegradation requirements are met.

Interim effluent limitations were derived for those constituents (copper, cyanide,
chlorodibromomethane and dichlorobromomethane ) for which the Discharger has
shown infeasibility of complying with the respective final limitations and has
demonstrated that compliance schedules are justified based on the Discharger's source
control and pollution minimization efforts in the past and continued efforts in the
present and future. The interim effluent concentration limitations are based on
statistical analysis of the effluent data. The interim limitations are discussed in more
detail below.

This Order establishes a compliance schedule until May 17 ,2010 for copper,
chlorodibromomethane, and dichlorobromomethane, and April 27,2010 for cyanide, as

allowed by the CTR and Basin Plan, respectively. The final WQBELs for copper,
chlorodibromomethane, and dichlorobromomethane will become effective on May 18,

2010, and those for cyanide will become effective on April 28,2010. Since the

d.

e.
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compliance schedules extend beyond I year, pursuant to the SIP and 40 CFR 5122.47,
the Regional Water Board must establish interim numeric limitations and interim
requirements to control the pollutants. This Order establishes interim limits for copper,
cyanide, chlorodibromomethane, and dichlorobromomethane, based on the previous
permit limits or existing plant performance, whichever is more stringent, unless
antibacksliding and antidegradation requirements are satisfied, to maintain existing
water quality. Appendix F-9 of the Fact Sheet details the general basis for final
compliance dates. The Regional Water Board may take appropriate enforcement
actions if interim limitations and requirements are not met.

2. Infeasibility Evaluation and Interim Effluent Limitations

a. The Discharger submitted an infeasibility analysis on June 6, 2006 for copper? cyanide,
chlorodibromomethane, and dichlorobromomethane (Appendix F-11). Regional Water
Board staff performed statistical analysis using self-monitoring data from November
2003 through January 2006 to compare the mean, 95'n percentile, and 99m percentile
with the long-term average (LTA), AMEL, and MDEL (with zero dilution),
respectively, to confirm if it is feasible for the Discharger to comply with WQBELs. If
any of the LTA, AMEL, or MDEL exceeds the mean, 95tn percentile, or 99th percentile,
respectively, the infeasibility for the Discharger to gomply with WQBELs is confirmed
statistically. If infeasibility is confirmed, the 99.87tn percentile (or mean plus three
standard deviations) of the recent performance data or previous permit limit, whichever
is more stringent, unless antibackslidinglantidegradation requirements are satisfied, is
established as the interim limit. When the statistical analysis is not meaningful due to
lack of appropriate distribution fit, a direct comparison of MEC and the AMEL is
made; if infeasibility is confirmed, the MEC or the previous permit limit is set as the
interim limit. Table F-10 shows these comparisons in pglL:

Table F-10. Summary of Feasibility Analysis and Interim Limitations (unit: pgtL)

Mean vs. LTA 95'h vs. AMEL 99'vs. MDEL
Feasible to

Comolv
Interim
Limits

Copper 4.6>4.1 8.4>5.7 11.1 >9.6 No 14.7
Mercury 0.0029<0.012 0.0073<0.020 0.0t2<0.042 Yes
Cyanide 2.9>2.4 8.0>4.1 13. l>9. I No 21.6

Chlorodibromo-
methane

6.1>0.41 7.6>0.82 No
9.6

Dichlorobromo-
methane

l6>0.56 l9>1.1 No
ZJ

b. Specific bases for these interim limits are described in the following findings for these
pollutants.

l) Copper - An interim effluent limitation is required for copper since the Discharger
has demonstrated and the Regional Water Board staff verified that the final effluent
limitations calculated according to the SIP (with zero dilution) will be infeasible to
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meet. Regional Water Board staff calculated an interim perfbnnance-based
limitation (IPBL) of 14.7 pglL (3 standard deviations above the mean), which is
more stringent than the previous permit's effluent limitation of 18.3 pgll-. This
interim limit is expressed as a daily maximum, and will remain in effect until May
17,2010, or until the Regional Water Board amends the limitation based on new
information or additional data. A maximum compliance schedule is given to allow
the Discharger to perform a special study for alternate copper WQBELs.

2) Cyanide - An interim effluent limitation is required for cyanide since the
Discharger has demonstrated and the Regional Water Board staff verified that the
final effluent limitations calculated according to the SIP (with zero dilution) will be

infeasible to meet. Regional Water Board staff calculated an IPBL of 21.6 ltglL (3
standard deviations above the mean), which is less stringent than the previous
permit interim limit of 8.2 1tglL. However, the Discharger has asserted and
Regional Water Board staff concurred that it is infeasible for the Discharger to
achieve immediate compliance with the previous permit effluent limit. Therefore, a

limit of 21.6 pgll- is established as the interim limit, expressed as a daily maximum.
The establishment of a less stringent performance-based effluent limit is allowed by
CWA Section a0a(o)(2)(C) and (E). This interim limit will remain in effect until
Apfrl27,2010, or until the Regional Water Board amends the limitation based on
additional data. A maximum compliance schedule is given to allow the Discharger
to perform a special study for alternate cyanide WQBELs.

3) Chlorodibromomethane and Dichlorobromomethane - An interim effluent
limitation is required for chlorodibromomethane and dichlorobromomethane since
the Discharger has demonstrated and the Regional Water Board staff verified that
the final effluent limitations calculated according to the SIP (with zero dilution) will
be infeasible to meet. Regional Water Board staff calculated an IPBL of 9.61tglL
(3 standard deviations above the mean) for chlorodibromomethane, and 23 ltglL for
dichlorobromomethane, expressed as a daily maximum. These interim limits will
remain in effect until May 17,2010, or until the Regional Water Board amends the
limitation based on additional data. A maximum compliance schedule is given to
allow the Discharger to perform a special study for alternate WQBELs.

b. Antibaclrsliding/Antidegradation. Antibacksliding does not apply to interim effluent
limits so long as there is compliance with antidegradation requirements. The interim
limits in this permit are in compliance with antidegradation requirements, because they
are based on current Facility performance and will limit the discharge to the existing
treatment level. Even if antibacksliding applies to interim limits, the interim limit for
cyanide in this permit are exempt pursuant to CWA a02@)(2)(C) and (E).
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c. Attainability of Interim Performance-Based Limitations

l) Copper

During the period of November 2003 through January 2006, the Discharger's
effluent concentrations for copper ranged from 1 .7 pglL to 9 pglL (27 samples) for
the pooled data from both Outfalls 001 and 002. All27 samples were below the
interim limitation of 14.7 1tglL. lt is therefore expected that the Discharger can
comply with the interim limitation for copper.

2) Cyanide

During the period ofNovember 20A3 through January 2006,the Discharger's
effluent concentrations for cyanide ranged from 0.8 pglL to 9.2 p{L (27 samples)
for the pooled data from both Outfalls 001 and 002. A1127 samples were below the
interim limitation of 21.6 1tglL. h is therefore expected that the Discharger can
comply with the interim limitation for cyanide.

3) Chlorodibromomethane and Dichlorobromomethane

During the period of November 2003 through January 2006, the Discharger's
effluent concentrations for chlorodibromomethane ranged from2.t 1tg/Lto 4.9
pglL (6 samples) for the pooled data from both Outfalls 001 and 002, and for
dichlorobromomethane ranged from 6.5 pglL to 13 1tg/L (6 samples). All samples
were below the respective interim limitations of 9.6 and23 pglL. h is therefore
expected that the Discharger can comply with the interim limitations for
chlorodibromomethane and dichlorobromomethane.

4. Mercury Interim Mass Emission Limitation/Nlass Trigger

This Order includes an interim mercury mass-based effluent limitation of A.B grams
per month (g/mo) and a mass trigger of 0.33 g/mo. Both the mass limit and mass trigger
were calculated using the ultra-clean data collected from November 2003 through
December 2005 (See Appendix F-10 for the mercury mass limit and trigger
calculation). The mass limit will maintain current loadings until a TMDL is established
for San Pablo Bay. The final mercury effluent limitations will be based on the
Discharger's WLA in the TMDL. If the mass trigger is exceeded, then the actions
specified in Provision VILC.3.b are required.

The inclusion of interim performance-based mass limits for bioaccumulative pollutants
is consistent with the guidance described in section 2.1.1 of the SIP. Because of their
bioaccumulative nature, an uncontrolled increase in the total mass load of these
pollutants in the receiving water will have significant adverse impacts on the aquatic
ecosystem.
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The Regional Water Board includes a mass limit and trigger level for mercury in the
permit to maintain ambient water quality. The combination of limit and trigger will
protect the receiving water and will not cause further degradation of the water's
beneficial uses. The mass trigger level in the permit requires the Discharger, when
loading exceeds the trigger, to take certain specified actions to determine the cause of
the higher load and to bring the mercury mass back below the trigger.

F. Comparison to Previous Permit Limitations

The effluent limitations for BOD, TSS, BOD and TSS removal, oil and grease, pH, turbidity,
chlorine residual, and total coliform have been retained from the previous permit for Outfall
001, except for those daily maximum effluent limitations for BOD and TSS are no longer
required, instead, weekly effluent limitations are interpolated between the previous maximum
daily and monthly average limits. Settleable solids effluent limitations are no longer required.
For Outfall 002, technology-based effluent limits are the same as those in the previous permit.

The interim effluent limit for cyanide is higher than the interim limit in the previous permit,
and the relaxation is needed and is in compliance with the SIP and the
antibackslidin g/antidegradation requirements.

There was no effluent limitation for mercury in the previous permit.

The effluent limitations for lead, silver, zinc, andbenzo(a) anthracene are no longer required as

there is no reasonable potential based on performance data.

The effluent limitations for acute toxicity are unchanged from the previous Order. Chronic
toxicity trigger value is modified to be consistent with Basin Plan requirement.

G. Reclamation Specifications

The Discharger's reclamation is now covered under the Regional Water Board's general
reclamation permit Order No. 96-01 l. Therefore, the Discharger shall comply with all the
requirements in Order 96-011 for its reclamation and land disposal activities.

V. RATIONALE FOR RECEIVING WATER LIMITATIONS

A. Receiving Water Limitations V.A.1 and V.A.2. These limitations are in the existing permit
except for dissolved oxygen (DO) and are based on water quality objectives for physical,
chemical, and biological characteristics from Chapter III of the Basin Plan. The previous
permit includes a wrong DO limitation for Napa River, which supports cold fish habitat.

compliance with Federal and State law. It reserves the right of the Regional Water Board to
reopen or modify this Order if necessary to implement more stringent water quality standards,
if adopted.

B.
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VI. RATIONALE FOR MONITORING AND REPORTING REQUIREMENTS

The principal purposes of a monitoring program by a discharger are to:I Document compliance with waste discharge requirements and prohibitions established by the
Regional Water Board,

' Facilitate self-policing by the discharger in the prevention and abatement of pollution arising
from waste discharge,

' Develop or assist in the development of limitations, discharge prohibitions, national standards
of performance, pretreatment and toxicity standards, and other standards, and to. Prepare water and wastewater quality inventories.

Section 122.48 of 40 CFR requires all NPDES permits to specify recording and reporting of
monitoring results. Sections 13267 and 13383 of the California Water Code authoizethe Water
Boards to require technical and monitoring reports. The Monitoring and Reporting Program
(Attachment E), establishes monitoring and reporting requirements to implement federal and state
requirements. The following provides the rationale for the monitoring and reporting requirements
contained in the Monitoring and Reporting Program for this Facility.

The Discharger is required to conduct monitoring of the permitted discharges in order to evaluate
compliance with permit conditions. Monitoring requirements are contained the MRP
(Attachment E) and Self-Monitoring Program, Part A (Attachment G). Part A of the monitoring
program (Attachment G) is a standard requirement in almost all NPDES permits issued by the
Regional Water Board. Most of the requirements are also existing requirements for the
Discharger. Part A contains definitions, specifies general sampling and analytical protocols, and
specifies reporting of spills, violations, and routine monitoring data in accordance with NPDES
regulations, the California Water Code, and Regional Water Board policy. The MRP
(Attachment E) of this Order is specific for the Discharger. It defines the stations, constituents,
and frequency of monitoring, and additional reporting requirements. Constituents required to be
monitored include all parameters for which effluent limitations are specified. This is to allow
determination of compliance with permit limitations in accordance with 40 CFR 5122.44(1).
Monitoring for additional constituents, for which no effluent limitations are established, is also
required to provide data for future RPAs.

A. Influent Monitoring

This MRP includes monitoring of the influent for the same parameters as those in the previous
Order.

B. Effluent Monitoring

The MRP includes monitoring at the outfalls for conventional, non-conventional, and toxic
pollutants, and acute and chronic toxicity. This Order requires monthly monitoring for copper,
mercury, cyanide to demonstrate compliance with the effluent limits, and twice per year
monitoring for chlorodibromomethane and dichlorobromomethane during discharge season.
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For other metals, the Discharger is required to sample twice per year (during the discharge
season), and for all other organic priority pollutants once during the permit term, according to
the Regional Water Board's 13267 Letter dated August 6, 2001, and submit the results with its
permit renewal application.

C. Whole Effluent Toxicity Testing Requirements

This Order requires monthly monitoring of the acute toxicity with either rainbow trout or fathead

minnow, and annually monitoring for chronic toxicity with ceriodaphnia dubia, at both outfalls.
When the chronic toxicity trigger is exceeded, the Discharger will accelerate monitoring to
monthly. The requirements are unchanged from the previous permit (except for the testing species

and accelerated monitoring frequency).

D. Receiving Water Monitoring

Regional Monitoring Program (RMP)

On April 15,1992, the Regional Water Board adopted Resolution No. 92-043 directing the
Executive Officer to implement the Regional Monitoring Program (RMP) for the San

Francisco Bay. Subsequent to a public hearing and various meetings, Regional Water
Board staff requested major permit holders in this region, under authority of section 13267

of California Water Code, to report on the water quality of the estuary. These permit
holders responded to this request by participating in a collaborative effort, through the San

Francisco Estuary Institute. This effort has come to be known as the San Francisco Bay
Regional Monitoring Program for Trace Substances. This Order specifies that the
Discharger shall continue to participate in the RMP, which involves collection of data on
pollutants and toxicity in water, sediment and biota of the estuary.

Site-Specifrc Receiving Water Monitoring

This Order requires monthly monitoring of the Napa River for the same parameters as those

contained in the previous permit, such as pH, temperature, dissolved oxygen, nutrients,
chloride, TDS (or salinity), and hardness. Dissolved oxygen (DO) saturation is added to
monitor the DO situation in the receiving water. In lieu of near field discharge specific
ambient monitoring for priority pollutants, it is generally acceptable that the Discharger
participate in collaborative receiving water monitoring with other dischargers under the
provisions of the Board's August 6,2001letter and the Regional Monitoring Program
(RMP).

VII. RATIONALE FOR PROVISIONS

A. Standard Provisions

Standard Provisions, which in accordance with 40 CFR $$122.41 and 122.42 apply to all
NPDES discharges and must be included in every NPDES permit, are provided in Attachment
D.

1.

2.
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B. Monitoring and Reporting Requirements

The Discharger is required to conduct monitoring of the permitted discharges in order to
evaluate compliance with permit conditions. Monitoring requirements are contained in the
MRP (Attachment E) and Standard Provisions and SMP, Part A (Attachment G) of the
Permit. This provision requires compliance with these documents, and is based on 40 CFR
122.63. The Standard Provisions and SMP, Part A are standard requirements in almost all
NPDES permits issued by the Regional Water Board, including this Order. They contain
definitions of terms, specify general sampling and analytical protocols, and set out
requirements for reporting of spills, violations, and routine monitoring data in accordance with
NPDES regulations, the California Water Code, and Regional Water Board's policies. The
MRP contains a sampling program specific for the facility. It defines the sampling stations and
frequency, the pollutants to be monitored, and additional reporting requirements. Pollutants to
be monitored include all parameters for which effluent limitations are specified. Monitoring
for additional constituents, for which no effluent limitations are established, is also required to
provide data for future completion of RPAs for them.

C. Special Provisions

1. Reopener Provisions

These provisions are based on 40 CFR $123 and allow future modification of this Order
and its effluent limitations as necessary in response to updated WQOs that may be
established in the future.

2. Special Studies and Additional Monitoring Requirements

a. Effluent Characterization Studlr. This Order does not include effluent limitations for
the selected constituents addressed in the August 6,2001Letter that do not
demonstrate Reasonable Potential, but this provision requires the Discharger to
continue monitoring for these pollutants as described in the August 6,2001Letter and
as specified in the MRP of this Order. If concentrations of these constituents increase
significantly, the Discharger will be required to investigate the source of the increases
and establish remedial measures, if the increases result in reasonable potential to
cause or contribute to an excursion above the applicable WQO/WQC. This provision
is based on the Basin Plan and the SIP 1.2 and 1.3. Furthermore, this information
requirement is authorized by CWC section 13267 and 13383. Continued effluent
characteization is necessary to track any change to the quality of the discharge to l)
ensure that the limitations in this Order are protective in that all parameters that
warrant limits are limited, and2) provide a basis for establishing effluent limitations
and requirement in the next NPDES permit reissuance. The Discharger is clearly
responsible for providing the information. The frequency of monitoring is not
onerous, and is reasonable and affordable for the relative size of the Discharger.
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Ambient Background Receiving Water Study. This provision is based on the Basin
Plan, the SIP, and the August 6,2001Letter for priority pollutant monitoring. This
information requirement is authorized by CWC section 13267 and 13383. Continued
ambient background monitoring is necessary to track any changes in the quality of the
receiving water so as to provide an up-to-date basis for establishing effluent
limitations and requirements in the next NPDES permit reissuance. The Discharger is
clearly responsible for providing this information. The frequency of monitoring is not
onerous, and is reasonable and affordable for the relative size of the Discharger,
particularly since the Discharger has and will continue to participate in a cost sharing
collaborative effort with other dischargers.

Diffuser Feasibilitv Study. This provision is based on BPJ and SIP requirement on
dilution determination.

d. Mixine Zone and Dilution Credit Evaluation Study. This provision is based on SIP,
Section 1.4.2.1, requiring the Discharger to perform studies to demonstrate dilution
for incompletely mixed discharges.

e. Secondary Discharse Performance and Effluent Limitation Study. This study requires
the Discharger to monitor its secondary effluent for BOD and TSS, and compare
those results with effluent limits for tertiary effluent. If significant exceedances of
those limits are observed, the Discharger is required to evaluate whether the
technology-based effluent limitations are protective of the beneficial uses of the
receiving water, specifically, for steelhead spawning. Higher dissolved oxygen is
required for fish spawning, and high TSS and BOD may cause low DO levels in the
downstream receiving water. The discharges have been at low TSS and BOD levels
in the past; however, if the Discharger wants to discharge at the permit effluent limits
level, the protection of beneficial uses has to be demonstrated through this special
study. More stringent effluent limits may be established if adverse impacts were to be
projected.

f. Optional Mass Offset: This Order contains requirements to prevent further
degradation of impaired waterbodies. Such requirements include the adoption of
interim mass limitations that are based on treatment plant performance, provisions for
aggressive source control, feasibilify studies for additional wastewater reclamation,
and treatment plant optimization. After implementing these efforts, the Discharger
may find that further net reductions of the total mass loadings of the 303(d)Jisted
pollutants to the receiving water can be achieved only through a mass offset program.
This option is provided to encourage the Discharger to further implement aggtessive
reduction of mass loads to the San Pablo Bay.

g. Status Report on 303(d)-Listed Pollutants. Site-Specific Objective and TMDL: This
Order grants maximum compliance schedules based on the Basin Plan for copper,
cyanide, dichlorobromomethane, and chlorodibromomethane because time is needed
for the Discharger to perform a special study (diffuser or mixing zone) to determine

b.

c.

Attachment F - Fact Sheet F-47



City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

an appropriate dilution credit .The interim limits are granted also because of the
Discharger's commitment to support TMDL and other region-wide efforts. It is
appropriate for the Discharger to annually report on and track its efforts to support the
TMDL and SSO. This report is authorized by SIP 2.2.1 and is necessary to comply
with it. SIP 2.2.1 requires that the Regional Water Board establish interim
requirements and dates, and that there be no more than one year between interim
dates. Additionally, this requirement is authorized pursuant to CWC 13267 and
13383. The information required is minimal relative to the range of studies that could
be required as a condition of being granted a compliance schedule. However, this
minimal requirement is appropriate at this time because of ongoing region-wide
efforts on TMDLs and SSOs supported by the Discharger that will result in
appropriately protective objectives and allocations for the pollutants in question.

3. Best Management Practices and Pollution Prevention

a. Pollutant Minimization Proeram: This provision is based on Chapter 4 of the Basin
Plan and Section 2.4.5 of the SIP. Furtherrnore, for copper, cyanide,
chlorodibromomethane, and dichlorobromomethante, implementation of pollution
minimization is based on Section 2.2.1 of the SIP because compliance schedules are
granted for these four pollutants. For copper and cyanide, the pollution prevention
measures are to ensure compliance with antidegradation because the copper alternate
WQBELs and cyanide interim limilalternate WQBELs in this Order are numerically
less stringent than in the previous Order.

Additionally, on October 15, 2A03, the Regional Water Board adopted Resolution R2-
2003-0096 in support of a collaborative working approach between the Regional Water
Board and the Bay Area Clean Water Agencies to promote Pollution Minimization
Program development and excellence. Specifically, the Resolution embodies a set of
eleven guiding principles that will be used to develop tools such as"P2 menus" for
specific pollutants, as well as provide guidance in improvin gP2 program efficiency and
accountability. Key principles in the Resolution include promoting watershed, cross-
progmm and cross-media approaches to pollution prevention, and jointly developing
tools to assess program performance that may include peer reviews, self-audits or other
formats.

b. Mercury Mass Loading Reduction: This provision will help to ensure no increases in
mercury mass loadings until a TMDL and WLA are established. The Regional Water
Board's determination of the need to maintain mass loadings at current levels for this
bioaccumulative pollutant are based on Section 2.1.1 of the SIP.

4. Compliance Schedules - Chlorodibromomethane and Dichlorobromomethane

This provision requires the Discharger to evaluate the source, fate of these two disinfection
byproducts in the effluent, and to evaluate the measures to reduce their concentrations, to
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bring full compliance with the final WQBELs. This provision is based on the SIP and 40
CFR $ 122.47 and the Basin Plan.

Construction, Operation, and Maintenance Specifications

a. Wastewater Facilities. Review and Evaluation. Status Reports: This provision is based
on the previous permit and the Basin Plan.

b. Operations and Maintenance Manual. Review and Status Reports: This provision is
based on the Basin Plan, the requirements of 40 CFR $ 122, and the previous permit.

c. Continsency Plan. Review and Status Reports: This provision is based on the Basin
Plan, the requirements of 40 CFR $122, and the previous permit.

Special Provisions for POTWs

a. Sludge Manaqement Practices Requirements: This provision is based on the Basin Plan
(Chapter IV) and 40 CFR $$257 and 503.

b. Sanitary Sewer Management Plan: This provision is to explain the Order's
requirements as they relate to the Discharger's collection system, and to promote
consistency with the State Water Resources Control Board adopted Statewide General
Waste Discharge Requirements for Sanitary Sewer Overflow (SSO WDRs) and a

related Monitoring and Reporting Program (Order No. 2006-0003-DWQ). The bases

for these requirements are described elsewhere in this Fact Sheet for those
requirements.

7. Other Special Studies

Emergency discharge procedure: This provision is based on BPJ.

V[I. PUBLIC PARTICIPATION

The Regional Water Board is considering the issuance of waste discharge requirements (WDRs)
that will serve as an NPDES permit for the City of Calistoga. As a step in the WDR adoption
process, the Regional Water Board staff developed tentative WDRs (draft permit). The Regional
Water Board encourages public participation in the WDR adoption process.

A. Notification of Interested Parties

The Regional Water Board notified the Discharger and interested agencies and persons of its
intent to prescribe waste discharge requirements for the discharge and provided them with an
opportunity to submit their written comments and recommendations. Notification was provided
through the following: (a) paper and electronic copies of this Order were relayed to the
Discharger, and (b) the Napa Register published a notice that this item would appear before the
Board on October 1l-2006.

5.

6.

Attachment F - Fact Sheet F-49



City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

Date:
Time:
Location:

Contact:

B. Written Comments

Staff determinations are tentative. Interested persons are invited to submit written comments
concerning the tentative WDRs (draft permit). Comments should be submitted either in person
or by mail to the Executive Office at the Regional Water Board at the address above on the
cover page of this Order.

To be fully responded to by staff and considered by the Regional Water Board, written
comments should be received at the Regional Water Board offices by 5:00 p.m. on September
18,2006.

Public Hearing

The Regional Water Board will hold a public hearing on the tentative WDRs during its regular
Board meeting on the following date and time and at the following location:

C.

October 11,2006
9:00 am
Elihu Harris State Office Building
1515 Clay Street
Oakland, CA
1" floor Auditorium
Bill Johnson, Phone: (5 l0) 622-23 54; email: WJohnson@waterboards.ca.gov

Interested persons are invited to attend. At the public hearing, the Regional Water Board will
hear testimony, if any, pertinent to the discharge, WDRs, and permit. Oral testimony will be
heard; however, for accuracy of the record, important testimony should be in writing.

Please be aware that dates and venues may change. our web address is
www.waterboards.ca.gov/sanfranciscobay where you can access the current agenda for
changes in dates and locations. Regional Water Board agenda package including staff s
responses to written comments, and revised draft permit will be posted at this website no later
than one week prior to the hearing date.

D. Waste Discharge Requirements Petitions

Any aggrieved person may petition the State Water Resources Control Board to review the
decision of the Regional Water Board regarding the final WDRs. The petition must be
submitted within 30 days of the Regional Water Board's action to the following address:

State Water Resources Control Board
Office of Chief Counsel
P.O. Box 100, 1001 I Street
Sacramento , CA 95812-0100
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Information and Copying

The Report of Waste Discharge (ROWD), related documents, tentative effluent limitations and

special provisions, comments received, and other information are on file and may be inspected
at the address above at any time between 8:30 a.m. and 4:45 p.m. except from noon to l:00
p.m., Monday through Friday. Copying of documents may be arranged through the Regional
Water Board by calling (510) 622-2300.

Register of Interested Persons

Any person interested in being placed on the mailing list for information regarding the WDRs
and NPDES permit should contact the Regional Water Board, reference this facility, and
provide a name, address, and phone number.

Additional Information

Requests for additional information or questions regarding this tentative DWR (draft permit)
should be directed to Bill Johnson at (510) 622-2354 or email WJohnson@waterboards.ca.gov.
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CITY OF CALISTOGA DUNAWEAL WASTEWATER TREATMENT PLANT
FAGILITY NARRATIVE

lnfluent Wastewater Gharacteristics

The City of Calistoga owns and operates the Dunaweal Wastewater Treatment Plant (WWTP),
which provides tertiary level treatment for domestic, commercial, and some industrial
wastewater from the City of Calistoga. The commercial entities are composed primarily of spas,
hotels, and restaurants. The industrial generators are two mineral water bottling companies. The
WWTP has an average dry weather design flow of 0.84 million gallons per day (mgd) and can
treat up to 4.0 mgd during wet weather flow events.

Wastewater Treatment Plant Operation

The treatment process for recycled water consists of screening at the headworks, secondary
treatment by aeration and clarification, tertiary treatment by coagulation and filtration, and
disinfection. After secondary or tertiary treatment, the effluent may be discharged to the Napa
River from October 1" through May 15lh (NPDES Permit No. CA0037966). During the
remainder of the year, the effluent is treated to tertiary standards, distributed for recycled water
use, or stored for future use or disposal. The following sections include detailed descriptions of
the treatment processes and the equipment:

Headworks

The headworks receive raw wastewater from the City of Calistoga collection system through an
1S-inch diameter gravity main and may also receive return sludge from the sludge holding tank.
Although the treatment plant is capable of treating a peak wet weather flow of 4 mgd, the
headworks is designed for flows up to 7 mgd. If there are problems with the headworks system
or the influent exceeds 4 mgd, flows are diverted to the flow equalizationbasin using a motor-
controlled slide gate. If needed to control odors or pH, chlorine or caustic soda may be injected
at this point.

The headworks consist of a self-cleaning Parkson Aquaguard mechanical bar screen, an
emergency bar screen, and a Parshall flume flow meter. The design and operational criteria for
the headworks are presented in Table 1. If the loading conditions exceed the design parameters
for the aeration basins, flow from the headworks may be diverted to the flow equalizationbasin.

Table 1. Design and Operational Griteria for the Headworks

Design Griteria r, rliiii;j

Maximum capacity 7 mgd

Rated capacity 4 mgd

Mechanical bar screen spacing 6mm

Emergency bar screen spacing 1in

Parshallflume throat 12 in
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Prim ary Distribution Structu re

The primary diskibution structure receives flow from the headworks (up to 4 mgd), return
activated sludge from the clarifiers, and waste flows from other processes when required. The
distribution structure regulates flow into the aeration basins by means of a weir gate, a sludge
gate, and an adjustable weir gate for each basin. A manually operated slide gate can be used to
divert flows to the equalization basin.

Aeration Basins and Clarifiers

The aeration basins and clarifiers comprise a Parkson Biolac-R System, two aeration basins and
four clarifiers. The aeration basins receive mixed liquor from the primary distribution structure.
Aeration occurs from fine-bubble diffusers, suspended near the bottom of the aeration basins,
which create a displacement of floating aeration chains. The slow, continuous oscillation created
by the diffusers results in high-efficiency mixing. Under normal operations, the total plant flow
is split evenly among the two aeration basins. The blowers are operated automatically based on
either a specified duration or a specified dissolved oxygen range. The mixed liquor flows
through the aeration basins and into the clarifiers.

Sludge removal in the clarifiers is accomplished by an air lift assembly, aided by a flocculating
rake mechanism which travels back and forth across the length of the clarifier. Clarifier effluent
is discharged through an overflow weir. The activated sludge is either returned to the primary
distribution structure or wasted to the sludge holding tank and sludge drying beds. The design
and operational criteria for the aeration basins and clarifiers are presented in Tables 2 and 3,
respectively.

Table 2. Aeration Basin Design and OperationalGriteria

Number of basins 2

Maximum flow (each) 2mgd

Surface area (each) 12,100 ftz

Basin volume (each) 0.73 mgal

Detention time @ ADWF (each) 0.87 days

Number of Blowers 3 (2 duty, 1 standby)

Air requirements 2.600 standard ft3/min
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Table 3. Clarifier Design and Operational Criteria

varue

Type lntegral-Rectangular

Number of modules 4

Surface area (each) 1,242f(

Overflow rate @ ADWF (ea) 169 gpd/ft2

Overflow rate @ PWWF (ea) 805 gpd/ft2

Weir length (ea) 37ftx2sides

Weir loading at PWWF (ea) 14,000 gpd/ft

Secondary Chlorine Contact Basin and Discharge Structure

Secondary disinfection is conducted only during the wet season when influent flows exceed the
filter capacity. The secondary system is not used during the dry season when effluent is being
treated to tertiary standards for recycling.

The secondary chlorine contact basin is a plug flow reactor that can receive up to 3 mgd of
chlorinated secondary effluent. Sodium bisulfite is injected to the basin effluent to accomplish
dechlorination prior to river discharge. The sodium bisulfite feed rate can be controlled either
manually or automatically adjusted to the wastewater flowrate. Caustic soda may be injected at
this point for pH control.

The secondary discharge structure receives the dechlorinated water from the secondary chlorine
contact basin. From this location, secondary effluent is either discharged to the Napa River or
diverted to the flow equalizationbasin for temporary storage prior to further treatment. In-line
analyzers are operated to monitor chlorine residual and pH. If either one of these constituents
are determined to be out of range, a motor-controlled slide gate opens and flow is diverted to the
equalization basin. The design and operational criteria for the secondary chlorine contact basin
are presented in Table 4.

Table 4. Secondary Ghlorine Contact Basin Design and Operationa! Criteria

oeiid Grltsria Value 
.

Volume 63,000 gal

Detentiontime@3mgd 30 min

Filters

Two variable speed filter pumps are designed to pump up to I mgd of secondary effluent from
the clarifiers to the filters. The speed of the pumps is automatically controlled by flow set points
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in the computer system. Flow from the filter pumps shall not exceed 5 gprn/tf of filter surface
area pursuant to Section 60301.302,Title22 of the California Code of Regulations (CCR).

Polymer is injected at the filter pumps and mixed with the effluent in order to achieve
coagulation prior to filtration. The polymer feed pump is controlled by the flow detected by the
flow meter. Chlorine can also be added at this location for periodic cleaning of the filter. The
chlorine solution feed pumps are controlled manually from the local process controller.

Parkson DynaSand Filters, continuously backwashing sand filters, are used to achieve tertiary
treatment. The filter effluent is continuously monitored for turbidity and flow is diverted to the
primary distribution structure if turbidity limits are exceeded. Filter backwash water is also
returned to the primary distribution structure. The filter effluent may also be diverted to the
utility water clearwell, if necessary. The design and operational criteria for the filter pumps and

the filters are presented in Tables 5 and 6, respectively.

Table 5. Filter Pump Design and Operational Griteria

Design Griteria Value

Number of pumps 2 (1 duty, 1 standby)

Rated flow 700 gpm

Rated head 30ft

Motor 7.5 hp, variable-speed

Table 6. Filter Design and OperationalCriteria

-.".....t=.."-...........'..".t.ttgg!'ignt 
$ili .Value

Number of filters 3 (2 duty, 't standby)

Filter area per module 78ft2

Design flow 1 mgd

Hydraulic loading rate (1 mgdl2 filters) 4.4 gpmlft2

Hydraulic loading rate (1 mgd/3 filters) 3.0 gpmfft2

Exoected Influent Turbiditv 4 - 6.5 NTU

Expected Effluent Turbidity 0.25 to 0.6 NTU

Air requirements @ 30 psig 1 - 4 SCFM/ea

Reject rate 5-lOTo

Tertiary Chlorine Contact Basin

The tertiary chlorine contact basin receives up to I mgd of filter effluent. Effluent from the
filters is injected with chlorine solution and mechanically mixed in the filter valve vault. The
chorine residual is continuously monitored and if it is too low. a motor-controlled valve will
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open to divert flows to the flow equalization basin. During the dry season, the chlorinated
effluent flows to the Utility Water Clearwell and the Irrigation Pump Station. During the wet
season, the disinfected effluent is diverted to the Riverside Ponds prior to river discharge.
Design and operational criteria for the tertiary chlorine contact basin are presented in Table 7.

Table 7. Tertiary Chlorine Gontact Basin Design and Operational Criteria

Value 
:

Volume 83,500 gal

Side water depth 1 1.6 ft

Detention time @ PDWF 2hr

Riverside Ponds

During the wet season, the disinfected tertiary effluent is diverted to the Riverside Ponds prior to
river discharge. En route to the ponds, the effluent is injected with sodium bisulfite for
dechlorination and caustic soda for pH adjustment (if needed). In-line analyzerc are installed
after the injection points. If a chlorine residual is detected or the flow is outside the desired pH
range, effluent is diverted from the Utility Water Clearwell to the Effluent Storage Pond. This
set of controls prevents discharge violations to the Napa River. The Riverside Ponds consist of
four ponds that can be operated in series or parallel. Total pond area is 2.7 acres.

Utility Water Clearwell

The Utility Water Clearwell receives disinfected effluent from the tertiary chlorine contact basin.
The effluent is stored at the clearwell for recycled water use by the plant's utility water system.
Utility water is used onsite for hosing down equipment and as the supply water for the clarifier
spray system. The total volume available in the utility water clearwell is 21,000 gallons. Utility
water not used onsite for maintenance activities, overflows from the clearwell to either the
Effluent storage Pond, the Irrigation Pump Station, or the Riverside Ponds.

Flow Equalization Basin

The flow equalization basin is a storage basin used to hold auxiliary/emergency flows from
various plant processes. The flow equalizationbasin may receive raw wastewater from the
headworks overflow, mixed liquor from the primary distribution structure, scum from the
clarifiers, secondary effluent from the secondary disinfection pump wet well, non-potable water
from the secondary discharge structure, tertiary treated water from the tertiary chlorine contact
basin, emergency overflow from the effluent storage pond, or drainage from the sludge drying
beds. Total volume available in the basin is 5.6 mgal.

Wastewater from the flow equalizationbasin flows to the aeration/clarification system via pumps
in the equalization wet well. There are two submersible pumps in the wet well. The pumps do
not operate unless the influent headworks flow is less than 3.5 mgd. The design and operational
criteria for the equalization pumps are presented in Table 8.
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Table 8. Equalization Pump Design and OperationalGriteria

,:: Design Critdria,

Number of pumps 2 (1 duty, 1 standby)

Rated flow 350 gpm

Rated head 19ft

Motor 3hp

Elfluent Storage Pond

The effluent storage pond is a storage basin used to hold tertiary-treated effluent before it is
recycled or discharged from the plant. Total volume available in the storage pond is 20 mgal.
Flow from the effluent storage pond occurs via two submersible effluent pumps in the effluent
pump wet well. From the wet well, the tertiary effluent is pumped to either the irrigation pump
station for recycled water use or to the Riverside Ponds for river discharge. The design and
operational criteria for the effluent pumps are presented in Table 9.

Table 9. Effluent Pump Design and OperationalGriteria

-- -!

Value

Number of pumps 2 (1 duty,1 standby)

Rated flow 700 gpm

Rated head 47ft
Motor 15 hp

Sludge Holding Tank/Sludge Drying Beds

Sludge is collected in the clarifiers and wasted periodically to maintain an optimal bacteria
population. Discharge of solids may occur continuously or at scheduled intervals. The Return
Activated Sludge (RAS) is returned to the primary distribution structure and the Waste
Activation Sludge (WAS) is sent to the sludge holding tank. The volume available in the sludge
holding tank is 72,000 gallons. Supernatant from the sludge holding tank is sent to the primary
distribution structure. From the sludge holding tank, sludge is either pumped to the sludge
drytng beds or trucked off-site for further treatment. Final sludge disposal occurs by dump truck
pickup from the sludge holding area.

Drainage from the sludge dryrng beds is sent to the equalization pump wet well. The design and
operational criteria for the sludge pumps and drying beds are presented in Tables L0 and 11,
respectively.
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Table 10. Sludge Pump Design and OperationalCriteria

Table 11. Sludge Drying Bed Design and Operational Griteria

l.,oeSlgnllb *a...,-,.

Number of pumps 1

Type Progressing cavity pump

Motor 5 hp, 1160 rpm

::
-:,..',,,,,,,,,,,,,.,,,',,,,,,8*-. 

:::G-ft Ai*:=',::: V"ru"

Number 3

lnfluent flow. maximum 12,000 gpd

Bed size (each) 800 ft2

Loading rate @ maximum influent flow 5 gpdlft2

City of Calistoga
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Memorandum

Date: May 30,2006

To: Tong Yin, San Francisco Bay Regional Water Quality Control Board

From: Denise Conners, Larty Walker Associates
(on behalf of the City of Calistoga)

Subject: Calistoga NPDES Permit Renewal Issues (Permit No. CA 0037966)

The City of Calistoga has would like to address the following permit issues in a meeting
scheduled with the Water Board on Wednesday, May 31" (1:30pm). We are
summarizing the issues and proposed solutions in this memo to facilitate the meeting
process.

Reasonable PotentialAnalysis (RPA) and Proposed Effluent Limits

(1) Galculation of Cyanide Limits .

The number of samples per month used by the Water Board to calculate the final effluent
limits was n :22. Calistoga only collects I sample/month for cyanide analysis. Per SIP
guidelines, the number of samples per month to be used in the RPA calculations should
be a maximum of n:4.

Recommendation:
Use n*for the calculation of effIuent limits in the Tentative Order.

(2) Copper Limits

It is inappropriate to prescribe a more stringent interim limit for copper when the City can
easily meet its final limits. However, expected adoption of the copper Site Specific
Objective (SSO) will result in new methods of calculating copper limits. In fact, recent
draft permits have included "alternative copper limits" based on the imminent SSO
adoption. The City requests that the Water Board use SlP-prescribed limits until the SSO
is adopted. The alternative copper limits should also be included in the new permit, so
these limits will be automatically mandated when the SSO is adopted.

Recommendation:
Use SlP-prescribed limits for copper in the Tentative Order until the copper S^tO is
adopted.

(3) Chlorodibromomethane and Dichlorobromomethane Limits

It appears that MECs were used to determine interim limits for chlorodibromomethane
and dichlorobromomethane. The Log Probit method (rather than MECs) is typically used
to calculate interim performance-based limits. The use of MEC data results in more

Memo to Water Board
Calistoga NPDES Permit Renewal Page I ol 7



Fact Sheet Appendix F-2

stringent limits for these constituents and does not accurately reflect performance at the
WWTP. The regression of data associated with these constituents yields a log-normally
distributed regression equation which can be used to calculate the interim limit at the
99.87 percentile. Interim limits for Calistoga based on MEC and the Log Probit method
are included in the following table:

Gonstituent
MEG Basis Loq Probit Basis

MDEL (uq/L) MDEL (uq/L)
Chlorodibromomethane 5.0 9.1
Dichlorobromomethane 13 24

Recommendation:
Include interim limits, based on the Log Probit method, for chlorodibromomethane and
dichlorobromomethane in the Tentative Order.

(4) Tertiary Limits for Secondary Discharge

The Water Board has indicated that it will be applying tertiary standards (used for outfall
E-l, filtered effluent) to secondary effluent being discharged through outfall E-2. The
tertiary standards are technology-based limits and, by definition, can only be met with
1.srtiary treatment (i.e., filtration). Effluent discharged through E-2 is only treated to
secondary levels through an activated sludge system. It is inappropriate to place tertiary
standards on this secondary discharge.

Recommendation:
Apply secondary limits to the E-2 discharges and tertiary limits to the E-l discharges.

River to Effluent Flow Ratio

The Water Board is proposing to change the permissible river to effluent flow ratio from
the current l0:1 to a future ratio of 25:l at E-l (the tertiary outfall). This change has
been proposed as a condition for the City to retain the 10:1 dilution credit used to
calculate effluent limits. The proposed increased river dilution requirement will be a
significant hardship to the City based on the expected effluent disposal and/or storage
required until adequate river flow conditions occur. Under current permit conditions, the
City may begin discharging to the Napa River on October l't of each year. However, the
river to effluent flow ratio of 10:1 typically does not occur until mid-November. Waiting
until a 25:1 flow ratio is available could move the river discharge start date into
December. The following issues should be taken into consideration before a final
effluent flow ratio is prescribed for Calistoga.

Discharge of Tertiary Treated Water

It appears that the 25:1 flow ratio was proposed in order to be consistent with the St.
Helena and Yountville permits. However, Yountville and St. Helena only discharge
secondary water to the Napa River. The fact that Calistoga discharges primarily through
the E-l outfall and that all E-l discharges are tertiary-treated should be taken into account

Memo to Water Board
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by the Water Board when determining river to effluent flow ratios. (During 2005,860A
of the effluent discharged from the Calistoga WWTP was through the tertiary outfall, E-
l.)

The City's discharge of tertiary effluent to the Napa River began in 197 5 , and the
treatment systems were improved as part of the 20U-2A03 WWTP upgrade and
expansion. Pollutant loadings to the river were decreased by the addition of filters to the
WWTP and the continued discharge of very high quality effluent has helped protect a

sensitive area of the Napa River.

SRF Loan Obtained to Upgrade Calistoga WWTP

The City of Calistoga received a SRF loan to assist with an upgrade of its wastewater
treatment facilities, which was completed in 2003. As a condition of that loan, the Water
Board approved the treatment plant design and verified that effluent quality and
storage/disposal methods would be sufficient to meet permit requirements. If permitted
disposal conditions are now changed, the plant facilities may no longer be adequate. This
action diminishes the value of the SRF loan considerably and will force the City to find
additional funding for expansion of its current storage/disposal system.

Financial Hardship for Calistoga

The City of Calistoga is a very small community (population 5,200 with 1,240 sewer
connections) located in the northern end of the Napa Valley. The mean household
income (MHI) in Calistoga is less than 80% of the Napa County MHI (based on 2000
Census data). In 1997, Calistoga qualified for a State Small Community Grant (the State

Water Resources Control Board's low income program) to expand and upgrade the
WWTP. In 2001, Calistoga qualified for a grant under the USDA's Water and
Environmental Program (WEP) to improve its drinking water system. These grants were
necessary to ensure that the City could provide essential and cost-effective infrastructure
to its residents without significantly raising the monthly use fees. The additional expense
of building storage ponds and/or purchasing land for irrigation disposal, which would be
a consequence of the proposed 25: I dilution ratio, will be difficult for the City's residents
to bear, as discussed in the following paragraphs.

Estimated Costs:

During the fall of 2005, river conditions were such that the l0:1 river discharge start date
occurred on Novemb er 29tn. If a 25:1 river discharse ratio were in effect. the discharee
start date would not have occurred until Decemb".l8tn. Waiting until December l8ttrfor
river discharge would have forced the City to store or land-apply an additional 5.8 mgal
of treated effluent. The costs to handle this extra volume of effluent are calculated below
and presented in terms of impact to each household or sewer connection.

Memo to Water Board
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Construction of Lined, 10 mgal Storage Pond
( 1 0 mgal)($50,000/mgal) : $500,000 construction estimate
(3 acres)($200,000/acre): $600,000 land purchase costs
$1,100,0001I,240 sewer connections : $890 per household or sevyer connoctioa

Purchase of City-Owned Land for Dry Season Application
(5.8mgalx1 .l acrelmgal):6.5 acres required
(6.5 acres)($200,000/acre) : $1.3m estimate
$I.3m/1,240 sewer connections: $11050 per household or sewer connection

Limited Possibilities for Expansion of the Recycled Water Program

The City of Calistoga currently operates a successful recycled water program.
Approximately 82 mgal of recycled water was delivered to the City's users or applied to
City-owned sites during the 2005 dry season. However, landscape irrigation or irrigation
disposal are the only disposal options available to the City. Agricultural users do not
want the City recycled water because of its high boron content (3 m{L, fypical). All of
the existing, large landscape irrigators are already connected to the City's recycled water
system" and the City actively pursues recycled water connections for any large, proposed
new developments.

To expand the recycled water system to nearby agricultural land (primarily vineyards),
boron removal would be required for a portion of the treated water. Boron removal is
expensive and problematic due to complicated operational processes and the large waste
stream that is produced. The estimated cost to reduce boron to 0.5 mglL (acceptable
vineyard value) and treat a fraction of the influent flow is estimated to be $1.2m. This
cost is for a 0.3 mgd ion exchange system.

Installation of boron removal system per household or sewer connection
$I.2rc/1,240 sewer connections: $970 per household or sewer connection

Recommendation:
Retain a l0I river to effluentflow ra tiofor E-I in the Tentative Order.

Diffuser Installation at E-1

The Water Board is proposing installation of a diffuser at E-1, along with the increase to
a 25:l river to effluent flow ratio. These conditions are being proposed in order for the
City to retain the 10:1 dilution credit. It appears that diffrrser installation is being
proposed in order to provide consistency with the Yountville and St. Helena permits.
However, discharge conditions for Calistoga are much different than for Yountville and
St. Helena, primarily because Calistoga discharges tertiary water to a narrdw, gravel-
bottom section of the Napa River. The City does not feel that a25 l flow ratio should be
mandated for its discharges (as described above) and is also concerned about whether
there would actually be a net environmental benefit from installing a diffirser. The

Memo to Water Board
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expected impacts associated with installation and operation of a diffuser at E-1 are

presented in the following paragraphs.

Effect on Threatened/Endangered Species in Napa River

The City of Calistoga is very concerned that a diffuser will have negative environmental
impacts on the Napa River and its fisheries. Gary Martinelli, California Department of
Fish and Game (707-944-5570), was contacted to get his perspective on proposed
diffuser installation at E-l. Mr. Martinelli expressed his concerns about the effects of
installation and operation of a diffuser on the endangered Freshwater Shrimp and
threatened Steelhead_known to reside in this stretch of the Napa River. Steelhead spawn
near the E-1 outfall during January and February, the period when high effluent flow
would occur through the diffuser ports. Based on a conventional diffuser design, Mr.
Martinelli expects that fish spawning would be discouraged in areas near the diffuser.
Mr. Martinelli specified that the Department of Fish and Game be included in the review
of potential diffuser designs in order to select a design that will avoid impacts to
threatened/endangered species in the Napa River. Incorporation of special features to
protect these Napa River species may increase costs to the City for diffuser installation
and maintenance.

Diffuser Design and Operation

The E-1 location, where the diffuser would be installed and operated, is a narrow section
of the Napa River with a gravel bottom. The gravel bottom is constantly moving with the
river flows, shifting locations and redistributing the gravel along the river bed. Water
channels and holes are created by this gravel movement, and these channelsAroles vary
over time, becoming much deeper or shallower in various locations each year. This type
of river bed is very different from conditions at the Yountville and St. Helena discharge
points. The Yountville and St. Helena outfalls are near deep pools with muddy bottoms.
Because of the gravel bed near E-1, the City of Calistoga is concerned about the ability to
anchor a diffuser. Operation of the outfall will be expensive and problematic if the
diffuser is misaligned or even washed out of the river on a regular basis. Deep
excavation of the river bottom may be required to reach a stable substrate and this type of
excavation could have substantial environmental impacts and may not be acceptable to
the Department of Fish and Game. Another consideration is whether a diffuser in this
area can actually achieve adequate mixing within the required river length. Any diffuser
design must be site-specific and possibly quite unique because the river is so narrow (20
to 35 ft) at this point. Costs to the City associated with installation and operation of a
unique diffuser design will have to be evaluated. The City feels a responsibility to
protect the Napa River, but must consider the most cost effective method that has a net
environmental benefit.

Recommendation:
Include a provision in the Tentative Order that allows the City to complete an
environmental study by 2010 on potential diffuser designs. If a net environmental benefit
can be shown, the City will agree to dffiser installation, provided that the dffiser design

Memo to Water Board
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is cost effective and reasonably operablelmaintainable. Along with diffuser installation,
the City must be permitted to maintain the I0I flow ratio and dilution credit. If there
are no net environmental benefits or if environmental damage-is_caused by dffiser
installation, the City would not install a dffiser. At that point, the City would confer
with the Water Board to determine appropriate next steps as part of the 201I NPDES
permit renewal process.

Late Season Discharges to the Napa River

The current NPDES Permit allows discharges to the Napa River from October 1" to May
15th of each year. The permit also allows special ."qn"rt, to be made to the Water Board
for "emergency discharges" outside of the permitted discharge period (Discharge
Prohibitions, item 4). Napa River flowrates often remain high past May l5tn and routine
discharges could continue at the permitted river to effluent flow ratio through the end of
May and sometimes into June.

Storage capacity concerns have arisen at the WWTP when late spring rains occur or when
wet, early fall conditions prevail. The occurrence of late spring rains prevents delivery
of recycled water to users (due to lack of demand for City-supplied irrigation water) and
forces utilization of valuable pond storage early in the dry season. A wet, early fall
causes similar problems, as recycled water users stop needing irrigation water and the
City storage ponds fiIl with excess recycled water and rainfall.

The City would like the option of continuing routine discharges past May 15th, as long as
the permitted river to effluent flow ratio is available. The additional discharge in the
spring may relieve storage pressures in the fall, when operations staff worries that
available storage volume may be exceeded before the start of the river discharge season.

Recommendation:
Include a provision in Tentative Order that specifies procedures for tle City to follow
when requesting the continuation of routine discharges past May I5th. Routine
discharges iuould be defined as discharges to the Napa River under the permitted river
to effluentflow ratio. Emersency discharpes iuould be defined as a separate type of
discharge, requestedwhen the river to efiluentflow ratio is below permitted levels. The
provision may contain the language provided below.

"In order to obtain approval for a routine river discharge beyond the river discharge
period, a letter request must be submitted to the Water Board that includes information on
the duration and volume of discharge. This letter should be provided at least 3 days in
advance of the proposed discharge. In the letter, the City must provide a narrative
description of the water balance and pond storage conditions at the City's facilities
including the rainfall statistics and/or long-range weather forecasts that are prompting the
City to make this request. Actual pond depths and the targeted pond depths from the
beginning of the reclamation season to the current month must also be included. The
Water Board will respond in writing to the City within 48 hours of when the request was
first made."

Memo to Water Board
Calistoga NPDES Permit Renewal Page 6 of 7



Fact Sheet Appendix F-2

"In order to obtain approval for an emerqency discharge, the City must submit a letter
request to the Water Board at least 24 hours in advance of the proposed discharge. The
emergency discharge request may be needed when storage ponds are full and the
permitted river to effluent flow ratio is not available. The discharge request must include
reasons for the discharge, duration of flow, Napa River flowrates, and plans/dates for
correcting the problems. The Water Board will respond by phone or in writing to the
City within 24 hours of when the request was first made."

Memo to Water Board
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Receiving Water Hardnesso Chloride, and
Total Dissolved Solids (TDS)

Monitoring Data
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City of Calistoga NPDES Pemit Reissuance
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Reasonable Potential Analysis Results for
Priority Pollutants
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Effluent Data for Prioritv Pollutants
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City of Calistoga
NPDES Permit Reissuance

E-1 Effluent Data

I Antimonv 01t09t04 0 0.5 0.2 us/L EPA 200_8

I Antimonv ollo4l05 0.5 0.14 us/L EPA 200.8

z Arseilc 'fi/19/03 0.5 0.2 us/L EPA 200.8

Arsenic t2/t0t03 0.5 0.2 ug'rl EPA 200.8

Arsenic 0t/o9/04 0 0.5 0.2 us/I- EPA 200.8

Arsenlc 021't1104 J 0. 0.2 usJI- EPA 200.8
) Arsenic 03t02t04 9.9 0.5 0.2 us/l- EPA 200.8

2 Anenic 04/0'7t04 l6 0.5 0.2 us./L EPA 200.8

2 Arsenlc 05t05/M 21 0.5 0.2 us/I- EPA 200.8

2 Anenic ll/t'7/04 l9 0.5 0.14 up/L EPA 200.8

2 Arsenic tzt09/o4 l6 0.5 0.14 us/l- EPA 200.8

Amenlc 0t/04/05 8.4 0.5 0.14 usJL EPA 200.8

Amemc 02/08/05 14 0.5 0. l4 us/l- EPA 200.8

2 Ars 0t/03/0s 9 0.5 0. l4 uu/1, EPA 200.8

2 Alsenlc 04/05/05 ll 0.5 0.14 uzL EPA 200.8

2 Arsenic 05/04/05 14 0.5 0.14 us/L EPA 200.8
t Arsenlc tt/29/05 19 0.28 ue/L EPA 200.8

2 Arsenrc t2/07/05 t7 0.28 us./L EPA 200.8

2 Arsenlc 0l/03/06 7.5 0.5 0.2 us./L EPA 200.8

Bervllim 0t/09/04 ND 0.06 0.2 0.06 aglL EPA 200,8

-t Berullim 0t/04/05 ND 0.06 0.t 0.06 usJL EPA 200.8

4 Cadmium 1 l/19/03 0. 0.03 us/I- EPA 200.8

4 Cadmi 12n0t03 0.1 0. 0_03 uplL EPA 200.8
Cadmir 0v09t04 0.07 0. 0.03 tsll, EPA 200.8
Cadmir 02/1't/u 0.1 0. 0.03 us,/L EPA 200.8

4 Cadmium 03102104 ND 0.03 0. 0.03 us/[ EPA 200.8

4 Cadmim Mt07t04 0.2 0. 0.03 ts./L EPA 200_8

4 Cadmium 05/05/04 0.1 0. 0.03 usJL EPA 200.8

4 Cadmim tt/17 t04 0.07 0. 0.03 tsll- EPA 200.8

4 Cadmium t2/09tM 0.05 0. 0.03 ueJL EPA 200.8

4 ol/04/05 ND 0.03 0. 0.03 rsJI- EPA 200.8

4 Cad 02t08/05 ND 0.03 0. 0.03 tsn- EPA 200.8

4 Cadmium 03/03/05 ND 0.03 0. 0.03 ts/L EPA 200.8

4 Cadmium 04/05/05 ND 0.03 0. 0.03 us,II- EPA 200.8

4 Cadmim 05/04/05 0.09 0. 0.03 t!s./L EPA 200.8

4 Cadmium l/29/05 0.03 0. 0.03 teJL EPA 200.8

4 Cadmi um 2/O7/05 NT) 0.03 0. 0.01 rs/I- EPA 200.8
4 Cad 0l/03/06 ND 0.M 0.1 0.04 us/I- EPA 200.8

5a Chromim Il tt/t9/03 ND 0.2 0.5 0.2 us/[ EPA 200.8

f,a Chromium II) t2/10/03 J 0.2 0.5 0.2 is/I EPA 200.8

5a Chromium III) 0l/09t04 J 0.3 0.5 0.2 tstL EPA 200.8

5a Chromium IU 02/r1t04 ND 0.2 0.5 0.2 us./L EPA 200.8

5a Chromim n 03lozl04 ND 0.2 0.5 0.2 usJL EPA 200.8

lt Chromium u) o4toTtM ND 0.2 0.5 0.2 ts,II- EPA 200.8

t2 Chromim n 05/05/04 ND 0.2 0.5 0.2 us./L EPA 200.8 2
t, Chromium IIn /'t7/M ND o.2 0.5 0.2 ts/L EPA 200.8

5a Chromium tnl l2l09l04 ND 0.2 0.5 0.2 us/L EPA 200.8
5a r-h IIT\ 0y04/05 ND 0.2 0.5 o.2 usll- EPA 200.8

ch III) 02/08t0s ND 0.2 0.5 0.2 us/L EPA 200.8

5a Chromim n) 03/03/05 ND 0.2 0.5 0.2 usA EPA 200.8

tra Chromium III) 04105/05 ND 0.2 0.5 0.2 ts/L EPA 200.8

5a Chromim IID 05/04/05 J 0.4 0.5 0.2 usJL EPA 200.8

5a Chromium III) tt/29/05 ND 0.4 0.4 ueJL EPA 200.8

5a Chromim In I2/07t05 ND 0.4 0.4 ue/L EPA 200.8

5a Chromim IIN 0l/01/06 ND o.2 0.5 0.2 us,II- EPA 200.8

5b Chromium (VI) 0 l/08/04 ND l0 tsll SM35OOCR

5tt Chromium (VI) 0f/03/04 ND 0.9 l0 0.9 rsll- SM35OOCR

5tt Chromium (VI) 04/07/04 ND 0.9 l0 o.9 tsll- SM35OOCR
5h Chromium VD 05105104 ND 0.9 0.9 us/l- SM35OOCR

5b Chromium (VI) 0l/05/05 ND 0.5 l0 0.5 u*4, SM35OOCR

6 CoDDer tvt9t03 0.5 0.3 usJL EPA 200.8

6 Conoer t2/10/03 0.5 0.3 us/L EPA 200.8

6 Conmr 0t/09/04 A 0.5 0.1 us/L EPA 200.8

6 Copper 02/'t1/04 4 0.5 0.1 usJl- EPA 200.8
6 Copper 03102104 4.3 0.5 0.3 usJL EPA 200.8

6 Copper 04t07t04 b./ 0.5 0.3 uS,L EPA 200.8

6 Copoer 05105104 o 0.3 us,il EPA 200.8

6 CoDDer tv17l04 4.6 0.5 0.28 us,IL EPA 200.8

6 Cooner t2/09/04 0.5 0.28 ts.,Il, EPA 200.8

6 Cooner 0t/04/05 2 0.5 0.28 us/L EPA 200.8

6 Coooer 02/08/05 0.5 0.28 teJL EPA 200.8

6 Coooer 0l/01/05 3.4 0.5 0.28 tslL EPA 200.8

6 Cooner 04/05/0s 0.5 0.28 us/l- EPA 200.8

1
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.ltOftm*ry
6 Coooer 05/04/05 tr- | Efituer lJah 0.28 usJL EPA 200.8
6 Coorer /29/05 5 I 0.56 us/I- EPA 200.8
6 Copper t2/07/05 4.4 0.56 uilL EPA 200.8
6 Copper 0t/03/06 | .'7 0.5 0.08 us/L EPA 200.8
7 Lead I l/19/03 0.82 0.25 0.04 us.lL EPA 200.8
7 Lead t2/10/03 0;72 0.25 0.04 ss/l- EPA 200.8
1 Lead 01t09/04 0.75 0.2 0.04 us,il- EPA 200.8

Lead 02nv04 o.94 0.25 0.04 tp,lL EPA 200.8
7 Lead 03l02l04 o.27 o.2 0.04 uplL EPA 200.8
7 Lead 04t07t04 1.2 0.25 0.04 uslL EPA 200.8

Lead 05/05t04 0.28 0.25 0.04 us/L EPA 200.8
Lead tt/17/04 0.2 0.25 0.04 us/L EPA 200.8

7 Lead 12/09/M J 0.17 0.25 0.04 ts/l- EPA 200.8
7 Lead 01104/05 J 0.07 0.25 0.04 tp/L EPA 200.8
7 Lead 02/08/05 J 0.14 0.25 0.04 up/L EPA 200.8
7 Lead 03/03/05 0.16 0.25 0.04 tg/L EPA 200.8

Lead 04l05l05 J 0.16 0.25 0.04 us/L EPA 200.8
7 Lead 05t04t0s 0.35 0.75 0.04 us/L EPA 200.8
7 Lead 11t29/05 J 0.15 0.25 0.04 tslL EPA 200.8

Lead l2/07/05 0.35 0.25 0.04 ts/L EPA 200.8
7 Lead 0l/03/06 J 0.1 0.2s 0.07 ue/L EPA 200.8
8 Mercury tt/19/03 0.0022 0.0005 0.00024 us/L EPA I63
8 Mercurv 12t10/03 0.0016 0.0005 0.00024 tslL EPA 163I
8 Mercury 01109104 0.0023 0.0005 0.00024 us./L EPA I63
8 Mercurv 02n1t04 0.0031 0.0005 0.00024 ue/L EPA 163I
8 Mercury 03t03t04 0.002r 0.0005 0.00024 ue/L EPA 163I
I Mercury 04/07/04 0.001 0.0005 0.00024 ts/\, EPA 163
I Mercurv 05/05/04 0.0012 0.0005 0.00024 us/L EPA 16]
8 Mercurv t/t8/M 0.0012 0.0005 0.00024 us/L EPA I63
8 Mercw t2/10tM 0.0022 0.0005 0.00024 us/L EPA I63
8 Mercury 01104105 0.002 0.0005 0.00024 ts./L EPA 63
8 Mercury 02t09t05 0.0009 0.0005 0.00024 as/L EPA OJ
8 Mercurv 03t04t05 0.0014 0.0005 0.00024 us/L EPA 63
R Mercurv 04t06/05 0.0008 0.0005 0.00024 us/L EPA 63
8 Mercuru 05/05/05 0.0018 0.0005 0.00024 us/I EPA 63
I Mercw I li30l05 0.0008 0.0005 0_ff)02 t*4, EPA 63
8 Mscury 12t08/05 0.0008 0.0005 0.0002 us,ry, EPA 63
8 Mercury 01103/06 0.0015 0,0005 0.0002 us,il EPA 63
I Nickel IU19/O3 1.6 0.5 0.2 us/L EPA 2OO.

9 Nickel zil0/03 1.8 0.5 0.2 us/L EPA 2OO.

9 Nickel 01/09/u t.5 0.5 0.2 us/L EPA 200.8
9 Nickel 0att/04 I 0_5 o.2 us/f EPA 200.8
9 Nickel 03/02/04 0.5 0.2 us./L EPA 200.8
9 Nickel 04107/04 0.5 0.2 tzlL EPA 200.8
I Nickel 05l05l04 3 I 0.2 us/I- EPA 200.8
I Nickel t1/17 /04 t.5 0.5 0. l4 tsll- EPA 200.8
s Nickel t2/09/04 t.4 0.5 0. 4 usfi, EPA 200.8
I Nickel 0t/04/05 1.3 tt_) 0. 4 us/l. EPA 200.8
9 Nickel 02108105 1.8 0.5 0. tz,L EPA 200.8
9 Nickel 03/03/05 .4 0.5 0. \s./L EPA 200.8
9 Nickel 04t05/05 0.5 0. 4 tgrl- EPA 200.8
9 Nickel 05104105 1 u.) 0. ue,/L EPA 200.8
9 Nickel 11t29tls t.4 I 0.28 up/I- EPA 200.8
I Nickel t2/07/05 2 I 0.t us,/L EPA 200.8
9 Nickel 0t/01/06 t.J 0.5 0.2 us/L EPA 200.8
l0 Selenim t|19103 ND 0.5 u.) tg,4- EPA 200.8
t0 Selenium t2t10to3 ND 0.5 2.5 0.5 us/L EPA 200.8
l0 Selenium 01/09/04 ND 0.5 u.) us/L EPA 200.8
l0 Selenium 02nt/04 ND u.) 2 0.5 ts./L EPA 200.8
IO Selenim 03/02/04 ND u.) 0.5 telL EPA 200.8 2
t0 Selenium 04to7/M ND 0.5 2 0.5 tsJI- EPA 200.8 2
l0 Selenim 05/o5/M ND 0.5 z 0.5 us/1, EPA 200.8
l0 Selenium /17/04 ND 5 60 5 ug/L EPA 200.8 2
10 Selenium tzl09l04 ND 2.5 2.5 us,/L EPA 200.8 2
l0 Selenium 0v04/05 ND 0.5 0.5 us/L EPA 200.8
l0 Selenium 02/08/05 ND I I us,tI- EPA 200.8
l0 Selenium 03/03t05 ND z I ts.ll- EPA 200.8
10 Selenium 04/ostos ND 1.2 z t) us/L EPA 200.8 2
l0 Selenium 05/04t0s ND us/1. EPA 2OO 2
0 Seleni um 11t29/05 ND 0.5 0.5 us/L EPA 2OO 2
0 Selenim 12/07/05 ND 0.5 0.5 tstL EPA 200.8
0 Selenium 0t/03/06 ND 0.7 0.7 ue/L EPA 200.8
I Silver tt/19t03 ND 0.02 0.r 0.u ug:/L EPA 200.8
I Silver t2/10/03 J 0.02 0.1 0.4 tE/L EPA 200.8 I

Silver 01/09/04 ND 0.02 0.t o.m ts/L EPA 200.8
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Silver 02nt/04 ND t- I (t(DUeI DAIE 0.02 tsll- EPA 200.8

1l Silver $/02/a ND 0.02 0.1 0.02 us/[ EPA 200.8

ll Silver 04/07t04 ND 0.02 0.1 0.02 rslI F.PA 200.8

It Silver 05/05t04 J 0.02 0.1 0.02 ts/L EPA 200.8

It Silver 11/17/04 ND 0.03 0.1 0.03 us.lL EPA 200.8

Silver 12/09/04 ND 0.01 0.t 0.03 ue/L EPA 200.8

Silvs 01to4/o5 ND 0.03 0.1 0.03 teJL EPA 200.8

Silver 02t08/05 ND 0.03 0. 0.03 rs/I, EPA 200.8

ll Silver 03t01/05 ND 0.03 0.1 0.03 tsJI- EPA 200.8

ll Silver 04105/05 ND 0.03 0.1 0.03 us/L EPA 200.8

ll Silver 05t04/05 ND 0.03 0.1 0.03 USJL EPA 200.8

I Silver 1l/29/O5 ND 0.03 0.1 0.03 ueJL EPA 200.8

Silver t2t07/05 ND 0.03 0.1 . 0.03 uz/L EPA 200.8

Silver 0 I /01/06 ND 0.02 0. 0.02 uelL EPA 200.8

Thallium 0ll09/04 0.03 ND 0. 0.03 tsll EPA 200.8

z Thallim 01t04/05 0.03 ND 0.1 0.03 usJL EPA 200.8

13 Zinc lv19/03 0.3 ue/L EPA 200.8

l3 Zinc l2/10/03 35 0.3 us/L EPA 200.8

t3 Zinc 0t/09/04 35 0.3 us/L EPA 200.8

t3 Zinc 02/tt/u 4l 0.3 us/L EPA 200.8

Zinc 03t02/04 25 0.3 us.JL EPA 200.8
Zinc 04/07/04 60 0.3 ueJL EPA 200.8

Zinc 05/05/04 50 4 0.3 usI, EPA 200.8

7,inc 11/17/O4 0.3 us/l- EPA 200.8
7; 12/09t04 29 0.3 us/L EPA 200.8

7jnc 01/04t05 9 0.1 ts[L EPA 200.8

J Zinc 02t08t05 27 0.1 us[L EPA 200.8

J Zinc 03/03105 24 0.3 us/I EPA 200.8

J Zinc 04t05t05 24 0.3 us/L EPA 200.8

Zinc 05104/05 bl 0.3 usJL EPA 200.8

3 Zinc v29/O5 0.6 ueJL EPA 200.8

Zinc 12/07/05 54 0.6 usJL EPA 200.8

7.inc 0t/03/06 8 0.8 us/L EPA 200.8

4 Cvanide I l/18/03 J 1.9 3 0.9 us/I- EPA 335.2 I

4 Cvanide tzl09/03 ND 3 3 us/I EPA 335.2

4 Cvanide 0y09/u ND 3 J 0.9 ts/L EPA 335.2

4 Cvanide ou10/u 3 nS.trl- EPA 335.2

4 Cvmide 03t02/04 6 0.9 tts[L EPA 335.2

4 Cvanide 04/06/04 6 0.9 ts/L EPA 335.2
4 05/l t/04 us/L EPA 335.2 I

4 t'7/o4 7 3 0.8 ts/L EPA 335.2
4 Cvanide t2/08/M ND 0.8 0_8 tsll- EPA335.2
4 Cvanide 01/04t05 ND 0.8 j 0.8 us/L EPA 115.2

4 Cvanide 0v08/0s ND 0.8 J 0.8 tslL EPA 135.2

4 Cvanide 03/03/05 ND 0.8 J 0.8 us./L EPA 335.2

4 Cvanide 04/05/0s 4.3 J 0.8 te/L EPA 335.2

4 Cvmide 05/04/05 ND 0.8 0.8 USJL EPA 335.2

4 Cvmide fi/29t05 t.9 3 0.8 luSJL EPA 335.2

4 Cvanide t2t13/05 4.4 3 0.8 ts/L EPA335.2
4 Cvanide 0l/03/06 4.O 0.8 tsll- EPA 335.2

16 i-7.8-TCDD /Dioxin) 01t09/04 ND 0.637 1.81 0.637 op/I- EPA 1613
(r 2,3,7,8-TCDD (Dioxin) 0r/05/05 ND 0.699 0.276 0.6s9 os/L EPA 1613

l6 2,3.7.8-TCDD (Dioxin) 0l/03/06 ND l.l8 1.18 ns,{ EPA 1613

t7 Acrolein 01t09/04 ND 5 5 us./L EPA 624

t7 Acrolein 01/04/05 ND 0.56 5 0.56 rs/L F.PA 624

t7 Amolein 01/03/06 ND 0.56 5 0.56 us.lL EPA 624 6

l8 Acrvlonitrile 01/09/04 ND I 2 I us./L EPA624
l8 Acrvl onitrile oU04/05 ND 0.31 2 0.33 ugtl- EPA624
l8 Acrulonitrile ol/03/06 ND 0.1 2 0.33 us./L EPA624
ts Benz-ene 0t/09t04 ND 0.3 0.5 0.3 rslL EPA624
t9 Benzene 01/04t05 ND 0.06 0.5 0.06 us/I- EPA624
19 Benzene 01l03l06 ND 0.06 0.5 0.06 vs/L EPA 624

20 Bromofom 0l/09/04 J 0.4 0.5 0.2 UP/L EPA624
20 Bromoform ot/04/05 J 0.2 0.5 0.o7 us/L EPA 624

20 Bromofom 0l/03/06 J 0.1 0.5 0.07 upr'L EPA624
21 Crbon Tetrachloride 0v09/o4 ND 0.42 0.5 0.42 UEJL EPA 624

21 Carbon Tetrachloride 0v04/05 ND 0.06 0.5 0.06 us,{L EPA624
2'l Carbon Tetrachloride 0l/03/06 J 0.2 0.5 0.06 upfL EPA624
22 Chlorobeuene 0y09/04 ND 0.3 0.5 0.3 us{L EPA 624

22 Chlorobenzene 0yo4l05 ND 0.06 0.5 0.06 USJL EPA 624

22 Chlorobeuene 0v03/06 ND 0.06 0.5 0.06 ts.lL EPA 624

23 Chlorodibromomethme 0y09l04 0.5 0.3 uf,L EPA 624

Chlorodibromomethane 0t/04/05 2.9 0.5 0.3 us,{l- EPA624
tl Chlorodibromomethane 0l/03/06 l 0.5 0.07 us/L EPA 624

24 Chloroethane 0v09tM ND 0.14 0.5 0.34 us/L EPA 624
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24 Chloroethane 0t/04/05 ND E-1 tEffluer 0.07 uyJL EPA624
24 Chloroethme 0l/03/06 ND 0.07 u.) 0.0'7 us/L EPA624
25 2-Chloroethvlvinvl Ether 0t/09/04 ND 0.32 0.32 us./L EPA624
25 Z-Chlorrethvlvinvl Ether 0l/04/05 ND 0.1 0.1 tsll- EPA624
25 2-Chloroethvlvinvl Ether 0t/03/06 ND 0.1 0.1 usJI- EPA 624 7
26 Chloroform 01/09/u 34 tr.) 0.3 tgl- EPA624
26 Chlorofom o'|04/05 30 0.5 0.05 tqlL EPA624
26 Chloroform oll03l06 l6 0.5 0.05 us/L EPA624
,,a Diclrlorohmmnmelhene 0 t09t04 IJ u.l uslL EPA624
27 Dichlorobromomethane 0 t04/05 t0 0.5 tu/I- EPA624
27 Dichlorobromomethane 0 /03t06 9 u.) 0.06 us./L EPA624
2A 1, l -Dichloroethane 0 /09t04 ND 0.34 U.J 0.34 ue/L EPA624
28 I.I -Dichloroethane ot/o4/05 ND 0.05 u.) 0.05 us/L EPA 624
28 1. l-Dichloroethane 0t/01/06 ND 0.05 0.5 0.05 ue/L EPA624
29 1.2-Dichloroethane 01109/04 ND 0.2 0.5 o.2 us/L EPA 624
29 1.2-Dichloroethane 01lo4l05 ND 0.06 0.5 0.06 us/L EPA 624
29 1.2-Dichloroethane 01/03t06 ND 0.06 0.5 0.06 us/1, EPA624
30 Dichloreethene 0t/09t04 ND o.49 {, 1 o.49 uilL EPA 624
30 -Dichloroe 0t/04/0s ND 0.06 0.5 0.06 us/L EPA 624
30 -Dichloroethene 0t/03/06 ND 0.07 u.) 0.07 us{L EPA624
3t I,2-Dichloroorooane 01/09/M ND 0.2 0.5 0.2 us.,4- EPA624
3l I,2-Dichloroprooane 01/04/05 ND 0.05 0.5 0.05 ts[, EPA624
31 I,2-Dichlorooronane ot/03t06 ND 0.05 0.5 0.05 ls4- EPA 624
32 cis- I .3 -Dichloroorooene 0 /09/04 ND 0.2 0.5 0.2 usll- EPA 624
32 trans- .3-Dichloronronme 0 /09104 ND 0.3 0.5 0.-l uslI F,PA 624
32 cis- l -3-Dichloronmnene 0 /04t05 ND 0.06 l, l 0.06 us{L EPA624
32 trms- ,3-Dichloropropene 0 /04/05 ND 0.06 0.5 0.06 ug,L EPA624
t2 cis- l -3-Dicl 0 /03/06 ND 0.06 0.5 0.06 us/L EPA624
72 trans- .3-Dichloroorooene 0|03/06 NI) 0.05 0.5 0.05 uslL EPA624
33 Ethvlbenzene 0 t09/M ND 0.4 0.5 0.4 tsll- EPA624
33 Ethvlbemene 0 /o4t05 ND 0.06 0.5 0.06 us,t F,PA 624
JJ Ethvlbemene 0 /03t06 ND 0.06 0.5 0.06 us/[ EPA624
34 Methvl Bromide 0t/09/04 ND 0.4 l, ) 0.42 u?"4- EPA624
34 Methvl I 0t/04/05 ND 0.05 0.5 0.05 uslL EPA624
t4 Methyl Bromide 01/03/06 ND 0.05 0.5 0.05 ue,{L EPA624
35 Methvl Chloride 01/09/04 0.8 u.) 0.46 nsll, EPA624
35 Methvl Chloride ot/04/05 ND 0.04 0.5 0.04 tsll, EPA 624
35 Methvl Chloride 01/03t06 0.5 0.04 us/l EPA624
36 Methvlene Chloride 0l/09t04 ND 0.4 0.5 o.4 us/L EPA,624
36 Methvlene Chloride 0t/04/05 ND 0.07 u.) 0.07 us/L EPA624
36 Methvlene Chloride 0t/03106 J 437 0.5 0.07 rs./L EPA624

1,2.2-Tetrachloroethane ol/09/04 ND 0.3 u.) 0.3 ts/L EPA 624
5l l. 1.2.2-Tetrachloroethane 0t/o4t0s ND 0.06 0.5 0.06 ap/1, F,PA 624
37 l. 1.2.2-Tetrachloroethane 01103106 ND 0.06 0.5 0.06 ug/L EPA624
38 Tetrachloroethvlene 01l09l04 ND o.44 0.5 0.44 uzlL EPA,04
38 Tetrachloroethvlene 0t/04/05 ND 0.06 0.5 0.06 uglL EPA624
38 Tetrachloroethvlene 0t/03/06 ND 0.06 0.5 0.06 tsJL EPA624
19 Toluene 0l/09/04 ND 0.32 0.5 0.32 as/l- EPA 624
39 Toluene ov04/05 ND 0.06 0.5 0.06 uulL EPA624
39 Toluene 01/03/06 ND 0.06 0.5 0.06 up/L FPA 624
40 1.2-hans-Dichlormthvlme 01109/04 ND 0.43 0.5 o.43 us,{ EPA.624
40 1.2-tlans-Dichloroethvlene 0t/o4t0s ND 0.05 o.5 0.05 us/L EPA624
40 1.2-hms-Dichloroethvl 0t/03/06 ND 0.05 0.5 0.05 us/L EPA624
41 l- l^I -Trichloroethane 01/09/M ND 0.49 0.5 0.49 uglL EPA624
4l l-Tri 0t/04/05 ND 0.06 u.) 0.06 uelL EPA 624
4l l -Trichloroethane 01l03l06 ND 0.06 0.5 0.06 tsJL EPA624
42 I, I,2-Trichloroethane 01/09/04 ND 0.3 u.) 0.3 uslL EPA624
42 I, 1.2-Trichloroethane 0l/04/05 ND 0.07 u.) 0.07 uslL EPA624
42 l. 1.2-Trichloroethane 0l/03t06 ND 0.07 0_5 0.07 us'I, EPA624
43 Trichloroethene 01/09/04 ND 0.3 0.5 0.3 ueA EPA624
43 Trichloroethene 01/04/05 ND 0.06 0.5 0.06 nsJL EPA624
43 Trichloroethene 01t03t06 Nt) 0.06 0.5 0.06 us/L EPA624
44 Vinvl Chloride 01/09/04 ND 0.47 0.5 0.47 uslL EPA624
44 Vinvl Chloride ND 0.05 0.5 0.05 us/I- EPAA4
44 Vinwl Chloride 0l/03/06 ND 0.05 0.5 0.05 U9JL EPA624
45 2-Chloronhenol 01t09/M ND 0.6 2 0.6 ty/L EPA625
45 2-Chlorophenol 01104/05 ND 1.2 2 t.2 us/L EPA 625 4
45 2-Chlor 0l/03/06 ND 1.2 2 t.2 us,/L EPh 625
46 2,4-Dichlorophenol 01t09t04 ND 0.7 USJL EPA 625
46 2,zl-Dichloroohenol 0 t04/05 ND 0.9 0.9 uea EPA 625 4
46 2,4-Dichlorophenol 0 /03/06 ND 0.9 0.9 uslL EPA 625
47 2,4-Dimethvlohenol oU09t04 ND 0.9 2 0.9 us/L EPA 625
47 2,4-Dinethylphenol I 01/04/05 ND ll UP,/L EPA 625 4
47 2.4-Dimethvlnhenol 0t/03/06 ND l.l till EPA 625 4
48 2-Methvl4-6-Dinitronhenol olt09/04 ND 0.9 5 0.9 !s/L EPA 625

4
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48 2-Methvl-4.6-Dinit 0l/04/05 ND E-t ttrTtuer lJda z rs/1. EPA 625 4

48 2-Methvl4.6-DinitroDhenol 01t03t06 ND 2 5 z us/L EPA 625 4

49 2.4-Dinitroohenol 0t/09104 ND 0.6 5 0.6 us./L EPA 625

49 2.4-Dinitroohenol ot/04t0s ND 2 5 2 us/L EPA 625 4

49 2.4-Dinitronhenol 0 | /03/06 ND z 5 ts/L EPA 625 4
50 2-N trophenol 0ll09l04 ND 0.7 ) o.7 us/L EPA 625

50 2-N trophenol 0ll04l05 ND l.l 5 l.l uslL EPA 625 4

50 2-N troohenol 01t03t06 ND l.l 5 l.l ug/L EPA 625 4

51 4-N troDhenol 0t/09/04 ND 0.6 5 0.6 u*L EPA 625

5t 4-N hoohenol 0t/04/05 5 I ue/L EPA 625

5l 4-N troDhenol 0l/03/06 5 5 I us.lL EPA 625 4

s2 4-Chloro-3-Methvlnhenol 01t09t04. 0.5 us/L EPA 625

52 4-Chloro-3-Methvlphenol 0l/04/05 ND 0.93 0.93 up/l- EPA 625

52 4-Chlore3-Methvlohenol 01/03/06 ND 0.93 0.93 us/L EPA 625

53 Pentachloroohenol olt09/04 ND 0.9 0.9 az/L EPA 625

53 Pentachloroohenol 01t04/05 ND 0.98 0.98 as/L EPA 625 i

53 Pentachloroohenol 01/03/06 ND 0.98 0.98 ue/L EPA 625 +
54 Phenol 01t09t04 ND 0.4 0.4 dL EPA 625

54 Phenol ot/04/05 ND 0.8 0.8 ts/L EPA625 4

54 Phenol 0l/03/06 ND 0.8 0.8 us./L EPA 625 4

2-4,6-Trichloronhenol 0t/09/04 ND 0.6 ) 0.6 uslL EPA625
l-4-6- I nchloronhenol 01/04/05 ND 2 5 2 tsll- EPA 625 4

f,5 2.4.6-Trichlorophenol 0t/03t06 ND ) us/1, EPA 625 4

56 Acenaohthene tt/19t03 ND 0.17 0.3 0.17 ts/L EPA 6IO
f,o Acenaohthene 0t/09/04 ND 0.17 0.3 0.17 us/L EPA 610

56 Acenaohthene 0ll04l05 ND 0.032 0.32 0.032 us./L EPA 610

56 Acenaohthene 0l/03/06 ND 0.03 0.3 0.03 ts.lL EPA 610

Acenaohthvlene I l/19/03 ND 0.03 o.2 0.03 uz/L EPA 610

Acenaohthvlme 0l/09/M ND 0.03 o.2 0.03 ts./L EPA 610

Acmanhthvlene olt0/./05 ND 0.021 o.2 0.021 rsll- EPA 610
A cenanhth vl ene 0t/03/05 ND 0.02 0.2 o.02 ts/L EPA 610

58 Anthracme t'1t19/03 ND 0.16 0.3 0.16 rsll, EPA 610

58 Anthracene 01/09/04 ND 0.16 0.3 0.16 ltg/l EPA 610

58 Anthracme 0\t04/05 ND 0.032 0.32 0.032 ts.lL EPA 6IO

58 Anthracene 01t03/06 ND 0.03 0.3 0.03 ts./L EPA 610

59 Bevidine ot/o9/M ND I usJL EPA 625

s9 Benzidine 0t/04/05 ND 5 ts[- EPA 625

59 Bemidine 01/03/06 ND I 5 rslT- EPA 625

60 Benzo(a)Anthracene t1/19/03 ND 0. l2 0.3 0.17 MlL EPA 610

60 Benzo(a)Anthracene 0t/09/04 ND 0.12 0.3 0.12 usJL EPA 610

60 Benzo(a)anthracene 02/lt/04 ND 0.t2 0.3 0.12 uslL EPA 610

60 Benzo(a)Anthracene 0t/04/05 ND 0.021 0.32 0.021 tsl- EPA 610

60 Bemo(a)Anthracene 0 l/03/06 ND 0.02 0.3 0.02 ue/L EPA 610

61 Beuo{a)Pvrene r r/19/03 NT, 0.09 0.3 0.09 uslL EPA 610

6t Benzo(a) ot/o9/o4 ND 0.09 0.09 usll- EPA 610
61 Benzo{alI 0yo4t05 ND 0.021 0.32 0.021 usJl, EPA 610
61 Benzo(a) 0lt03t06 ND 0.4 0.3 0.02 tp/l- EPA 610
62 Benzo(b)Fluormthme 11t19/03 ND 0.11 0.3 0.1 tsll- EPA 610

62 Benzo(b)Fluormthme 0'u09/u ND 0.1I 0.3 0.1 us/[- EPA 610

62 Benzo(b)Fluoranthene 01to4t05 ND 0.032 0.32 0.032 uslL EPA 610

62 Benzo(b)Fluoranthene 01/03/06 ND 0.02 0.3 0.02 .tstL EPA 6IO
63 Benzo(shi)Pervlene 11/19/03 ND 0.06 0.1 0.06 us,/L EPA 610

63 Beuo(shi)Pwlene ovo9/04 ND 0.06 0.1 0.06 us/L EPA 610

63 Beuo(shi)Perulfle 01t04/05 ND 0.032 u.l 0.032 us,4- EPA 610

63 Beuo(shi)Pervlene 0't/03/06 ND o.o2 t)_ I 0.02 us.l\- EPA 610

64 Beuo(k)Fluoranthene 11/19/03 ND 0. l6 0.3 0.16 usJI- EPA 610

64 Benzo(k)Fluoranthene 0t/09/04 ND 0.16 0.3 0.16 tp,ll- EPA 610

64 Bmzo(k)Fluoranthene ot/04/05 ND 0.043 0.32 0.043 us/L EPA 610

64 Benzo(k)Fluoranthene 0t/03t06 0.02 0.3 o.u USJL EPA 6IO
65 Bis(2-Chloroethoxv)Methane 0t/09104 0.9 5 0.9 us/L EPA 625

65 Bis(2-Chloroethoxv)Methane 0t/04/05 0.8 5 0.8 ue/L EPA 625 4

65 Bis(2-Chlormthoxv)Methane 0 l/03/06 0.8 0.8 uelL EPA 625 4

66 Bis(2 -Chloroethvl)Ether 0t/09t04 o.'7 0.7 usJL EPA 625

66 Bis(2 -Chloroethvl)Ether 0l/M/05 o.7 0.7 us/L EPA 625 4

66 Bis(2-Chloroethvl)Ether 0v03t06 0;7 tslL EPA 625 4

67 Bis(2-ChloroisooroDyl)Ether 01t09t04 ND 0.6 2 0.6 uslL EPA 625

67 Bis(2-Chloroisoproovl)Eths 01t04t05 ND 0.7 2 0.7 uslL EPA 625 4

67 Bis(2-Chloroisooroovl)Ether 01l03l06 ND 0.7 o;t us/L EPA 625 4

68 Bi s(2-Ethvlhexrd)Phthalate tl/19/03
68 Bis(2 -Ethvlhexvl)Phthalate ot/09t04 ND 0.8 0.8 us4, EPA 625

68 Bis(2 -Ethvlhexvl)Phthalate o1/Mt05 ND 0.5 0.5 us/L EPA 625 4

68 Bi s(2-Ethvlhexvl)Phthalate o|03106 ND 0.5 0.5 rs/I- EPA 625 4

69 4-Bromophenyl Phenyl Ether l1l19lo3 ND 0.4 5 0.4 usfL EPA 625
69 4-Bromophenyl Phenyl Ether olt09t04 ND 0.4 0.4 ug/L EPA 625
69 4-Bromophenvl Phenvl Ether 01t04t05 ND 2 2 u*4- EPA 625 A
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69 4-Bromophenyl Phenyl Ether 0l/03/06 ND E-1 Atluer uaa us/L EPA 625 A

1fi Butylbenz!4 Phthalate tul9t03 ND 0.8 0.8 u*L EPA 625
70 BuMbenzvl Phthalate 0u09t04 ND 0.8 5 0.8 uslL EPA 625
70 Butvlbenzvl Phthalate 0t/04/05 ND z 5 us,L EPA 625 i

70 Bufvlbenzvl Phthalate 0l/03t06 ND 2 5 2 us/L EPA 625
7l 2-Chloronanhthalene tl/t9t03 ND (r-') us/L EPA 625
7l 2-Chloronanhthalene 0v09t04 ND 0.5 5 0.5 ts/L EPA 625
71 2-Chloronaohthalene 0t/04/05 ND 0.6 5 0.6 us./L EPA 625 A

71 2-Chloronanhthalene 0l/03/06 ND 0.6 5 0.6 us/L EPA 625
72 4-Chloroohenvl Phenvl Ether tt/19/03 ND 0.5 5 0.5 us/L EPA 625
72 4-Chlorophenyl Phenl4 Ether 01t09/M ND 0.5 0.5 ts/l- EPA 625
72 4-Chlorophenvl Phenyl Ether 0l/04/05 ND us/I EPA 625
72 ,l-Chlorophenvl Phenvl Ether 01103/06 ND 2 ts./L EPA 625 4

Chrvsene 11/19103 ND 0.14 0.14 ts/L EPA 610
It Chrvsme ot/09tM ND 0.14 0.14 us/L EPA 610
t5 Chrvsme 01t04/05 ND 0.043 0.32 0.043 us./L EPA 610

Chrusene 01/03/06 ND 0.02 0.02 usll- EPA 610
74 Dibenzo(a,h)Anthracene 1r/t9/03 ND 0.04 0.1 0.04 us/l- EPA 610
74 Dibenzo(a.h)Anthracene 01/09/04 ND 0.04 0.1 0.04 tsJL, EPA 610
74 Dibenzo(a,h)Anthracene 01l04l05 ND 0.032 (r. I 0.032 us/L EPA 610
74 Dibeuo(a-h)Anthracene 01103106 ND 0.03 0.1 0.03 ts./L EPA 610
t3 .2-Dichlorobenzene tl/19/o3 ND 0.2 u.) 0.2 teJL EPA624
,f, .2-Dichloroberzene 0t/09t04 ND 0.2 u.) 0.2 ts./L EPA624
/f, .2-Dichlorobenzene ol/04/05 ND 0.0s u.) 0.05 us/L EPA624
/l .2-Dichlorobenzme ot/01t06 ND 0.06 u.) 0.06 ue/L EPA624
76 3-Dichlorobenzene U19/03 ND 0.3 0.5 0.3 usJl, EPA 624
76 3-Dichlorobenzme 0t/09t04 ND 0.3 0.1 tsll, FPA 624
76 3-D 01t04/05 ND 0.07 0.5 o.(n usA EPA624
76 3-Dichlorobenzene 0t/03106 ND 0.07 o.5 0.07 ts/L EPA624
77 .4-Dichlorobeuene t1/19/01 ND 0.3 0.5 0.3 uslL EPA624
77 .4-Dichlorobenzene 0t/09/04 ND v.i 0.5 0.3 ts./L EPA624
77 .4-Dichlorobenzene 0't/04/0s 0.1 u.) 0.06 tsJL EPA624
77 .4-Dichlorobenzene 01/03/06 J 0.2 0.5 0.06 usll, EPA,624
78 3 -3'-I)ichlorohmzidine t1/'l9to3 ND U.J 5 0.3 us/L FPA 625
78 l -3'-Dichlorohmzidine 01t09/04 ND 0.3 5 o.3 us./L EPA625
78 3,3'-Dichlorobenzidine 01l0/'l05 ND 0.6 5 0.6 up/L EPA 625 4
78 3.3'-Dichlorobenzidine 01l03l06 ND 0.6 5 0.6 ts4- EPA 625 4
79 Diethvl Phthalate t1n9t03 ND 0.7 2 0.7 rslL EPA 625
79 Diethyl Phthalate 01t09t04 ND 0.7 2 o.7 rs/I, EPA 625
79 Diethyl Phthalate oyo4laS ND 0.9 2 0.9 us/L EPA 625
79 Diethvl Phthalate 0t/03/06 ND 0.9 z 0.9 us:/L EPA 625
80 Dimethvl Phthalate n/t9/03 ND 0.7 z 0;7 uy/L EPA 625
80 Dimethvl Phthalate 0l/09/04 ND 0.7 2 0.7 tsll- EPA 625
80 Dimethvl Phthalate 0l/04/05 ND 0.6 2 0.6 us/I- EPA 625
80 Dimethvl Phthalate 01/03106 ND 0.6 2 0.6 tp/L EPA 625 t

8 Di-n-Buwl Phthalate It/19t03 ND I ts/L EPA 625
I Di-n-Butvl Phthalate 01l09l04 ND I us/L EPA 625
8 Di-n-BuWl Phthalate 01t04t05 ND 0.6 0.6 us.lL EPA 625 4
I Di-n-BuWl Phthalate 0l/03/06 ND 0.6 5 0.6 us.,ry, EPA 625 4
82 2,4-Dinitrotoluene n/19/03 ND 0.6 0.6 ue,il- EPA 625
82 2.4-Dinitrotoluene 0 /09/04 ND 0.6 5 0.6 tell- EPA 625
82 2.4-Dinitrotoluene 0 /04/0s ND 0.9 5 0.9 tsll- EPA 625 A

82 2.4-Dinitrotoluene 0 103106 ND 0.9 5 0.9 us/1, EPA 625 ^
83 2,GDinitrotoluene n/19/03 ND 0.6 5 0.6 up/L EPA 625
8-t 2.GDi 0 t09/04 ND 0.6 u-o us/L EPA625
83 2.GDinitrotoluene 0 /04/05 ND 0.5 0.5 us./L EPA 625 4
83 2.6Dinitrotoluene 01/o3t06 ND 0.5 0.5 usJL EPA 625 A

84 Di-n-Octvl Phftalate I t/ t9/o3 ND 0.9 5 0.9 tel], EPA 625
84 Di-n-Octvl Phthalate 0y09tu ND 0.9 5 0.9 ts/L EPA 625
84 Di-n-Octyl Phthalate oll04los ND 0.7 5 0.7 us/1, EPA 625
84 Din-Octvl Phthalate 0il03/06 ND o.7 5 0.7 us/L EPA 625 4
85 2-Dinhenvlhvdrazine tv19t03 ND 0.6 0.6 us.lL EPA 625
85 2-f)inhenvlhvdrazine 0 t/09/04 ND 0.6 4.6 USJL EPA625
85 .2-Diphenvlhvdrazine 01/04/05 ND 0.9 0.9 ue/L EPA 625 4
85 ,2-Diphenvlhvdrazine 0l/03/06 ND 0.9 0.9 us./l- EPA 625 4
86 Fl uoranthene lt/19t03 ND 0.03 0.05 0.01 us/L EPA 610
86 Fluoranthene 01l09lM ND 0.03 0.05 0.03 ts/1, EPA 610
86 Fluoranthene 01t04t05 ND 0.032 0.05 0,032 us/L EPA 610
86 Fluoranthene 01103106 ND 0.03 0.05 0.03 us/L EPA 610
87 Fluorene 1ut9t03 ND 0.02 0.1 0.02 uSrrL EPA 610
87 Fluorene al09l04 ND 0.02 0.1 0.02 tc,tl- EPA 610
87 Fluorme 0t/04/05 ND 0.032 0. 0.032 ue/L EPA 610
87 Fluorene 0l/03/06 ND 0.03 0. 0.03 ue/L EPA 610
88 Hexachlorobruene l/'t9t0f ND 0.4 0.4 us/L EPA 625
88 Hexachlombenzene 01/091M ND 0.4 0.4 us/I EPA 625
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88 Hexachlorobenzene 01t04/05 ND tr- I EFIUEI uala 0.8 us/I EPA 625 4
88 Hexachlorobenzene 01t03106 ND 0.8 0.8 us./L EPA 625 i

R9 Hexachk 11/19/03 ND 0.7 0.7 uqlL EPA 625

89 Hexachlorobutadiene 0t/09/04 ND 0.7 0.7 usJL EPA 625

89 Hexachlorobutadiene 01/04/05 ND 0.8 0.8 ue,\, EPA 625
89 Hexachlorobutadiene 0l/01/06 ND 0.8 0.8 us/l- EPA 625 q

90 Hexachloro cvclooentadi ene I l/19/03 ND 0.4 5 0.4 usll- EPA 625
90 Hexachlorocvclooentadime 0t/09/04 ND 0.4 5 0.4 us/1, EPA 625
90 Hexachlorocvclooentadi ene 01/04/05 ND 0.8 0.8 uplL EPA 625 ,
90 Hexachlorocyclopentadi ene 0l/03/06 ND 0.8 0.8 us/L EPA.625 4

9l Hexachloroethane tt/t9/03 ND 0.6 0.6 ts/L EPA 625

9l Hexachloroethme 01/09/04 ND 0.6 0.6 usJL EPA 625

9l Hexachloroethane oUo4/o5 ND 0.9 0.9 uqlL EPA 625 4
9l Hexachloroethme 0l/03/06 ND 0.9 0.9 ts/I- EPA 625 4
92 Indeno{ l -2-3-cd)Pwene 1t/t9/03 ND 0.04 0.05 0.04 upll- EPA 610
92 Indeno( 1,2,3-cd)Pyrene 01109/04 ND 0.04 0.05 0.04 up/L EPA 610
92 lndeno( 1,2,J-cd)Pwene 0v04/05 ND 0.032 0.05 0.032 tsll- EPA 610

92 lndeno( 1,2,3-cd)Pyrene 0l/03/06 ND 0.02 0.05 0.02 us/L EPA 610

93 Isophorone 11/19/03 ND 0.8 0.8 usJL EPA 625

93 Isophorone 01/09/04 ND 0.8 0.8 ue/L EPA 625

93 Isoohorone 01t04/05 ND 0.5 0.5 us/L EPA625
93 Isoohorone 0l/03/06 ND t)_ ) 0.5 usJL EPA 625 4
94 NaDhthalene I t/t9/o3 ND 0.0s o.2 0.05 tsJL EPA 610
94 Nanhthalene 0t/09/M ND 0.05 o.2 0.05 usfL EPA 610
94 Nanhthalene 0t/04/05 ND 0.021 0.2 0.021 usn- EPA 610
94 Nanhthalene 0 | /03/06 ND 0.02 0.2 0.02 us/L EPA 610
95 1t/19/03 ND 0.7 0.7 ts/l F,PA 625
95 Nitrobeuene ot/o9tM ND 0.7 o.'7 uplL EPA 625

95 Nitrobenzene 01/04/05 ND 0.7 o.'l ue/L EPA 625 4

95 Nitrobeuene 01/o3/M ND o.7 0.7 ue/L EPA 625 4

96 N-Nitrosodimethvlamine t1/19/03 ND 0.6 0.6 ue/L EPA 625

96 N-Nitrosodimethvlmine 0t/09/04 ND o.6 0.6 tsJI- EPA 625
96 N-Nitrosodimethvlam ine 0l/o4/05 ND 0.6 0_6 ts/l- EPA 625 A

96 N-Nitrosodimeth 01/03/06 ND 0.6 0.6 rp/I EPA 625
q7 N.N trosodi-n-Propvlmine 1t/19/03 ND 0.8 0.8 ue/L EPA 625

97 N-N trosodi-n-Proovlamine 0v09/M ND 0.8 5 0.8 te/L EPA 625

97 N-N hosodi-n-Proovlamine 01/04105 ND 0.8 0.8 ueJL EPA 625 4

97 N-Nihosodi-n-Proovlmine ol/03/06 ND 0.8 0.8 ts/1, EPA 625
98 N-Nitrosodiohenvlamine I t/19/Of ND 0.7 tsll- EPA 625
98 N-Nitrosodinhenvlam ine ot/os/M ND 0.7 us/L EPA 625
98 N-Nih o1/04/05 ND 0.6 0.6 tpll, EPA 625
98 N-Nitrosodinl 0t/03/06 ND 0.6 0.6 us/L EPA 625 I

9S Phmanthrene l1/19/03 ND 0.03 0.05 0.03 ue/L EPA 610

99 Phenanthrene 0t/09/04 ND 0.03 0.05 0.03 ts/L EPA 610

99 Phenanthrene 01/04/05 ND 0.032 0.05 0.032 nsJL EPA 610

99 Phenanthrene 0l/0_l/06 ND 0.02 0.05 0.02 uell, EPA 610

100 Pwene tt/19/03 ND 0.03 0.05 0.03 ts/l- EPA 610
100 Puene 0't/09/04 ND 0.03 0.05 0.01 rp/l- EPA 610
100 Pwene 0t/04/0s ND 0.032 0.05 0_012 up/l- EPA 610
t00 Prene 01/03/06 ND 0.02 0.05 0.02 ts/1, EPA 6IO
0'l l -2-4-Trichlorot 0t/09/M ND 0.6 0.6 us/l EPA 625

0'l 1.2.4-Trichlorobenzene 0t/04/05 ND 1.3 5 1.3 us.,4- F,PA 625 A

0l 2-4-Tichk 0l/03/06 ND l.J 5 1.3 us./L EPA 625 i

02 Aldrin 01/09/M ND 0.003 0.005 0.003 uSrtL EPA 608
T2 Aldrin 0t/04/05 ND 0.003 0.005 0.003 us.L EPA 608

02 Aldrin 0t/03/06 ND 0.002 0.005 0.002 ue,{L EPA 200.8

03 alDha-BHC 0t/09/04 ND 0.003 0.01 0.003 us,Il, EPA 608

03 aloha-BHC 0t/04t05 ND 0.003 0.01 0.003 VETL EPA 608

03 aloha-BHC 0l/03/06 ND 0.003 0.01 0.001 rsIL EPA 200.8
o4 beta-BHC 0t/09/04 ND 0.004 0.005 0.004 VqIL EPA 608
04 beta-BHC 0v04/05 ND 0.003 0.005 0.003 ts./L EPA 608

04 beta-BHC 0t/03/06 ND 0.003 0.005 0.003 UEJL EPA 200.8

05 emma-BHC (Lindane) 0v09/04 ND 0.001 0.01 0.003 ts.lL EPA 608

05 BIIC /I indane\ 0t/04/05 ND 0.003 0.01 0.003 \SJL EPA 608

05 smma-BHC (Lindane) 0l/01/06 ND 0,002 0.01 0.002 ts/l- EPA 200.8
06 delta-BHC 0t/09/04 ND 0.002 0.005 0.002 tp/1- EPA 608
06 delta-BHC 0t/04t05 ND 0.003 0.005 0.003 up/L EPA 608
06 delta-BHC 0y03/06 ND 0.002 0.005 0.002 tg./L EPA 200.8
o7 Chlordane 0v09/a ND 0.005 0.02 0.005 us/L EPA 608
o7 Chlordane 0t/04/05 ND 0.02 0.02 0.02 as.lL EPA 608
07 Chlordane 0t/03/06 ND 0.02 0.02 0.o2 us/L EPA 200.8
08 4,4'-DDT 0t/09t04 ND 0.001 0.0r 0.003 ss/L EPA 608
08 4,4'-DDT 0t/04/05 ND 0.001 0.01 0.003 sz/L EPA 608
08 4,4'-DDT 0t/03/06 ND 0.002 0.01 0.002 as./L EPA 200.8
0s 4.4'-DDE 0t/091u ND 0.002 0.01 0.002 ts.lL EPA 608
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t09 4.4'-DDF. ot/04105 ND E-1omffiuer 0.003 ue/L EPA 608
t09 4.4'-DDE 0l/03/06 N'D 0.003 0.01 0.003 us/L EPA 200.8
to 4.4'-DDD ov09/04 ND 0.002 0.01 0.002 us/L EPA 608
l0 4.4'-DDD 0t/04/a5 ND 0.002 0.01 0.002 us/1, EPA 608
l0 4-4'-DDD 01/03/06 ND 0.002 0.01 0.002 us,II- EPA 200.8

Die 01t09/04 ND 0.002 0.01 0.002 usJL EPA 608
Dieldrin 0v04t05 ND 0.002 0.01 0.002 ueJL EPA 608

il Dieldrin 0t/03/06 ND 0.002 0.01 0.002 tull, EPA 200.8
ttz Endosult-an I (aloha) 0l/09/04 ND 0.002 0.01 0.002 ue.1L EPA 608
t2 Endosulfan I (alpha) 01/04/05 ND 0.002 0.01 0.002 ue/L EPA 608

t12 Endosulfan I (alnhal 01103106 ND 0.003 0.01 0.003 us/L EPA 200.8
l3 Endosulfan II 6eta) 0 t/09/04 ND 0.002 0.01 0.002 us/L EPA 608

Endosulfan II fteta) 01/04t05 ND 0.002 0.01 0.002 us/L EPA 608
Endosulfan II (beta) ot/03/06 ND 0.002 0.0r 0.002 usll- EPA 200.8

4 Endosulfan Sulfate 0l/og/04 ND 0.002 0.01 0.002 ts/L EPA 608
4 Endosulfan Sulfate 0t/04/05 ND 0.003 0.01 0.003 ugt EPA 608

ll4 Endosulfan Sulfate 01t03/06 ND 0.002 0.0r 0.002 uEL EPA 200.8
f, Endrin 01/09/04 ND 0.002 0.01 0.002 us/L EPA 608

ll5 F,N 0 ./04t05 ND 0.002 0.01 0.002 up/L EPA 608
5 Endrin 0 /03t06 ND 0.002 0.01 0.002 us/I- EPA 200.8
6 Endrin Aldehvde ot/o9/04 ND 0.002 0.01 0.002 us/L EPA 608
6 Endrin Aldehvde 0 /04/05 ND 0.003 0.01 0.003 us/'l- EPA 608
6 Endrin Aldehvde 0 t03/06 ND 0.003 0.01 0.003 uslL EPA 200.8

Heotachlor 0 t09t04 ND 0.003 0.01 0.003 ue/L EPA 608
HeDtachlor 0 /04/05 ND 0.003 0.01 0.003 us/L EPA 608

7 Heptachlor 0l/03t06 ND 0.003 0.0r 0.003 ts{I, EPA 200.8
8 Hentachlor Emxide 0t/09/04 ND 0.003 0.01 0.003 usJL EPA 608
8 Hmtachlor Enoxide 01/04/05 ND 0.002 0.01 0.002 ts/l- EPA 608
I Hmtachlor Fnoxide 01/03t06 ND 0.m2 0.01 0.002 us/l- EPA 200.8
I PCB 1016 0t/09/04 ND 0.05 0. 0.05 ts/|. EPA 608
I PCB 1016 0l/04/05 ND 0.03 0. 0.01 uslL EPA 608

l9 PCB 10I6 0t/03/06 ND 0.05 0 0.05 ts./L EPA 200.8
20 PCB 1221 0t/09/04 ND 0.03 0 0.03 ts/L EPA 608

120 PCB 1221 01t04/05 ND 0.05 0. 0.05 usJL EPA 608
20 PCB 1221 0'1t03t06 ND 0.06 0. 0.06 rsJL EPA 200.8
21 PCB 1232 0t/09/04 ND 0.04 0. 0.04 tsll, EPA 608
21 PCB 1232 0l/04/05 ND 0.06 0. 0_06 u*4, EPA 608
2l PCB 1232 0|03/06 ND 0.04 0. 0.04 usJL EPA 200.8
) PCB 242 01t09/04 ND 0.05 0. 0.05 ueJL EPA 608
z PCB 242 0t/04t05 ND 0.04 0. 0.04 tsll- EPA 608

PCB 247 0l/03i06 ND 0.06 0 0.06 tsll, EPA 200.8
PCB 248 0l/09/04 ND 0.05 0. 0.05 usll EPA 608
PCB 248 01/04/05 ND 0.05 0_ 0.05 ts/L EPA 608

23 PCB 248 01t03t06 ND 0.05 0. 0.05 ts./L EPA 200.8
24 PCB 254 0t/09/04 ND 0.07 0 0.07 us/L EPA 608

124 PCB 254 0t/04/05 ND 0.06 0 0.06 UEIL EPA 608
t24 PCB 254 ot/03/06 ND 0.04 0.1 0.04 ts/I- EPA 200.8
125 PCB 260 01t09t04 ND 0.05 0.1 0.05 uu/I- EPA 608
l2s PCB 260 0t/04/05 ND 0.06 0. 0.06 us/I- EPA 608
125 PCB 260 0l/03/06 ND 0.03 0 0.01 tslL EPA 200.8
126 Toxaohene all09/04 ND 0.4 o_5 0.4 US,/L EPA 608
126 Toxaohene 01/o4t05 ND 0.15 0.5 0.15 USJL EPA 608
126 Toxanhene 01/43/06 ND 0.15 0.5 0. l5 us.lL EPA 200.8

Chlomwifos 0 /09/a4 ND 0.04 0.05 0.04 tJs/L EPA 614
Chlomyrifos 0t/04/05 ND 0.03 0.05 0.03 us/L EPA 614
Chlor 0l/03/06 ND 0.03 0.05 0.03 uF,/L EPA 614

Diazinon 0'U09/04 N'D 0.04 0,0s 0.04 us/L EPA 614
Diazinon 0v04/05 ND 0.04 0.05 0.04 us/L EPA 614
Diazinon 0t/03/06 ND 0.M 0.05 0.04 uplL EPA 614

Tributvltin 01t09t04 ND 0.000482 0.00151 0.000482 us/L Krone
Tributyltin 0l/05/05 ND 0.000496 0.001 0.000496 tsJL Krone
Tributvltin olt03/06 ND 0.0005 I 0.0021 0.0005 I upll, Krone
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;iSE,T:E
1 ntimonv 01/09/0 12 0.5 .2 uoil Caltest EPA 200.8
2 Arsenic 1Z31t03 E-2 Effluenl 10 0.5 2 uo/L Caltest EPA 200.8
2 Arsenic 01t09t04 E-2 Effluent 11 0.5 0.2 uo/L Caltest PA 200.r

Arsenic o2111t04 E-2 Effluenl 12 0.5 0.2 uoil Caltest EPA 200.8
rsentc o3to2t04 E-2 Etfluenl 10 0.5 0.2 uo/L Caltest EPA 200.8

2 Arsenic 1Z09t04 E-2 Effluent 16 0.5 0.14 uo/L altest EPA 200.8
z Arsenic 01t04t05 E-2 Effluent 8.4 0.5 0.14 uo/L ;altest PA 200.8
2 Arsenic 03/03/05 E-2 Effluenl s.7 0.5 o.14 uoil Caltest PA 200.8
2 rsenic 05/1 1/05 E-2 Effluenl 12 1 uo/L Caltest EPA 200.8
2 Arsenic 12J27t05 E-2 Effluent 10 0.5 o.14 uo/L altest EPA 200.8
2 01/03/06 E-2 Effluent 7.1 0.5 o.2 uqiL )altest PA 200.

iervllium 01togt04 E-2 Effluenj o.2 o.2 0.06 uo/L Caltest PA 200_

4 )admium 'lz31to3 E-2 Effluenj o.2 0.1 uo/L Caltest EPA 200.8
4 ladmium 01t09t04 E-2 Effluent J 0.07 0.1 0.03 ucr/L altest EPA 200.8
4 ladmium 02J11t04 E-2 Effluent 0.1 0.1 0.03 ucr/L )altest PA 200.8
4 ladmium o3t0z04 E-2 Effluent 0.1 0.1 0.03 uo/L Caltest PA 200.8
4 lm 'tzogt04 E-2 Effluent 0.1 0.03 uo/L Caltest EPA 200.8 1

4 ladmium 01t04t05 E-2 Effluent 0.1 0_1 uo/L Caltest EPA 200.8
4 ladmium 03/03/05 E-2 Effluent J 0.03 0.1 0.03 uq/L Caltest EPA 200.8
4 ladmirrm 05t11t05 E-2 Effluent 0.05 0.1 0.03 uc/L Caltest PA2
4 ;admium 1'427tO5 E-2 Effluenl 0.1 0.1 0.03 uc/L Caltest .PA

4 tm 01/03/ E-2 Etfluent u.t 0.1 0.04 ucr/L Caltest EPA 200.8
5a lhromium (lll) 12t31t03 E-2 Effluenl J D.4 0.5 0 ucr/L Caltest EPA 200.8 a

5a lhromium (lll) 01t0st04 E-2 Effluenl J 0.2 0.5 o.2 uq Caltest EPA 200.8
5a rm (lll\ oz11t04 E-2 Effluenl o.2 0.5 o.2 uo/L Caltest :PA2
5a rm (lll) o3toz04 E-2 Efiluenl 0.5 0.5 o.2 ucr/L Caltest :PA 200

lhromium (lll) 12J09t04 E-2 Effluenl 0.5 0 UO/L Caltest EPA 200.8
5a 3hromium (lll) 01t04t05 E-2 Effluenl J 0.3 0.5 o.2 Uq Caltest EPA 200.8
5a Chromium (lll) 03/03/05 E-2 Effluent 0.5 0.5 0.2 uq/L Caltest EPA 2OO.

5a rm (lll) 05/1 I E-2 Effluenl o.4 uo/L Caltest :PA 200.

5a Ohromium (lll) 1227t05 E-2 Effluenl 0.5 0.5 o.2 Uc/L Caltest EPA 200.8
5a Chromium (lll) 01/03/06 E-2 Effluent 0.2 0.5 0.2 Uq/L Caltest :PA 200.8

Ohromium (V 01/08/04 E-2 Effluent 10 10 ucr/L Caltest sM3500cR
5b Chromium (V 03/03/04 E-2 Effluenl 10 10 ucr/L Caltesl sM3500cR
5b Chromium (Vl) 01/05/05 E-2 Effluenl 10 't0 0.5 uq/L Caltest sM3500cR
o Coooer 1Z31tO3 E-2 Effluent 8.8 U.J 0.3 uc/L Caltest EPA

oDoer 01/09/04 E-2 Effluenl 5.0 u.3 0.3 uc/L Caltest EPA
oooer oz11to4 E-2 Effluenl 4.4 uo/L Caltest EPA 200.8

o lopDer 03/02/04 E-2 Effluent 5.0 0.5 uc/L Caltest EPA 200.8
o loooer 12J09t04 E-2 Effluent 5.7 0.5 0.28 uq/L Caltest EPA 200.8
o loooer o1t04t05 E-2 Effluent 2.9 0.5 0.28 uo/L Caltest EPA

;ooDer I E-2 Efiluenl 4_8 0.28 uc/L Caltest EPA 8

6 ;ODDET o5t1'vos E-2 Effluenl 8.1 1 uo/L Caltest EPA 200.8
6 looDer 12,27t05 E-2 Effluent 3.4 0.5 uo/L Caltesl EPA 200.8
o loooer 01/03/06 E-2 Effluent 2.5 0.5 0.08 uq/L Caltest EPA 200.8

_eao 1Z31t03 E-2 Effluenl 0.55 o.25 0.04 uo/L Caltest EPA 2OO

7 _eao 01/09/04 E-2 Effluenl 0_76 o4 UO/L Caltesl EPA 200.8

-eao 0211t04 E-2 Effluenl 0.98 0.25 .o4 uo/L Caltest EPA 200.8

-ead o3t02t04 E-2 Effluent J o.24 o.25 0.04 uo/L Caltesl EPA 200.8

-ead 12t09t04 E-2 Effluent J 0.2 0.25 0.04 uc/L Caltesl EPA
eao 0.11 0.25 0.04 uo/L Caltest EPA 200.8

7 ea0 U.2J o.25 0.04 Uo/L Caltest EPA 200.8
7 -ead ost11tos E-2 Effluent o.24 o.25 0.04 uo/L ;altesl EPA 200.8

-ead 1Z27tos E-2 Effluent 0.16 0.25 0.04 uqiL ;altest EPA 2OO,

7 _eao 0.15 o.25 0.07 UO/L Caltesl EPA 2OO

3rcury I 0.0068 0.0005 0.00024 Uc/L Caltest EPA 1631

8 Vlercury 01t09t04 E-2 Effluent 0.0042 0.0005 0.00024 uc/L ;altesl EPA 1 631

8 \4ercurv 02J11t04 E-2 Effluent 0.0042 0.0005 0.00024 uc/L )altesl EPA 1631

8 \ilercurv E-2 0.0043 0.0005 0.00024 uc/L Caltesl EPA 163,I

Mercurv 0.00024 ucr/L Caltest EPA 1631

8 Mercury 01t04t05 E-2 Effluent 0.0074 0.0005 0.00024 ucr/L Caltest EPA 1631

8 Mercurv 03/04/05 E-2 Effluent 0.0042 0.0005 0.00024 uct/L Caltesl EPA 1631

I Mercurv 0.0044 0.0005 0.0002 ucr/L Caltesl EPA 1631

I Iercury 12t28t05 0.0059 0.0005 ucr/L Caltest EPA 1631

I [Iercury 01i03/06 E-2 Effluent 0.0044 0.0005 0.0002 uo/L Caltest EPA 1631
o Nickel 03i03/05 E-2 Effluent 1.5 0.5 0.14 uc/L Caltest EPA 200.i

I Nickel 2.4 1 o.2a uc/L Caltest EPA 2OO

Nickel 4a 14 uo/L Caltesl EPA 200.8
Nickel 1Z31tO3 E-2 Effluent 2.1 0.5 2 ucr/L Caltest EPA 200.8
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23 Chlorodibromomethane 01t09t04 E-2 Effluent AF 0.5 0.3 ug/L Caltest EPA624
23 Chlorodibromomethane 01/04/05 E-2 Effluenl 4.9 0.5 0.07 uq/L Caltest EPA624
23 Chlorodibromomethane 01/03/0 -2 Effluenl 2.1 0.07 ucr/L Caltest EPA624
24 Chloroethane 01t09t04 E-2 Effluent U.J 0.5 0.34 us/L Caltest EPA 624
24 Chloroethane 01t04t05 E-2 Effluent 0.5 0.5 0.07 uq/L Caltest EPA624
24 rane 01/ -2 Effluenl 0.5 0.5 o.07 ucr/L Caltest EPA 624
za 2-Chloroethvlvinvl Ether 01t09t04 E-2 Effluent 1 0.32 udL Caltest EPA624
25 2-Chloroethylvinyl Ether 01t04t05 E-2 Effluent 1 0.1 Uq/L Caltest EPA624

I Ether 01to31 12 Effluenl 0.1 uc/L Caltest EPA624
20 Chloroform 01t09t04 E-2 Effluent 23 0.5 0.31 uS/L Callesl EPA 624

26 lhloroform 01t04t05 E-2 Effluent 20 0.5 0.05 uq/L Callest EPA624
26 lhloroform 01/03/06 -2 Effluenl 9.8 uo/L Caltest EPA624
27 )ichlorobromomethane 01/09/04 E-2 Effluent 12 0.5 0.2 uo/L Caltest EPA624
27 )ichlorobromomethane o'U04t05 E-2 Effluent 13 0.5 0.06 ugiL Caltest EPA624
27 )ichlorobromomethane 01/03/06 E-2 Effluent 6.5 0.5 0.06 ucr/L Caltesl P^.624
28 .l.1-Dichloroethane 01/09/04 E-2 Effluent 0.5 0.5 0.34 uq/L Caltesl EPA624
28 1 .1-Dichloroethane 01t04t05 E-2 Effluent 0.5 0.05 uc/L Caltest EPA 624
28 1 .1-Dichloroethane 01/03/06 E-2 Effluent 0.5 0.5 0.05 udL Caltest PA.624
29 1 .2-Dichloroethane 01togt04 E-2 Effluent 0.5 0.5 o.2 ur/L Caltest EPA 624
29 1 .2-Dichloroethane 01t04t05 E-2 Effluent 0.5 0.5 0.06 uq/L Caltesl EPA 624

1 .2-Dichloroethane E-2 Effluenl 0.5 0.5 uc/L Callest EPA624
30 1-Dichloroethene 01t09t04 E-2 Effluent 0.5 0.s 0.49 uS/L Callest EPA624
30 1-Dichloroethene 01104t05 E-2 Effluent 0.5 0.5 0.06 udL Caltest EPA624

1,1-Dichloroelhene I 12 Effluenl 0.5 0.5 0_07 uc/L Caltest EPA 624
31 ,2-Dichloropropane 01/09/04 E-2 Effluent 0.5 0.5 0.2 udL Caltest EPA624
31 2-DichlorooroDane 0'U04t05 E-2 Effluent 0.5 0.5 0.05 uq/L Caltest EPA624
31 ,2-Dichloropropane 'llo3t -2 Effluenl 0.5 0.5 uo/L Caltest EPA 624
32 :is-1,3-Dichloropropene 01/09/04 E-2 Effluent u.3 u.3 o.2 uS/L Caltest EPA624
JZ :is-l.SDichloroDrooene 01t04t05 E-2 Effluent 0.5 0.5 0.06 uq/L Caltesl EPA624
32 1 1lo3t -2 Effluenl tri 0.5 uo/L Callest EPA 624
32 trans-'l 01/09/04 E-2 Fffluent 0.5 0.5 0.3 ug/L Caltesl EPA 624
32 trans-1 01/04/05 E-2 Effluent 0.5 0.5 0.06 uq/L Caltest EPA624
JZ trans-1 o1/03/0 E-2 Etfluenl 0.5 0.05 uc/L Caltest EPA624
33 01t09t04 E-2 Effluent 0.5 0.5 0.4 ucr/L Caltesl EPA624
33 tr 01104t05 E-2 Effluent 0.5 0.5 0.06 ug/L Caltest EPA624
33 0'1/03/06 E-2 Effluenl 0.5 0.5 0.06 ucr/L Caltest EPA 624
a Bromide o1t09t04 E-2 Effluent 0.6 0.5 o.42 uq/L Caltest EPA624
34 Bromide 01tMt05 E-2 Effluent 0.5 0.5 0.05 uS/L Callest EPA 624
34 Bromide 01i03/06 E-2 Effluent 0.4 0.5 0.05 uc/L Caltesl EPA624 J
?R Chloride 01t09t04 E-2 Effluent 1.4 0.5 0.46 ucr/L Caltest EPA624
JJ Methyl Chloride 01t04t05 E-2 Effluent u.5 0.04 uS/L Caltest EPA624
?4 Chloride 01/03/06 E-2 Effluent J 0.26 0.5 0.04 uct/L Caltest PA.624 3

36 Chloride 01/09/04 E-2 Effluent 0.5 0.5 0.4 uq/L Caliest EPA624
36 Mel Chloride 01l04t05 E-2 Effluent 0.5 0.5 0.07 uo/L Caltest EPA624

01/03/06 E-2 Effluent J 0.17 0.5 0.07 uq/L Caltest EPA624 3

37 1 .2.2-Tetrachloroethane 01/09/04 E-2 Effluenl 0.5 0.5 0.3 ug/L Caltest EPA624
37 1.2.2-Tetrachloroethane 01t04t05 E-2 Effluent 0.5 u.:) 0.06 uq/L Callest EPA624
37 1.z-2-Tetl 01l E-2 Effluent 0_5 0.5 0.06 uo/L Caltest EPA624
38 Tetrachloroethvlene 01/09/04 E-2 Effluent 0.5 0.5 0.44 ug/L Caltest EPA 624

01t04t05 E-2 Effluent 0.5 0.5 0.06 Ug/L Caltest EPA624
38 01/03/06 E-2 Effluent 0.5 0.5 0.06 ucr/L Caltest EPA624

Toluene 01t09t04 E-2 Effluent 0.5 0.5 0.32 uo/L Callesl EPA624
39 Toluene 01104t05 E-2 Effluent J 0.1 0.5 0.06 ug/L Caltest EPA624 1

39 Toluene 01/03/06 E-2 Effluent 0.5 0.5 0.06 uo/L Caltest EPA 624
40 1.2 01t09t04 E-2 Effluent u.5 U.J 0.43 uq/L Caltest EPA624
40 1,2-trans- 01/04/05 E-2 Effluent 0.5 0.5 0.05 ug/L Caltest EPA624
40 1 01/03/06 E-2 Effluent 0.5 0.5 0.05 uo/L Caltesl EPA624
41 '1.1.1 -Trichloroethane 01/09/04 E-2 Effluenl U.J 0.5 0.49 uq/L Caltest EPA624
41 1.1,1-Trichloroethane 01t04t05 E-2 Effluent 0.5 0.5 0.06 ug/L Caltest EPA624
41 1.1.1-Trichloroethane 01/03/06 E-2 Effluent ti.5 0.5 0.06 uc/L Caltest EPA624
42 1,1,2-Trichloroethane 01t09t04 E-2 Effluent 0.5 0.5 0.3 uq/L Caltest EPA624
42 1.1.2-Trichloroethane 01/04/05 E-2 Effluent 0.5 u.:) 0.07 uo/L Caltesl EPA624
42 1 -1.2-Trichloroethane 01/03/06 E-2 Effluent 0.5 0.5 0.07 uq/L Caltest EPA624
43 Trichloroethene o1t09t04 E-2 Effluenl 0.5 0.5 0.3 ug/L Caltest EPA624
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43 Trichloroethene o1t04t05 E-2 Effluent 0.5 0.5 0.06 uc/L Caltest EPA624
43 Trichloroethene 01/0 -2 Effluent 0.5 0.5 0.06 ucr/L Caltest EPA624
44 r/invl Chloride 01t09t04 E-2 Effluent 0.5 0.5 0.47 uq/L Caltest EPA 624

r/inyl Chloride 01t04t05 E-2 Effluent 0.5 0.5 0.05 Ug/L Caltest EPA624
44 i/inyl Chloride 01/03/06 E-2 Effluent 0.5 0.5 0.05 uo/L Caltest EPA624
45 2-Chlorophenol 01t09t04 E-2 Effluent 2 2 0.6 ug/L Caltest EPA 625
45 2-Chlorophenol 0'1/05/05 E-2 Effluent z 2 't.2 uq/L Caltest EPA 625 4
45 nlorophenol 01/03/06 E-2 Effluent z t.z uc/L Caltest EPA 625
46 2.4-Dichloroohenol 01t09t04 E-2 Effluent 1 1 0.7 us/L Caltest EPA 625
46 2.4-Dichlorophenol 01/05/05 E-2 Effluent 1 0.9 ug/L Caltest EPA 625 4
46 1.4-utcntoroonenol 01/03/06 E-2 Effluent I 1 0.9 uo/L Caltest EPA 625
47 2,4-Dimethylphenol 01t09t04 E-2 Effluent 2 2 0.9 uq/L Caltest EPA 625
ia 2,4-DimethVlphenol 01/05/05 E-2 Effluent 2 2 1.1 ug/L Caltest EPA 625 4
47 2 4-l )imethvlnhpnnl 01/0 E-2 Effluenl 2 1.1 uo/L Caltest EPA 625
48 2-Methyl-4,6-Dinitrophenol 0'U09t04 E-2 Effluent 5 5 0.9 uqlL Caltest EPA 625
48 2-Methyl-4,6-Dinitrophenol 01/05/05 E-2 Effluent ugil Caltest EPA 625 4
48 2-Methvl-4.6-Dinitroohenol 01/0 -2 Etfluenl 5 5 z uo/L Caltest EPA 625
49 2,4-Dinitroohenol 01t09t04 E-2 Effluent 5 0.6 uq/L Caltest EPA 625
49 2,4-Dinitrophenol 01/05i05 E-2 Effluent 5 ucr/L Caltest EPA 625
49 2.4-Dinitroohenol 01/03/06 E-2 Effluenl 5 5 2 uq/L Caltest EPA 625
50 2-Nitrophenol 01t09t04 E-2 Effluent 5 5 0.7 uq/L Caltest EPA 625
tn 2-Nitrophenol 01/05/05 E-2 Effluent 5 1.1 uqiL Caltesl EPA 625 4
4n 2-Nitroohenol 01/03/06 E-2 Effluenl 5 5 1.1 uo/L Caltest EPA 625
51 4-Nitrophenol 01t09t04 E-2 Effluent 5 5 u.o uq/L Caltest EPA 625
61 4-Nitrophenol 01/05/05 E-2 Effluent 5 1 ucr/L Caltesl EPA 625 4
c1 4-Nitrophenol 01/03/06 E-2 Effluent 5 5 'l uq/L Caltest EPA 625
52 1-Chloro-3-Melhvl ohenol 01/09/04 E-2 Effluent 1 1 0.5 uq/L Caltest EPA 625
52 t-Chloro-3-Methylphenol 01/05/05 E-2 Effluent 1 1 0.93 uc/L Caltest EPA 625 4
52 )hloro-3-Methvlohenol 01/03/06 E-2 Effluent 1 1 0.93 ucr/L Caltest EPA 625
53 )entachloroohenol 01t09t04 E-2 Effluent 1 1 nq uq/L Caltest EPA 625
53 )entachloroohenol 01/05/05 E-2 Effluent 1 1 0.98 uq/L Caltest EPA 625 4
53 tentachloroohenol 01/03/06 E-2 Effluent 1 1 0.98 uq/L Caltesl EPA 625
54 Phenol 01t09t04 E-2 Effluent 1 1 0.4 uc/L Caltest EPA 625
54 Phenol 01/05/05 E-2 Effluent 1 1 0.8 uct/L Caltest EPA 625 4
54 Phenol 01/03/06 E-2 Effluenl 1 1 0.8 uc/L Caltest EPA 625
55 2,4,6-Trichloroohenol 01t09t04 E-2 Effluent 3 0.6 uq/L Caltest EPA 625
55 2.4.6-Trichloroohenol 01/05/05 E-2 Effluenl 5 5 2 ug/L Caltest EPA 625 4
55 2.4.6-Trichloroohenol 01/03/06 E-2 Effluenl 5 z uqiL Caltest EPA 625
56 \cenaohthene E-2 Effluenl 0.3 0.3 o.17 uo/L Caltesi EPA 610
30 \cenaphthene olt09to4 E-2 Effluent 0.3 0.3 o.17 uo/L Caltest EPA 610
56 qcenaphthene 01/05/05 E-2 Effluenl n?2 n2? 0.033 ug/L Caltest EPA 610
56 \cenaDhthene 01/03/06 :2 Effluenl 0.3 0.3 0.03 uo/L Caltest EPA 610

)ne 12t31tO3 E-2 Effluent o.2 o.2 0.03 uoiL Caltest EPA I'10
57 qcenaphthylene o1togt04 E-2 Effluenl o.2 0.2 0.03 uq/L Caltest EPA 610

\cenaphthylene 01/05/05 E-2 Effluenl o.22 o.22 0.022 uq/L Caltest EPA 610
57 \cenaohthvlene .2 Effluenl 0.2 0.2 0.02 uo/L Caltest EPA 610
58 \nthracene 12,31t03 E-2 Effluent 0.3 0.3 0.1tt ucr/L Caltest EPA 610
58 \nthracene 01t09t04 E-2 Effluenl 0.3 0.3 0.16 ug/L Caltest EPA 610
58 \nthracene 01/05/05 E-2 Effluent 0.33 0.33 0.033 uq/L Caltesl EPA 610

\nthracene 0 /03/06 E-2 Effluent 0.3 0.3 0.03 uo/L Caltest EPA 6,10
59 Jenzidine 0 t09t04 E-2 Effluent 5 1 ugil Caltest EPA 625
59 lenzidine 0 /05/05 E-2 Effluent 5 1 uqiL Caltesl EPA 625 4
59 lenzidine 0 /03/06 E-2 Effluent 5 Uo/L )altest EPA 625

enzo(a)Anthracene 1Z31tO3 E-2 Effluent 0.3 0_3 o.12 tolL altesl EPA 6 0
60 Jenzo(a)Anthracene 0'U09t04 E-2 Effluent 0.3 0.3 0.12 uq/L Caltesl EPA 610
60 Jenzo(a)anthracene oz11to4 -2 Effluenl 0.3 0.3 o.12 uo/L Caltest EPA 610
60 Senzo(a)Anthracene 01/05/05 E-2 Effluent 0.33 0.33 0.022 ug/L Caltest EPA 610

enzo(a)Anthracene 01/03/06 E-2 Effluent 0.3 0.3 0.02 uc/L Caltest EPA 6 0
61 Benzo(a)Pvrene 123'v03 E-2 Effluenl 0.3 0.3 0.09 uo/L Caltest EPA 610
61 Benzo(a)Pvrene 01t09t04 E-2 Effluent 0.3 0.3 0.09 uq/L Caltest EPA 610
6'l Benzo(a)Pyrene 01/05/05 E-2 Effluent 0.33 0.33 0.022 uS/L Caltest EPA 610
61 Benzo(a)Pvrene 01/03/06 E-2 Effluenl 0.3 0.3 0.02 uo/L Caltest EPA 6,IO
bz Benzo(b)Fluoranthene 12t31tO3 i2 Effluenl 0.3 0.3 0.1 1 UC/L Caltest EPA 610
62 Benzo(b)Fluoranthene 01/09/04 E-2 Effluent 0.3 0.3 0.11 ug/L Caltest EPA 610
62 Benzo(b)Fluoranthene 01/05/05 E-2 Effluent 0.33 0.33 0.033 uq/L Caltest EPA 610
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62 enzo(b)Fluoranthene 01/03/06 E-2 Effluent 0.3 0.3 0.02 uoil Caltest EPA 610
bJ lenzo(ohi)Pervlene 12,31t03 E-2 Effluent 0.1 0.1 0.06 uo/L Caltest EPA 610
63 lenzo(qhi)Pervlene 01/09/04 E-2 Effluenj 0.'1 0.1 0.06 ug/L Caltest EPA 610
63 lenzo(ohi)Pervlene 01/05/05 E-2 Effluent 0.11 0.11 0.033 uq/L Caltest EPA 610
63 lenzo(ohi)Pervlene 01/03/06 E-2 Effluenl 0.1 0.1 o.o2 uo/L Caltest EPA 610
64 lenzo(k)Fluoranthene 12311 -2 Effluenj 0.3 0.3 0_16 uo/L Caltest EPA 610
64 3enzo(k)Fluoranthene 0 t09to4 E-2 Efiluent 0.3 0.3 0.16 ug/L Caltest EPA 610
64 lenzo(k)Fluoranthene 0 /05/05 E-2 Effluent 0.33 0.33 o.o44 uq/L Caltest EPA 610
64 3enzo(k)Fluoranthene 0 -2 Effluenl 0.3 Uo/L Caltest EPA 610
bb lis{2-Chloroethoxv)Mcthene 0 t09t04 E-2 Effluent 5 5 0.9 uS/L Caltest EPA 625

3is(2-Chloroethoxv)Methane 0 /05/05 E-2 Effluent 5 5 0.8 uq/L Caltest EPA 625 4
OJ lis(2-ChlormthoxvlMethane 0 /03/06 E-2 Effluent 5 0.8 uo/L Caltest EPA 625
ob lis(2-Chloroethvl)Ether 0 t09t04 E-2 Effluent 1 1 0.7 uc/L Caltest EPA 625
DO lis(2-Chloroethvl)Ether 0 i05l05 E-2 Effluent 1 1 0.7 uq/L Caltest EPA 625 A

oo 3is(2-Chloroethvl)Ether 0 i03l06 E-2 Effluent 1 0.7 uo/L Caltest EPA 625
OT lis(2-ChloroisoproDvl)Ether 0 t09t04 E-2 Effluenl z 2 0.6 uc/L Caltest EPA 625
67 lis(2-Chloroisonronvl lFther 0 /05i05 E-2 Effluenl 2 2 o.7 uS/L Caltest EPA 625 4

67 is(2-Chloroisooroovl)Ether 0 i03106 E-2 Etfluenl 2 2 0.7 uq/L Caltest EPA 625
68 lis(2-Ethylhexyl)Phthalate 0 t09t04 t-z tntuenl 3 5 0.8 uq/L Caltest EPA 625
68 3is(2-Ethvlhexvl)Phthalate 0 /05/05 E-2 Effluent J 0.5 uq/L Caltest EPA 625 i

ralale 0 /03/06 E-2 Effluenj ? 0.5 uq/L Caltest EPA 625
OY 4-Bromoohenvl Phenvl Ether 0 t09t04 E-2 Effluenl 5 o.4 uq/L Caltest EPA 625
69 1-Bromophenvl Phenyl Ether 01/05i05 E-2 Effluent J 2 ucr/L Caltest EPA 625 4

69 4-Bromoohenvl Phenvl Ether 01t -2 Emuenj 5 2 uo/L Caltest EPA tJ25

70 lutvlbenzvl Phthalate 01t09t04 E-2 Effluenl J 0.8 ug/L Caltest EPA 625
70 lutylbenzyl Phthalate 01i05/05 E-2 Effluenl 5 J 2 Uq/L Caltest EPA 625 4

70 3utvlbenzvl Phthalate 01i03/06 E-2 Effluenl 5 5 2 uo/L Caltest EPA 625
71 2-Chloronaohthalene 01/09/04 E-2 Effluenl J 0.5 ug/L Caltest EPA 625
71 2-Chloronaphthalene 01/05/05 E-2 Effluenl J 0.6 UC/L Caltest EPA 625 4
71 2-Chloronaohthalene 01/03/06 -2 Effluenl 5 5 0_6 uc/L Callest EPA 625
72 4-Chloroohenvl Phenvl Ether 01/09/04 E-2 Effluenl 5 5 0.5 UdL Caltest EPA 625
72 4-Chlorophenyl Phenyl Ether 01/0s/05 E-2 Effluent J 2 Uqil Caltest EPA 625 4
72 4-Chloroohenvl Phenvl Ether 01t -2 Effluenj 5 5 2 uo/L Caltest EPA 625
I-t nrvsene 1Z31t03 -2 Etfluenl 0.3 n? 0.14 ucr/L Caltest EPA 610
73 3hrysene 01t09t04 E-2 Effluenl 0.3 0.3 0.14 ug/L Caltest EPA 610
t3 3hrysene 01/05/05 E-2 Effluenl 0.33 0.33 0.044 uq/L Caltest EPA 610
73 Shrvsene 01t -2 Effluenl 0.3 0.3 o.o2 uo/L Caltest EPA 610
74 'enzo(a,h)Anthracene 1Z31tO3 E-2 Effluenl 0.1 0.1 0.04 uq/L Caltest EPA 610
74 Dibenzo(a,h)Anthracene 01t09t04 E-2 Effluenl 0.1 0.1 0.04 ug/L Caltest EPA 610
74 Dibenzo(a,h)Anthracene 01/05/05 E-2 Effluent 0.11 0.11 0.033 uq/L Caltest EPA 610
74 Dibenzo(a.h)Anthracene .2 Effluenl 0.1 0.1 uo/L Caltest EPA 61 O

75 1 ,2-Dichlorobenzene 01t09t04 E-2 Effluenl 0.5 0.5 o.2 ug/L Caltest EPA624
IJ 1,2-Dichlorobenzene 01to4t05 E-2 Effluent 0.5 0.5 0.05 uq/L Caltest EPA 624
75 1.2-Dichlorobenzene 01/03/06 E-2 Effluenl 0.5 uo/L Caltest EPA624
76 1 .3-Dichlorobenzene 01t09t04 E-2 Effluenl 0.5 0.5 0.3 uS/L Caltest EPA624
76 1 .3-Dichlorobenzene o1t04t05 E-2 Effluenl 0.5 0.5 0.07 us/L Caltest EPA 624
76 1 ,3-Dichlorobenzene 01/03/06 E-2 Effluent 0.5 0.5 o.o7 uo/L Caltest EPA624

77 1,4-Dichlorobenzene (volatile) 01/09/04 E-2 Effluent u.5 0.5 0.3 ug/L Caltest EPA624

77 1,4-Dichlorobenzene (volatile) o1t04t05 E-2 Effluent 0.5 0.5 0.06 uS/L Caltest EPA 624

77 1,4-Dichlorobenzene (volatile) 01/03/06 E-2 Effluenl J 0.2 0.5 0.06 ug/L Caltest EPA 624

78 3.3'-Dichlorobenzidine 01/09/04 E-2 Effluent 5 0.3 uq/L Caltest EPA 625
78 3.3'-Dichlorobenzidine 01/05/05 E-2 Effluent 5 u-o ucr/L Caltesl EPA 625 4
78 3.3'-Dichlorobenzidine 01l -z tnluenl 5 0.6 uq/L Caltesl EPA 625
79 Diethvl Phthalate 01t09t04 E-2 Effluent 2 z 0.7 uq/L Caltest EPA 625
7a Diethvl Phthalate 01/05/05 E-2 Effluent 2 2 0.9 uq/L Caltest EPA 625 4
79 iethyl Phthalate 01/03/06 E-2 Effluent 2 2 0.9 uq/L Caltest EPA 625
80 Dimethvl Phthalate 01/09/04 E-2 Effluent 2 2 0.7 uq/L Caltest EPA 625
80 Dimethvl Phthalate 01/05/05 E-2 Effluent 2 2 0.6 uoil Caltest EPA 625 4
80 Dimethvl Phthalate 011 E-2 Effluenl 2 2 0.6 Uq/L Caltest EPA 625
81 Di-n-Butvl Phthalate o1t09t04 E-2 Effluent 5 c 1 uq/L Caltest EPA 625
81 Di-n-Butyl Phthalate 01/05/05 E-2 Effluent 5 0.6 ucr/L Caltest EPA 625 4
81 Di-n-Butvl Phthalate 01l -2 Effluenl 5 0.6 uo/L Caltesl EPA 625
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City of Calistoga
NPDES Permit Reissuance

Effluent

82 2.4-Dinitrotoluene o1t09t04 E-2 Effluent J 0.6 uq/L Caltest EPA 625
82 2,4-Dinitrotoluene 01/05/05 E-2 Effluent J 0.9 uq/L Caltest EPA 625 4
82 2,4-Dinitrotoluene 01/03/06 E-2 Effluent 5 UO, )altest EPA 625
83 2,6-Dinitrotoluene 0 '09/04 E-2 Effluent 5 0.6 uq/L Caltesl EPA 625
83 2.6-Dinitrotoluene 01/05/05 E-2 Effluenl 0.5 uc/L Caltest EPA 625 A

initrololuene 01/03/06 E-2 Effluenl 6 0.6 ucr/L Caltest EPA 625
84 Di-n-Octvl Phthalate o1t09t04 E-2 Effluenr 5 0.9 Uq/L Caltest EPA 625
84 Di-n-Octvl Phthalate 01/05/05 E-2 Effluent 5 0.7 uq/L Caltest EPA 625 4
84 hthalate 01/03/06 E-2 Effluent 0.7 uqil Galtest EPA 625
85 1,2-Diphenylhydrazine o1t09t04 E-2 Effluent 1 0.6 uq/L Caltest EPA 625
85 1 .2-Diohenvlhvdrezine 01/05/05 E-2 Effluent 1 1 0.9 uo/L Caltest EPA 625 4
85 1,2-DiphenylhVdrazine 01/03/06 E-2 Effluent 0.9 Jq/L Caltest EPA 625

uoranlhene 12i31t03 E-2 Effluenl 05 0.05 0.03 UO/L Caltest EPA 610
86 :luoranthene 0'1i09/04 E-2 Effluent 0.05 0.05 0.03 UO/L Caltest EPA 610
86 :luoranthene 01/05/05 E-2 Effluent 0.06 0.06 0.033 uS/L Caltest EPA 610

uoranthene 01/03/06 E-2 Effluenl 5 0.05 0.03 uc/L Caltest EPA 610
a7 luorene 1Z ienl 0.1 0.1 0.02 uc/L Caltest EPA 61
87 :luorene 01t09t04 E-2 Effluent 0.1 0.1 0.02 uq/L Caltest EPA 610
87 ;luorene 01/05/05 E-2 Effluent 0.1 1 0.11 0.032 ug/L Caltest EPA 610

a uorene 01/03/06 -2 Etfluenl 1 0.1 0.03 uq/L Caltest EPA 610
88 Jexachlorobenzene 01t09t04 E-2 Effluent 1 I o.4 uc/L Caltest EPA 625
88 -lexachlorobenzene 01/05105 E-2 Effluent 1 'l 0.8 us/L Caltesl EPA 625 4
88 €nzene 0 1/03/06 E-2 Effluent 1 1 0.8 uq/L Caltesl EPA 625
89 'lexachlorobutadiene 01t09/04 E-2 Effluent 1 1 u.l uq/L Caltesl EPA 625
89 'lexachlorobutadiene 01/05/05 E-2 Effluent 1 1 0.8 uc/L Caltest EPA 625 4
89 rutadiene 01/03/06 E-2 Effluent 1 1 0.8 uc/L Caltesl EPA 625
on {exachlorocyclopentadiene 01/09104 E-2 Effluent 5 0.4 uq/L Caltest EPA 625
90 Hexachlorocvclopentadiene 01/05/05 E-2 Effluent 1 0.8 uq/L Caltest EPA 625 4
90 Hexachlorocyclopentadiene 01/03/06 E-2 Effluent 1 0.8 uo/L Caltest EPA 625
o,t Hexachloroethane 0'U09t04 E-2 Effluent 1 0.6 ucr/L Caltest EPA 625
91 Hexachloroethane 01/05/05 E-2 Effluent 1 0.9 uS/L Caltest EPA 625 4
91 )roethane 01/03/06 E-2 Effluent 1 0.8 uqiL Caltest EPA 625

Indeno(1.2.3-cd)Pvrene 1l JENI 0.05 0.05 .o4 Uo/L :est
92 Indeno(1,2,3-cd)Pvrene 01togt04 E-2 Effluent 0.05 0.05 0.04 ug/L Caltest EPA 610
92 lndeno(1,2,3-cd)Pyrene 01105/05 E-2 Effluent 0.06 0.06 0.033 uq/L Caltest EPA 610

Indeno(1.2.3-cd)Pvrene Effluenl 0.05 0.05 o.o2 Uo/L esI n

93 rsopnoronp 01t09t04 E-2 Effluent I 1 0.8 uS/L Caltest EPA 625
93 rsopnorone 01/05/05 E-2 Effluent I U.J ug/L Caltesl EPA 625 4

lsopnorone fluenl 1 I tJ-5 UO ;altest A 5
94 Naohthalene 1Z31tO3 E-2 Effluent o.2 0.05 uq/L Caltest EPA 610
94 Naphthalene 01109104 E-2 Effluent 0.2 0.2 0.05 uq/L Caltesl EPA 610
94 Naphthalene 01/05/05 E-2 Effluent o.2 o.2 o.022 uq/L Caltest EPA 610
94 \aphthalene E-2 Effluent 0.2 o.2 UO altest EPA 610
95 Nitrobenzene 01t09t04 E-2 Effluent 1 1 o.7 ugiL Caltest EPA 625
95 Nitrobenzene 01/05/05 E-2 Effluent 1 1 0.7 uq/L Caltest EPA 625 4

5 \itrobenzene i2 Effluenl I 1 uo altest A 625
96 \-N itrosodimethylamine 01to9/04 E-2 Effluent 5- 5 0.6 ug/L Caltest EPA 625
YO !-Nitrosodimethvlamine 01/05/05 E-2 Effluenl J 0.6 uq/L Caltest EPA 625 4

lltrosodlmethvlamine Effluenl 0.6 uo :est 25
\,1-Nitrosodi-n-Propvlamine 01t09t04 E-2 Effluenl 0.8 ug/L Caltest EPA 625

07 \,1-Nitrosodi-n-Propylamine 01/05/05 E-2 Effluent 5 5 0.8 Uq/L Caltest EPA 625 4
rosorli-n-Pronvlam 01t uenl 5 0.8 UO est f,

98 {-Nitrosodiphenylamine 01t09t04 E-2 Effluent 1 0.7 uS/L Caltest EPA 625
98 !-Nitrosodiohenvlamine 01/05/05 E-2 Effluent 1 u-o uq/L Caltesl EPA 625 4

rosodinhenvl2minF 011 lenl 1 0.6 uo/L est A
)henanthrene 1ta3 E-2 Effluent 0.05 o uqil Caltesl EPA 610

oo Phenanlhrene o'U09t04 E-2 Effluent 0.05 0.05 0.03 uq/L Caltesl EPA 610
99 Phenanthrene 01/05/05 E-2 Effluent 0.06 0.06 0.033 uq/L Caltesl EPA 610

henanthrene i2 Effluent 0.05 0.05 UO, )altesl EPA 610
00 Pyrene 1431t03 E-2 Effluent 0.05 5 0.03 uq/L Caltest EPA 610
00 Pyrene 01t09t04 E-2 Effluent 0.0s 0.05 0.03 Uq/L Caltest EPA 610
00 )yrene 01/05/05 E-2 Effluent 0.06 0-06 0.033 Uq/L Caltest EPA 610
00 )vrene 01/03/06 E-2 Effluent 0.05 o.o2 uq/L Caltest EPA 610
01 1,2,4-Trichlorobenzene 01t09t04 E-2 Effluent 5 0.6 ug/L Caltest EPA 625
01 1,2,4-Trichlorobenzene 01/05/05 E-2 Effluent 5 1? uq/L Caltest EPA 625 +
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Effluent Data E-2

23 )cB 1248 o1t09t04 E-2 Effluent 0.1 0.1 0.05 ugil Caltest EPA 608
23 >cB 1248 01/05/05 E-2 Effluenl 0.11 o.11 0.054 u0/L Caltest EPA 608
23 >cB 1248 01/03/06 ;2 Effluenl 0.1 0.1 0.05 uo/L Caltest EPA 608
24 )cB 1254 01t09t04 E-2 Effluenl 0.1 0.1 0.07 ug/L Caltest EPA 608
24 )cB 1254 01i05/05 E-2 Effluent 0.11 0.11 0.065 uq/L Caltest EPA 608
24 )cB 12U 01/03i06 -2 Effluenl 0.1 0.1 o.04 uo/L Caltest EPA I'08
25 rcB 1260 o1togt04 E-2 Effluenl 0.1 0.1 0.05 uo/L Caltest EPA 608
25 )cB 1260 01/05/05 E-2 Effluenl 0.1 1 0.11 0.065 uq/L Caltest EPA 608
25 rcB 1260 -2 Effluent 0.1 0.1 0.03 uo/L Caltest EPA 608
zo foxaphene 01/09/04 E-2 Effluent 0.5 0.5 0.4 ug/L Caltest EPA 608
26 foxaphene 01/05/05 E-2 Effluent 0.5 0.5 0.16 uqil Caltest EPA 608
26 foxaohene -2 Effluent 0.5 0.5 0.15 uoil Caltest EPA 608

)hlorpyrifos 01t09t04 E-2 Effluent 0.05 0.05 0.04 ug/L Caltest EPA 614
)hlorpyrifos 01/04/0s E-2 Effluent 0.06 0.06 0.033 uc/L Caltest EPA 614
)hlorpvrifos 01/03/ !2 Effluenl 0.05 0.05 0.03 Uo/L Caltest EPA 614
)iazinon 01/09/04 E-2 Effluent 0.05 0.05 0.04 ugil Caltest EPA 614
)iazinon 0 t04t05 E-2 Effluent 0.06 0.06 0,044 ug/L Caltesl EPA 614

lztnon 0 lO3t i2 Effluenl 0.05 0.05 0.04 uc/L Caltest EPA 614
Tributyltin 0 togt04 E-2 Effluent 0.0015 0.0015 0.00048 uq/L STL Krone
Tributyltin 0 /05/05 E-2 Effluent 0.0015 0.0015 0.00049 ug/L STL Krone
Tnbutyltin 0 t03/06 E-2 Effluenl 0.0021 o.oo21 0.00051 uqil STL Krone
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Fact Sheet Appendix F-7

Napa River Ambient Monitoring Data
(Calistoga Station)



Calistoga Station

CTR# CONSTITUENT c-1 c-2 c-3 c4
I Antrmony o.7 I 0-3 o2
2 \rsenlc 1.3 2.4 5.9 6
l 3*yllium o05 o06 o05 006
4 ladmium 0.04 0.04 0.03 0.03

5a )hromim (III) 0.6 0.2 o') o.2
5b lhromium (VI) 2 0.15 0.r 5 0.15

6 Jopper 0.9 I 1.1 I
7 -ead o-21 0.012 0.05-3 0-04

I vlocury 0.015 0.0066 0.0061 0.003
9 ,,lickel t-9 2.2 -3-8

l0 0.3 0.5 0-5 0.5
ll rllvg 0-02 0_03 002 o02 I l tl-tn

Ihallium 0.2 0.08 0.03 0.03
l3 Litc 2 0-9 1.6

t4 )yanide 0.6 0.1 0.197 0.1

5 \sbestos 0-t 9 o.2 o2 o2
t6 ,3,7,8-TCDD (Dioxin) o.447 0.847 0.637 0.631
t7 Acrolein I :<r=
l8 1.6 1.6 I
t9 Benzene o.27 o.27 0_3 0.1 t<t:::::

20 Bromofom 0.1 0.1 0.2 0.2
2l Carbon Tetrachloride o.42 o.42 o.42 o.42

22 Chlorobenzqe 0.19 0.19 0.3 0.3
Chl orodibromomethane 0.18 0.1 8 0.3 0.3

24 Chloroethane o14 0.34 o14 0.34
Z-Chloroethylvinyl Ether 0.31 0.31 0.32 0.32

26 Chlorofom o74 0.24 0.31 0.31
Di ch lorobromomethane 0.46 o.46 0.2 0.2

2A | . 1 -Dichloroethme 0.28 0.28 o_34 o.34
29 1,2-Dichloroethme 0.18 0.18 o.2 0.2

30 l- l-Dichloroethvloe or l -l Dichloroelhere 0.37 0.3'7 0.49 0.49
3l I , 2-Dichloropropane o.22 o.22 o.2 0.2

]is-1,3 Dichloropropene o.25 0.25 0.2 0.2
trans- 1,3-DichloroproDene o.22 o.22 0-3 03

33 Ethylbenzene 0.3 0.3 0.4 0.4
34 Methyl Bromide o.46 o46 o,42 oa2
35 Methyl Chloride or Chloromethane 0.36 0.36 0.4 0.46
36 Methyloe Chloride or Dichloromethane 0tR 0.38 o4 0.4
37 l, I, 2,2-Tetrachloroethane 0.34 0.34 0.3 0_l
38 Ietrachloroethylene o1) 0.32 0.44 o.M
39 Tolume 0.25 o.25 0.32 o.32
40 1.2-Tms-Dichloroethvlene oi 0.3 0.43 0.43
4l l,l,l -Trichloroethane 0.35 0.35 0.49 o.49
42 1,1,2-Trichloroethme o27 o17 o'l 0.3
43 Irichlorethylae or Trichloroethene 0.29 0.29 0.3 0.3

Vinyl Chloride o14 o.34 0.47 0.47
45 l-Chlorophenol o.4 0.4 0.6 0.6
46 2.4 Dichlorophenol o3 o3 o7 4.7
47 1,4-Dimetbylphenol 0.3 0.3 0.9 0.9

48 nethYlDhsol o4 0.4 0.9 0.9
49 1,4-Dinitrophenol 0.3 0.3 0.6 0.6 :a:f:::::::i:03
50 -Nirophenol o-3 oi 0.7 0.7
fl l-NitroDl o.2 0.2 0.6 0_6

52 l-ch loro-3-methylphenol o3 oi 0.5 0.5

<l::53 'mtachlorcphenol o.4 o.4 0.9 0.9
54 'henol o2 o2 o4 0.4
55 l, 4, 6 Trichlorophenol 0.2 0.2 0.6 0.6
56 \cen aphthene o.t7 o17 o17 o l7
5'1 \cenaphthylene 0.03 0.03 0.03 0.03
58 {nmlacene o 16 0.16 0.16 0.16
59 0.3 0.3

60 Bozo(a)Anthracene or 1.2 Benzantiracene o.t2 o.t2 o.t2 o.t2
Benzo(a)Pyrme 0.09 0.09 0.09 0.09

62 lenzo(b)Fluoranthme or J.4 Bfl zofl uoranlhen 0.1 I 0-l I 0.t I 0-t I

Bmzo(ghi)Perylene 0.06 0.06 0.06 0.06
64 3enzo(k)Fluoranthoe 0.16 0.t6 0-t 6 0.t6
65 Bi{2-Chloroethoxy) Melhane 0.3 0.3 0.9 0.9
66 lis(2-Chloroethyl) Ether 0.3 0.-l o.7 o.7
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Calistoga Station

CTR# CONSTITIJENT c-l c.2 c-3 c-4
li(2-Chloroispropyl) Eths I 0-6 0.6

6A lis(2-EthYlhexYl) Phthalate 0.3 0.6 0.8 0.8

69 lBromophenyl Phenyl Ether 0.5 o.4 0.4

70 lutYlbflryl Phthalate 0.4 0.4 0.8 0.8
7l l-Chloronaphthaloe 0.3 o1 0-5 0.5
'72 t-ChloroDbenvl Phenvl Ethq 0.4 0.4 0.5 0.5

lhrysene 0.14 0.14 0.14 0_ l4
74 )ibenzo(a,h) Anthracene 0_04 0.04 0.04 0.04 t<l t.04

l, 2 Dichlorobenzene (semi-volatile) 0.4 0.4 o.6 0.6 fdl &,t
l, 2 Dichlorobenzene (volatile) o.l2 o.lz 0.2 0.2

l, 3 Dichlorobflzene (mi-volatile) 0.2 0.2 o-6 0_6

l, 3 Dichlorobenzene (volatile) 0.16 0.16 0.3 0.3
'17 l, 4 Dichlorobenzene (semi-volatile) 0.3 03 0-6 0.6

l, 4 Dichlorobenzene (volatile) o.t2 o.t2 0.3 0.3

!<*:::::::::::S :

78 3,3'-Dichlorcbenzidine o4 o.4 0-3 0..1

79 Diethyl Phthalate 0.4 0.4 0.7 0.7

80 )imethyl Phthalate 04 0.4 0.7 0.7

8l Di-n-Butyl Phthalate 0.4 0.4 i:<f:::::::::::t',1:

82 2,4-Dinitrotoluene o.3 0.3 0.6 0.6

83 2,6-Dinitrotoluene 0.3 0.3 o6 o.6

84 )i-n-Octvl Phthalate 0.4 0.4 0.9 0.9

85 1,2-Diphenylhydruine 0.3 0.3 o-5 0.6

86 Fluoranthene 0.03 0.03 0.03 0.03

87 Fluorene 0.02 o02 0.02 o.o2

88 Hexachlorobenzoe 0.4 0.4 0.4 o.4

89 Hexachlorobutadime 0.2 o2 o.7 o.1

90 Hexachlorocyclopentadime 0.1 0.1 0.4 0.4

9l Hexachl oroethane 0.2 o2 0_6 0.6

92 Indeno( 1,2,3-cd)Pyrse 0.04 0.04 0.04 0.04

93 Isophorone 0.3 0.3 0.8 0.8

94 \,Iaphthalene 0.05 0.05 0.05 0.05

95 Nitrobenzen€ 0.3 0.3 o.7 o.7

96 )'l-Nitrosodimethvlmine 0.4 o.4 0.6 0.6

97 N-Nitrosodi-n-Propylamine 0.3 o3 0.8 0.8

98 0.4 0.4 0.'l 0.7 li#Ftl
99 Phoanthrene 0.03 0.03 003 0.03

100 Pyrene 0.03 0.03 0.03 0.03

l0t 1.2.4-Tnchlorobenzen€ 0.3 0.3 0.6 0.6 lH[: i

t02 Aldrin 0.003 0.003 0.003 0.003

103 r-BHC 0.002 0.002 0-003 0.003

t04 tsBHC 0.001 0.001 0.004 0.004

105 'BHC (Lindme) 0.001 o 001 0.003 0.001 r{t :

106 '.BHC 0.001 0,001 0.002 0 002

to7 lhlordane 0.005 0-005 0.005 0.005

108 .4'.DDT 0.001 0.001 0.003 0 003

109 ,4'.DDE 0.00 0.001 0.002 0.002

IO .4'-DDD 0.001 0.001 o oo2 0-002

)ieldrin 0.002 0.002 0.002 0.002

z lndosulfan I (alpha) 0.003 0.003 0 002 0.002

3 indosulfan Il (beta) 0.001 0.001 0.002 0.002
4 lndosulfan Sulfate ooo 0.oot 0.002 0.002

5 lndnn 0.002 0.002 0.002 0 002

6 indrin Aldehyde o 002 0.002 0.002 0.002
'l leplachlot 0.003 0.003 0.003 o ooi
8 {eDtachlor EDoxide o 002 0.002 0.003 0.003

tt9-12: 'CBs (h)

9 )cB l0l6 ooR 008 0-05 0.05

20 ,cB 1221 0.03 0.03 0.03 0.03 [=E::::::{i:+}:i,

'cB \232 0.04 o04 0.M n04 f zr: 4M,

22 'cB tz42 0.08 0.08 0.05 0.05 Jroff o.o: :

i#
* t$!fi:;Af

23 ,cB 1248 0.05 o05 0-05

24 ,cB 1254 0.07 o.o7 0.07

25 ,cB 1260 o05 o05 0-05

26 foxaphene 0.2 0.2 0.4 0.4 ffiff 0.2,

lhlorpyri fos o12 o.t2 o.2 o.2 F€F- 0.12 ,

Jizinon 0.32 o.3z 0i o.3 i<l n6L!

Tributvltin 0.001 77 0.001 58 0.0017 0.00139 r<t-s-00ilg:
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City of Calistoga
NPDES Permit Reissuance

WQBEL Calculation

PRIORITY POLLUTANTS Goooer Mercury Cvanide
Ghlorodibromo-
methane

Dichlorobromo-
methane

Units uq/L udL ug/L uq/L uq/L

Basis and Criteria type BP FW
BP FW (4-d,

1-hr avq) NTR FW CTR Hh CTR HH

-owest WQO 6.5( 0.02: 5.20 o.41 0.5€

franslators
filution Factor (D) (if applicable) 0

!o. of samDles Der month 4 4

\quatic life criteria analvsis required? (Y/N) N N

lH criteria analysis required? (Y/N) N

qpolicable Acute WQo 9.3( 2.4 22 na

\oolicable Chronic WQO 6.51 0.025 c.z
lH criteria 0.5 70c o.41 0.56

ackoround (max conc for Ao Life calc) 1.1 0.015 o.197

3ackoround (avq conc for HH calc) o.25 o.24 0.33

ls the pollutant Bioaccumulative(Y/N)? (e.g., Hg) N N N N

CA acute 93.0 2.4 22

ECA chronic 6.5 0.025 J.Z

ECA HH 0.5 70c o.41 0.56

No. of data points <10 or at least 80% of data
reoorted non detect? (Y/N) N N

Avo of effluent data ooints 4.637 0.002€ 2.8981

Std Dev of ef{luent data ooints 1.90: 0.001s 2.193/,

CV calculated 0.41 u.b/ 0.7e N/t N/p

CV {Selected) - Final 0.41 0.67 0.7€ 0.€ 0.€

ECA acute mult99 0.4: 0.2s o.2e

ECA chronic mult99 0.6r 0.4( 0.4t

-TA acute 40.12 0.70 5.7 t

TA chronic 4.14 0.012 2.37

Tinimum of LTAs 4.14 o.o12 2.3i

{MEL mult95 1.37 1.62 1.71 1.5: 1

MDEL mult99 2.32 3.43 3.81 3.11 3.11

\MEL (ao life) J.OO 0.020 4.05

MDEL(aq life) 9.59 o.o42 9,06

MDEUAMEL Multiplier 1.69 2.11 2.23 2.O1 2.O1

AMEL (human hlth) 0.50c 200 0.410 0.560

MDEL (human hlth) 1.057 1564 0.823 1.123

minimum of AMEL for Ao. life vs HH 47 0.02 4.05 0.410 0.560

minimum of MDEL for Aq. Life vs HH v.o o.042 9.06 u-6zJ 1.123

:inal limit - AMEL 5.7 0.02c 41 o.41 0.56
:inal limit - MDEL 9.6 0.o42 9.1 o.82 1.12

vlax Effl Conc (MEC) 9.C o.oo74 s.2 1

:easibility to comply? No Yes No NC Nc

nteirm limit 14.1 NP 21.6 23

)istribution loonormal loqnormal loqnormal loonormal loonormal

o mean 1.45f -6.07t 0.862 1.25 2.331
q stdev 0.408( o.7047 o.737 0.3345 0.2693

lsth percentile 8.4 0.007: 8.C o. l 16.0

lgth oercentile 11.'l 0.011 13.1 7.6 19.2
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General Basis for Final Compliance Dates []
for Discharges North of the Dumbarton Bridge

Revised March 23. 2006

[] These dates are maximum allowable compliance dates applicable. As required by the Basin Plan, CTR, SIP, and
40CFR122.47, compliance should be as short as possible. These are only applicable for discharges north of the
Dumbarton Bridge because applicable criteria for the south bay are different than those cited above.

o For pollutants where there are planned TMDLs or SSOs, and final WQBELs may be affected by those
TMDLs and SSOs, maximum timeframes may be appropriate due the uncertain length of time it takes to
develop the TMDL/SSO.

o However, for pollutants without planned TMDLs or SSOs, the State Board in the EBMUD remand order
(WQO 2002-0012), directs the Regional Board to establish schedules that are as short as feasible in
accordance with requirements.

[2] The Basin Plan provides for a l0-year compliance schedule for implementation of measures to comply with new
standards as of the effective date of those standards. This provision has been construed to authorize compliance
schedules for new interpretations of existing standards, such as the numeric and narrative water quality objectives
specified in the Basin Plan, if the new interpretations result in more stringent limits than in the previous permit.

a. For the numeric standards and objectives in place prior to the SIP (these include the 1995 Basin Plan
objectives, and NTR criteria that were implemented in accordance with the Basin Plan), due to the
adoption of the SIP, the Water Board has newly interpreted these objectives and standards. The
effective date ofthis new interpretation is the effective date ofthe SIP (April 28, 2000) for
implementation of these numeric Basin Plan objectives.

General Basis for Final Compliance Dates 1

Constituent Reference for
applicable
standard

Maximum
compliance

schedule
allowed

Compliance date
and Basis

Cyanide
Selenium

NTR 10 years 10-yr, but no later than April 28, 2010
(10 years from effective date ofSIP).
Basis is the Basin Plan, see note [21.

Copper (salt) CTR 5 years 5-yr, but no later than May 18, 2010.
Bases are CTR and SIP. See note [4]

Mercury
PAH EPA 610

Numeric
Basin Plan (BP)

l0 years 10-yr, but no later than April 28,
2010, which is 10 years from effective
date of SIP (April28,2000). Basis is
the Basin Plan. See note l2af.

Arsenic
Cadmium
Chromium (VI)
Copper (fresh)
Lead
Nickel
Silver (CMC)
Zinc

Numeric BP 10 years 10-yr, but no later than January 1,
2015. This is l0 years (using full
months) from effective date of 2004 BP
amendment (January 5,2005). Basis is
the Basin Plan section 4.3.5.6. See note

l2b).
Also, see note [3] for permits issued prior to
effective date of 2004 BP amendment.

Dioxins/Furans
Tributyltin
Other toxic pollutants
not in CTR

Narrative BP using
SIP methodology

l0 years 10-yr from effective date of permit
(which is when new standard is adopted;
no sunset date). Basis is the Basin Plan,
see note [2cJ.

Other priority
pollutants on CTR
and not listed above

CTR 5 years 5-yr, but no later than May 18, 2010
(this is 10 years from effective date of
CTR/SIP). Basis is the CTR and SIP.
See note [4]
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b. For numeric objectives for the seven pollutants adopted in the 2004 Basin Plan (amendments), the Water
Board has newly adopted these objectives. The effecfive date ofthese new objectives is the approval
date of the 2004 Basin Plan by U.S. EPA (January 5, 2005) for implementation of these numeric Basin
Plan objectives. December is the last full month directly preceding the sunset date. Compliance should
be set on the first day of the month to ease determination of monthly average limits. Therefore,
compliance must begin on January 1,2015.

c. For narrative objectives, the Board must newly interpreted these objectives using best professional
judgment as defined in the Basin Plan for each permit. Therefore, the effective date of this new
interpretation will be the effective date of the permit.

[3] The schedules established in permits effective prior to the 2004 Basin Plan (amendments) should be continued
into subsequent permits reissued after the 2004 Basin Plan. For example, Permit XX, adopted Nov 2004 became
effective Feb 1, 2005. Permit XX establishes a compliance schedule for copper to end April 1, 2010. When next
reissued in 201 0, the compliance deadline for the same copper limit should remain April I , 201 0. However, if in
applyng the 2004 BP objective results in a more stringent limit for copper, then a new compliance schedule may
extend to the new date in 2015, provided discharger XX justifies the need for the longer compliance schedule.

[4] Permits effective after SIP/CTR that specified 5-yr compliance schedules pursuant to SIP $2.1for CTR pollutants
do not qualify for another compliance schedule for those same CTR pollutants during reissuance.

a. An exception to this would be if new data collected during the term of the permit results in more
stringent limitations, then a compliance schedule may be allowable for the more stringent limits up to
May 18,2010.

b. Another exception applies to pollutants granted a compliance schedule pursuant to the 2000 SIP $2.2.2,
Interim Requirements for Providing Data (note 2005 SIP amendment deleted this section as it is not
applicable to permits effective after May 18, 2003). Because SIP $2.1 provides for a maximum 5-year
compliance schedule, and permittees granted $2.2.2 schedules have not been previously granted such a
schedule under $2.1, those permittees who can demonstrate infeasibility to achieve immediate
compliance with limits calculated using the data collected, qualify for a $2.1 schedule up to the
maximum statutory date (April 28,2010).

Cyanide was one pollutant for which the Water Board granted a $2.2.2compliance schedules to collect
better ambient data for cyanide, because the Regional Monitoring Program data were not complete
primarily due to inadequate detection limits. BACWA and WSPA funded an effort to collect these data
as part of the collaborative receiving water monitoring for other CTR pollutants. The Regional Water
Board has received these data, which form the basis for current permits. However, upon further
consideration, the SIP $2.2.2 compliance schedule was granted in error, because cyanide is an NTR
criterion and not a CTR criterion, and the SIP compliance schedule provisions apply to "...CTR
criterion and/or effluent limitations." Thus, it is more appropriate to apply the Basin Plan's compliance
schedule provision, which was the implementation tool for NTR criteria prior to the SIP superceding the
provisions in the Basin Plan related to calculation of water quality based effluent limitations. As such,
the compliance schedule for cyanide should follow note [2a], above.

General Basis for Final Compliance Dates
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Mercury Mass Limit and Trigger Calculation
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Fact Sheet Appendix F-11

lnfeasibility Analyses, Galistoga Wastewater
Treatment Plant

Introduction

The City of Calistoga (City) received correspondence from the San Francisco Bay Regional
Water Quality Control Board (Regional Water Board) dated May 15, 2006 regarding the
Regional Water Board's results of its reasonable potential analysis as well as requesting
infeasibility analyses for four priority toxic pollutants subject to the Policy for Implementation of
Toxics Standardsfor Inland Surface Waters, Enclosed Bays and Estuaries of California (known
as the State Implementation Policy (SIP), effective 4/28/00 and amendedTl13/05). Infeasibility
analyses for priority pollutants (constituents listed in the SIP) are required for the Regional
Water Board to issue interim limits and compliance schedules for these constituents. The
infeasibility analyses contained herein for the two priority pollutants have been conducted in
accordance with section 2.1 of the SIP. The analyses contained herein are submitted to the
Regional Water Board by the City to demonstrate the City's inability to comply with water-
quality based effluent limits for copper, cyanide, chlorodibromomethane, and
dichlorobromomethane for discharge from the Calistoea Wastewater Treatment Plant.

Background

The SIP establishes statewide policy for National Pollutant Discharge Elimination System
(NPDES) permitting. The SIP provides for the situation where an existing NPDES discharger
cannot immediately comply with an effluent limitation derived from a California Toxics Rule
(CTR) or more stringent toxic Basin Plan criterion. The SIP allows for the adoption of interim
effluent limits and a schedule to come into compliance with the final limit in such cases. To
qualify for interim limits and a compliance schedule, the SIP requires that an existing discharger
demonstrate that it is infeasible to achieve immediate compliance with the CTR based limit.

The term "infeasible" is defined in the SIP as "not capable of being accomplished in a successful
manner within a reasonable period of time, taking into account economic, environmental,legal,
social and technological factors."

The SIP requires that the following information be submitted to the Regional Water Board to
support a finding of infeasibility:

(a) documentation that diligent efforts have been made to quantify pollutant levels in the
discharge and sources of the pollutant in the waste stream, including the results of
those efforts;

(b) documentation of source control and/or pollution minimization efforts currently
under way or completed;

(c) a proposed schedule for additional or future source control measures, pollutant
minimization or waste treatment; and

(d) a demonstration that the proposed schedule is as short as practicable.

C alis toga Infeas ibility Analys is 6/5/06 Page I of7
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Pollutants to be Evaluated

The pollutants for which an infeasibility analysis and compliance schedule justification were
requested by the Regional Water Board in its May 15,2006 correspondence for the City's
Wastewater Treatment Plant are copper, cyanide, chlorodibromomethane; and

dichlorobromomethane.

Effluent Limit Attainabi lity

The proposed final effluent limits contained in the Administrative Draft version of the Calistoga
NPDES Permit are compared to the maximum observed effluent concentrations at the
Wastewater Treatment Plant in Table I (no dilution credit).

Table 1. Proposed Effluent Limits for the City of Calistoga Wastewater Treatment Plant

Pollutant
Water Quality Based Effluent Limits Effluent Quality

AMELtUl MDELtb] MECi"1

Copper (pS/L)

Cyanide (pS/L)

9.05.7

9.23.1

13

9.6

9.1

0.82

1.1

4.9Chlorodibromomethane (pg/L) O.41

Dichlorobromomethane (pg/L) 0.56

[a] AMEL: average monthly effluent limit
lbl MDEL: maximum daily effluent limit
[c] MEC: maximum effluent concentration

td] Due to the failure of two or more acid surrogates, this acid compound result should be considered an

estimated value.

The final effluent limits shown above are calculated using procedures described in Section 1.4 of
the SIP for priority pollutants and non-priority pollutants. Background values were based on
data from the Napa River. No dilution credit was used and the receiving water was classified as

fresh water with municipal drinking water, aquatic life and agricultural beneficial uses. The
receiving water hardness was calculated from the average and standard error (65 mgll-),
measured in the Napa River at stations C-l through C-6, and was used to calculate hardness-

based metals objectives and conversion factors. Other variables in the effluent limit calculation
included coefficients of variation for different pollutants.

Maximum observed (detected) effluent concentrations are based on recent Wastewater
Treatment Plant effluent quality data collected annually from two outfalls over three years (2004,

2005,2006). As shown in the table above, the City may not be able to comply with proposed

effluent limits for the listed constituents. The infeasibility analyses and compliance schedule
justifications for the listed constituents are discussed below.

C alis to ga Infeas ibil ity Analys is 6/5/06 Page 2 of7
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Source Control and Pollution Prevention Efforts

The City has not previously identified copper, cyanide, chlorodibromomethane, or
dichlorobromomethane as pollutants of concern and therefore has not conducted pollution
prevention activities targeting these constituents. The City participates in general pollution
prevention activities through its membership in Bay Area Clean Water Agencies (BACWA).
The City has also begun a residential outreach program to reduce oil and grease in the sewer
lines, and the distribution of educational materials will begin in June and July 2006. A City web
page (www.web.ci.calistoga.ca.us) contains information about the proper disposal of hazardous
waste, and the City participates in Napa County's hazardous waste collection/disposal program.
Other methods of promoting pollution prevention activities include a quarterly City newsletter,
informational inserts in bimonthly water bills, a City Access television station, and pollution
prevention information distribution at the PW office.

There are two large industries within the City's jurisdiction, the water bottling companies
Calistoga Mineral Water and Crystal Geyser Mineral Water. Discharge from these industries to
the treatment plant is controlled by local limits, a maximum allowable discharge volume, and
cost per pound for the discharge of conventional pollutants.

Copper

The maximum observed effluent concentration for copper is 9.0 pg& (measured in May 2004,
out of 27 data points) which would exceed a final AMEL of 5.7 pglL. In addition, four more
samples collected between November 2003 and January 2}06have copper concentrations that
would exceed the proposed final AMEL. Therefore, the City will not be able to immediately
comply with the proposed final limits.

No influent data arc available for copper at the Wastewater Treatment Plant, therefore influent
sources cannot be determined at this time. Copper in influent is often due to corrosion of copper
plumbing in the water distribution system, or from the water supply. Typical industrial and
commercial sources of copper in influent include radiator repair shops, automotive machine
shops, car washes, printers, and metal finishers.

The City will perform a source identification for copper in the wastewater influent. If
commercial sources are significant contributors, appropriate source control programs such as
inspections and incentive programs that reward clean business practices and encourage zero-
discharge can be developed. If industrial sources are significant contributors, the City will work
with its two permitted industries to identify reduction opportunities. If corrosion is a major
source, the City will review corrosion control measures used by its water purveyor, and
distribute plumbing BMPs to pipe fitters and building inspectors in the City's service area.

The City participated with other permittees through the BACWA with the Regional Water
Board, USEPA, and BayKeeper in the development of site-specific objectives for copper for San
Francisco Bay north of the Dumbarton Bridge. The work has led to a removal of the 303(d)
listing for copper in the Bay and development of draft revised water quality objectives for copper
in the Bay.

The effluent data for copper is shown with the proposed final effluent limits in Figure L It can
be seen that four data points exceed the AMEL, two as recently as May 2005.

C alistoga Infeasibility Analysis 6/5/06 Page 3 of7



Fact Sheet Appendix F-11

a

ao
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a G.

a

' Copper E-1 

- 

AMEL

o Copper E-2 - - MDEL

Figure 1. Effluent Copper with Proposed Final Effluent Limits

Cyanide

The maximum observed effluent concentration for cyanide is9.2 1tg/L (measured in May 2005,
out of 27 data points) which would exceed a final MDEL of 9 .l pglL and a final AMEL of 3. I
pgll-. In addition, ll of 27 samples collected between November 2003 and January 2006 would
exceed the proposed final AMEL. The cyanide detection limit is 3 pglL. Therefore, the City
will not be able to immediately comply with the proposed final limits.

As the Regional Water Board has noted previously, "Cyanide is a regional problem associated

with the analytical protocol for cyanide analysis due to matrix inferences. A body of evidence
exists to show that cyanide measurements in effluent may be an artifact of the analytical method.
This question is being explored in a national research study sponsored by the Water Environment
Research Foundation (WERF)." No influent data are available for cyanide at the Wastewater
Treatment Plant, therefore influent sources cannot be determined at this time. Typically, cyanide
is not present in wastewater influent but is generated in the treatment plant disinfection process.

The WERF study also indicated that effluent cyanide levels are due to chlorination.

Effiuent monitoring for cyanide will continue as required by the City's NPDES permit, and
quarterly influent monitoring for cyanide will be initiated. If half of the influent data are
detected at levels exceeding the effluent after two years of monitoring, source identification
efforts will be initiated.

The City supports current efforts to develop a site-specific objective (SSO) for cyanide in the
Bay through their BACWA affiliation, given that cyanide does not persist in the environment
and that the current water quality objective (WQO) was based on testing with East Coast species.
A cyanide SSO for Puget Sound, Washington, using West Coast species has been approved by
EPA Region X. A final report documenting a regional study for development of a site-specific
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objective was submitted to the Regional Water Board on June 29,20A3. The Basin Plan
Amendment is currently being developed.

The effluent data for cyanide is shown with the proposed final effluent limits in Figure 2. lt can
be seen that eleven data points exceed the AMEL, three since May 2005.

V Undetected V Undetected 

- 

AMEL
i-i J-Flag n J-Flag --MDEL. Cyanide E-1 . Cyanide E-2

Figure 2. Effluent Cyanide with Proposed Final Effluent Limits

Chlorodibromomethane

The maximum observed effluent concentration for chlorodibromomethane is 4.9 pglL (measured
in January 2005 at outfall E-2, out of 3 samples at each outfall) which would exceed a proposed
final MDEL of 0.82 pgll- and AMEL of 0.41 pglL. ln addition, all three samples collected at
outfalls E-1 and E-2have chlorodibromomethane concentrations that would exceed the proposed
final AMEL. Therefore, the City will not be able to immediately comply with the proposed final
limits.

The City has not previously identified chlorodibromomethane as a problem pollutant and
therefore has not initiated source control actions targeting chlorodibromomethane. No influent
data arc available for chlorodibromomethane at the Wastewater Treatment Plant, therefore
influent sources (if any) cannot be determined at this time. However, chlorodibromomethane is
a by-product of the chlorination process, therefore the treatment plant's disinfection process is
the most likely source. Typically, for other POTWs, influent sources of chlorodibromomethane
are not significant.

Effluent monitoring for chlorodibromomethane will continue as required by the City's NPDES
permit, and bi-annual influent monitoring for chlorodibromomethane will be initiated. If half of
the influent data are detected at levels exceeding the effluent after two years of monitoring,
source identification efforts will be initiated. If less than half of the influent data arc detected at
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levels exceeding the effluent after two years of monitoring, efforts will be taken to optimize the
chlorination process to decrease the concentration of chlorodibromomethane as a chlorination
by-product.

Dichlorobromomethane

The maximum observed effluent concentration for dichlorobromomethane is 13 pg/L (measured

in January 2004 at outfall E-l and January 2005 at Outfall E-2, out of 3 samples at each outfall)
which would exceed a proposed final MDEL of 1.1 pgil and AMEL of 0.56 pglL. In addition,
all three samples collected at outfalls E-1 and E-2have dichlorobromomethane concentrations
that would exceed the proposed final AMEL and MDEL. Therefore, the City will not be able to
immediately comply with the proposed final limits.

The City has not previously identified dichlorobromomethane as a problem pollutant and

therefore has not initiated source control actions targeting dichlorobromomethane. No influent
data are available for dichlorobromomethane at the Wastewater Treatment Plant, therefore
influent sources (if any) cannot be determined at this time. However, dichlorobromomethane is

a by-product of the chlorination process, therefore the treatment plant's disinfection process is
the most likely source. Typically, for other POTWs, influent sources of dichlorobromomethane
are not significant.

Effluent monitoring for dichlorobromomethane will continue as required by the City's NPDES
permit, and bi-annual influent monitoring for dichlorobromomethane will be initiated. If half of
the influent data are detected at levels exceeding the effluent after two years of monitoring,
source identification efforts will be initiated. If less than half of the influent dala are detected at

levels exceeding the effluent after two years of monitoring, efforts will be taken to optimize the
chlorination process to decrease the concentration of chlorodibromomethane as a chlorination
by-product.

Summary

This evaluation indicates that immediate compliance with proposed final effluent limits for
copper, cyanide, chlorodibromomethane, and dichlorobromomethane is not feasible for the City.

In accordance with the requirements of the SIP, the City requests that the Regional Water Board
refrain from the adoption of final effluent limits for these constituents. In lieu of final limits, the
NPDES permit or compliance order, whichever is applicable, should include interim
performance based limits with which the City can comply. The City will continue monitoring
and/or implement the source control actions listed in Table 3 for the various constituents as

appropriate.

Calistoga Infeas ibility Analysis 6/5/06 Page 6 of 7
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Table 3. Proposed Source Control Actions

Pollutant Proposed Action Estimated Time to Complete

a

a

Source identification study

Source control programs for
commercial, industrial,
corrosion, and water supply
sources

i=-ii.=*.E-i=*i .,

. Pending results of the source identification
study.

Copper

r Influent monitoring

. Source identification study
Cyanide

. Participation in development
of Site-Specifi c Objective

Quarterly, for 2 years after permit renewal

lf lz of the influent concentrations are detected
and greater than the effluent concentration,
after two years of monitoring.

Ongoing

a

a

Chlorodibromomethane

Influent monitoring

Source identification study

. Optimization of chlorination
process

Bi-annually, for 2 years after permit renewal

lf % of the influent concentrations are detected
and greater than the effluent concentration,
after two years of monitoring.

f f less than Y. of the influent concentrations are
detected and greater than the effluent
concentration. after two vears of monitorinq.

a

a

o

a

Dichlorobromomethane

o Influent monitoring

. Source identification study

. Optimization of chlorination
process

Bi-annually, for 2 years after permit renewal

lf % the influent concentrations are detected
and greater than the effluent concentration,
after two years of monitoring.

lf less than lz of the influent concentrations are
detected and greater than the effluent

a

a

concentration, after two years of monitorinq.
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City of Calistoga
Dunaweal Wastewater Treatment Plant
Order No. R2-2006-0066
NPDES No. CA0037966

ATTACHMENT G - REGIONAL WATER BOARD ATTACHMENTS

The following documents are part of this Order but are not physically attached due to volume.
They are available on the Intemet at:

http:,r/r,vnu,'.rvaterboards.ca.gov/sanfranciscoba.v/Dorvnload.lrtm.

o Self-Monitoring Program, Part A (August 1993)
o Standard Provisions and Reporting Requirements, August 1993
o Regional Water Board Resolution No. 74-10
o August 6, 200I Regional Water Board staff letter, "Requirement for Monitoring of Pollutants

in Effluent and Receiving Water to Implement New Statewide Regulations and Policy"

Attachment G - Other Regional Water Board Attachments


